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Table B-1–ASHRAE Thermal Properties Tables 
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Table B-2–Framed Wall Assembly U-Factors 

Framing Type Framing Insulated  Wood Wall Metal Wall

and Spacing Cavity Sheathing U-factor U-factor 

 R-Value R-Value   

2x4 @ 16" O.C. 11 0 0.098 0.202 

 (Compressed) 4 0.068 0.112 

  5 0.064 0.101 

  7 0.056 0.084 

  8.7 0.051 0.073 

 13 0 0.088 0.195 

  4 0.063 0.109 

  5 0.059 0.099 

  7 0.052 0.082 

  8.7 0.048 0.072 

 15 0 0.081 0.189 

  4 0.059 0.108 

  5 0.055 0.097 

  7 0.049 0.077 

  8.7 0.045 0.071 

2x4 @ 24" O.C. 11 0 0.094 0.173 

  4 0.066 0.102 

  5 0.062 0.093 

  7 0.055 0.078 

  8.7 0.050 0.069 

 13 0 0.085 0.165 

  4 0.061 0.099 

  5 0.057 0.090 

  7 0.051 0.077 

  8.7 0.047 0.068 

 15 0 0.077 0.158 

  4 0.056 0.097 

  5 0.053 0.088 

  7 0.047 0.071 

  8.7 0.044 0.067 

 

Table B-3–Framed Wall Assembly U-
Factors (Continued) 

Framing Type Framing Insulated  Wood Wall Metal Wall

and Spacing Cavity Sheathing U-factor U-factor 

 R-Value R-Value   

2x6 @ 16" O.C. 19 0 0.065 0.120 

 (Compressed) 4 0.058 0.098 

  5 0.048 0.089 

  7 0.043 0.075 

  8.7 0.040 0.067 

 21 0 0.059 0.157 

  4 0.046 0.096 

  5 0.044 0.088 

  7 0.041 0.075 

  8.7 0.037 0.066 

 22 0 0.062 0.158 

 (Compressed) 4 0.048 0.097 

  5 0.045 0.088 

  7 0.041 0.075 

  8.7 0.038 0.067 

2x6 @ 24" O.C. 19 0 0.062 0.135 

 (Compressed) 4 0.048 0.088 

  5 0.045 0.081 

  7 0.042 0.070 

  8.7 0.039 0.062 

 21 0 0.056 0.130 

  4 0.044 0.086 

  5 0.042 0.079 

  7 0.039 0.068 

  8.7 0.036 0.061 

 22 0 0.058 0.132 

 (Compressed) 4 0.046 0.086 

  5 0.043 0.079 

  7 0.040 0.068 

  8.7 0.037 0.061 
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Table B-2–Framed Wall Assembly U-Factors 

Framing Type Framing Insulated  Wood Wall Metal Wall

and Spacing Cavity Sheathing U-factor U-factor 

 R-Value R-Value   

2x8 @ 16" O.C. 19 0 0.059 0.145 

  4 0.047 0.092 

  5 0.044 0.084 

  7 0.041 0.072 

  8.7 0.038 0.064 

 22 0 0.054 0.140 

  4 0.043 0.090 

  5 0.041 0.082 

  7 0.038 0.071 

  8.7 0.035 0.063 

 25 0 0.050 0.136 

  4 0.040 0.088 

  5 0.038 0.081 

  7 0.035 0.070 

  8.7 0.033 0.062 

 30 0 0.048 0.135 

 (Compressed) 4 0.039 0.088 

  5 0.037 0.081 

  7 0.035 0.070 

  8.7 0.032 0.062 

2x8 @ 24" O.C. 19 0 0.056 0.122 

  4 0.045 0.082 

  5 0.043 0.076 

  7 0.040 0.066 

  8.7 0.037 0.059 

 22 0 0.051 0.117 

  4 0.041 0.080 

  5 0.040 0.074 

  7 0.036 0.064 

  8.7 0.034 0.058 

 25 0 0.047 0.113 

  4 0.038 0.078 

  5 0.037 0.072 

  7 0.034 0.063 

  8.7 0.032 0.057 

 30 0 0.046 0.112 

 (Compressed) 4 0.037 0.077 

  5 0.036 0.072 

  7 0.034 0.063 

  8.7 0.031 0.057 

Table B-3–Framed Wall Assembly U-Factors 
(Continued) 

Framing Type Framing Insulated Wood Wall Metal Wall 

and Spacing Cavity Sheathing U-factor U-factor 

 R-Value R-Value   

2x10 @ 16" O.C. 30 0 0.041 0.120 

  4 0.035 0.081 

  5 0.033 0.075 

  7 0.031 0.065 

  8.7 0.029 0.059 

 38 0 0.040 0.119 

 (Compressed) 4 0.033 0.080 

  5 0.032 0.074 

  7 0.030 0.065 

  8.7 0.028 0.058 

2x10 @ 24" O.C. 30 0 0.039 0.099 

 (Compressed) 4 0.033 0.071 

  5 0.032 0.066 

  7 0.030 0.058 

  8.7 0.028 0.053 

 38 0 0.038 0.097 

  4 0.032 0.070 

  5 0.031 0.066 

  7 0.029 0.058 

  8.7 0.027 0.053 
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Table B-2A–Solar Heat Gain Coefficients Used for Exterior Shading1 

Exterior Shading Device SHGC 
Standard Bug Screens 0.76 
Exterior Sunscreens with weave 53*16/inch 0.30 
Louvered Sunscreens with louvers as wide as openings 0.27 
Low Sun Angle (LSA) Louvered Sunscreens 0.13 
Roll-down Awning 0.13 
Roll Down Blinds or Slats 0.13 
None (for skylights only) 1.00 
1 Exterior operable awnings (canvas, plastic or metal), except those that roll 

vertically down and cover the entire window, should be treated as overhangs 
for purposes of compliance with the Standards. 
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Table B-3–Metal Framing Factor 
METAL FRAMING FACTORS 

Stud Stud Insulation Framing 
Spacing Depth R-Value Factor 

  R-7 0.522 

 4" R-11 0.403 

  R-13 0.362 

16" o.c.  R-15 0.328 

  R-19 0.325 

 6" R-21 0.300 

  R-22 0.287 

  R-25 0.263 

  R-7 0.577 

 4" R-11 0.458 

  R-13 0.415 

24" o.c.  R-15 0.379 

  R-19 0.375 

 6" R-21 0.348 

  R-22 0.335 

  R-25 0.308 
R-value calculation for Exterior Wall Assemblies with Metal Studs, 
July, 19, 1990, Staff Draft Docket 90-CON-1. 
*Correction to metal framing factors applies to the entire assembly 
including:  interior air films, interior surfaces, cavity/insulation, exterior surfaces, and exterior air 
films. 
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Table B-4–Properties of Hollow Unit Masonry Walls 

Type  Core Treatment  

  Solid Partly Grouted with Ungrouted Cells 
  Grout Empty Insulated 

12" LW CMU U 0.51 0.43 0.30 
  Rw 2.0 2.3 3.3 
  HC 23 14.8 14.8 
 MW CMU U 0.54 0.46 0.33 
  Rw 1.9 2.2 3.0 
  HC 23.9 15.6 15.6 
 NW CMU U 0.57 0.49 0.36 
  Rw 1.8 2.0 2.8 
  HC 24.8 16.5 16.5 

10" LW CMU U 0.55 0.46 0.34 
  Rw 1.8 2.2 2.9 
  HC 18.9 12.6 12.6 
 MW CMU U 0.59 0.49 0.37 
  Rw 1.7 2.1 2.7 
  HC 19.7 13.4 13.4 
 NW CMU U 0.62 0.52 0.41 
  Rw 1.6 1.9 2.4 
  HC 20.5 14.2 14.2 

8" LW CMU U 0.62 0.50 0.37 
  Rw 1.6 2.0 2.7 
  HC 15.1 9.9 9.9 
 MW CMU U 0.65 0.53 0.41 
  Rw 1.5 1.9 2.4 
  HC 15.7 10.5 10.5 
 NW CMU U 0.69 0.56 0.44 
  Rw 1.4 1.8 2.3 
  HC 16.3 11.1 11.1 
 Clay Unit U 0.57 0.47 0.39 
  Rw 1.8 2.1 2.6 
  HC 15.1 11.4 11.4 

6" LW CMU U 0.68 0.54 0.44 
  Rw 1.5 1.9 2.3 
  HC 10.9 7.9 7.9 
 MW CMU U 0.72 0.58 0.48 
  Rw 1.4 1.7 2.1 
  HC 11.4 8.4 8.4 
 NW CMU U 0.76 0.61 0.52 
  Rw 1.3 1.6 1.9 
  HC 11.9 8.9 8.9 
 Clay Unit U 0.65 0.52 0.45 
  Rw 1.5 1.9 2.2 
  HC 11.1 8.6 8.6 

Notes: 
LW CMU is a Light Weight Concrete Masonry Unit per ASTM C 90, Calculated at 105 PCF density 
MW CMU is a Medium Weight Concrete Masonry Unit per ASTM C 90, Calculated at 115 PCF density 
NW CMU is a Normal Weight Concrete Masonry Unit per ASTM C 90, Calculated at 125 PCF density 
Clay Unit is a Hollow Clay Unit per ASTM C 652, Calculated at 130 PCF density 
Values include air films on inner and outer surfaces. 
Calculations based on Energy Calculations and Data, CMACN, 1986 
Grouted Cells at 32" X 48" in Partly Grouted Walls 
Source:  Berkeley Solar Group; Concrete Masonry Association of California and Nevada 
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Table B-5–Properties of Solid Unit Masonry and Solid Concrete Walls 

Type  Layer Thickness, inches   
  3 4 5 6 7 8 9 10 11 12 

LW CMU U na 0.71 0.64 na na na na na na na 
 Rw na 1.4 1.6 na na na na na na na 
 HC na 7.00 8.75 na na na na na na na 

MW CMU U na 0.76 0.70 na na na na na na na 
 Rw na 1.3 1.4 na na na na na na na 
 HC na 7.67 9.58 na na na na na na na 

NW CMU U 0.89 0.82 0.76 na na na na na na na 
 Rw 1.1 1.2 1.3 na na na na na na na 
 HC 6.25 8.33 10.42 na na na na na na na 

Clay Brick U 0.80 0.72 0.66 na na na na na na na 
 Rw 1.3 1.4 1.5 na na na na na na na 
 HC 6.30 8.40 10.43 na na na na na na na 

Concrete U 0.96 0.91 0.86 0.82 0.78 0.74 0.71 0.68 0.65 0.63 
 Rw 1.0 1.1 1.2 1.2 1.3 1.4 1.4 1.5 1.5 1.6 
 HC 7.20 9.60 12.00 14.40 16.80 19.20 21.60 24.00 26.40 28.80 

Notes: 
LW CMU is a Light Weight Concrete Masonry Unit per ASTM C 90 or 55, Calculated at 105 PCF density 
MW CMU is a Medium Weight Concrete Masonry Unit per ASTM C 90 or 55, Calculated at 115 PCF density 
NW CMU is a Normal Weight Concrete Masonry Unit per ASTM C 90 or 55, Calculated at 125 PCF density 
Clay Brick is a Clay Unit per ASTM C 62, Calculated at 130 PCF density 
Concrete is structural poured or precast concrete, Calculated at 144 PCF density 
Calculations based on Energy Calculations and Data, CMACN, 1986 
Values include air films on inner and outer surfaces. 
Source:  Berkeley Solar Group; Concrete Masonry Association of California and Nevada 
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Table B-6–Effective R-values for Interior Insulation Layers on Structural Mass Walls 
Type 

Actual 
Frame 

Furring space R-value without framing effects 
Thick  0 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21

Any None 0.5 1.5 2.5 3.5 4.5 5.5 6.5 7.5 8.5 9.5 10 11.5 12.5 13.5 14.5 15.5 16.5 17.5 18.5 19.5 20.5 21.5

0.5" Wood 1.3 1.3 1.9 2.4 2.7 na na na na na na na na na na na na na na na na na
 Metal 0.9 0.9 1.1 1.1 1.2 na na na na na na na na na na na na na na na na na

0.75" Wood 1.4 1.4 2.1 2.7 3.1 3.5 3.8 na na na na na na na na na na na na na na na
 Metal 1.0 1.0 1.3 1.4 1.5 1.5 1.6 na na na na na na na na na na na na na na na

1.0" Wood 1.3 1.5 2.2 2.9 3.4 3.9 4.3 4.6 4.9 na na na na na na na na na na na na na
 Metal 1.0 1.1 1.4 1.6 1.7 1.8 1.8 1.9 1.9 na na na na na na na na na na na na na

1.5" Wood 1.3 1.5 2.4 3.1 3.8 4.4 4.9 5.4 5.8 6.2 6.5 6.8 7.1 na na na na na na na na na
 Metal 1.1 1.2 1.6 1.9 2.1 2.2 2.3 2.4 2.5 2.5 2.6 2.6 2.7 na na na na na na na na na

2" Wood 1.4 1.5 2.5 3.3 4.0 4.7 5.3 5.9 6.4 6.9 7.3 7.7 8.1 8.4 8.7 9.0 9.3 na na na na na
 Metal 1.1 1.2 1.7 2.1 2.3 2.5 2.7 2.8 2.9 3.0 3.1 3.2 3.2 3.3 3.3 3.4 3.4 na na na na na

2.5" Wood 1.4 1.5 2.5 3.4 4.2 4.9 5.6 6.3 6.8 7.4 7.9 8.4 8.8 9.2 9.6 10.0 10.3 10.6 10.9 11.2 11.5 na
 Metal 1.2 1.3 1.8 2.3 2.6 2.8 3.0 3.2 3.3 3.5 3.6 3.6 3.7 3.8 3.9 3.9 4.0 4.0 4.1 4.1 4.1 na

3" Wood 1.4 1.5 2.5 3.5 4.3 5.1 5.8 6.5 7.2 7.8 8.3 8.9 9.4 9.9 10.3 10.7 11.1 11.5 11.9 12.2 12.5 12.9
 Metal 1.2 1.3 1.9 2.4 2.8 3.1 3.3 3.5 3.7 3.8 4.0 4.1 4.2 4.3 4.4 4.4 4.5 4.6 4.6 4.7 4.7 4.8

3.5" Wood 1.4 1.5 2.6 3.5 4.4 5.2 6.0 6.7 7.4 8.1 8.7 9.3 9.8 10.4 10.9 11.3 11.8 12.2 12.6 13.0 13.4 13.8
 Metal 1.2 1.3 2.0 2.5 2.9 3.2 3.5 3.8 4.0 4.2 4.3 4.5 4.6 4.7 4.8 4.9 5.0 5.1 5.1 5.2 5.2 5.3

4" Wood 1.4 1.6 2.6 3.6 4.5 5.3 6.1 6.9 7.6 8.3 9.0 9.6 10.2 10.8 11.3 11.9 12.4 12.8 13.3 13.7 14.2 14.6
 Metal 1.2 1.3 2.0 2.6 3.0 3.4 3.7 4.0 4.2 4.5 4.6 4.8 5.0 5.1 5.2 5.3 5.4 5.5 5.6 5.7 5.8 5.8

4.5" Wood 1.4 1.6 2.6 3.6 4.5 5.4 6.2 7.1 7.8 8.5 9.2 9.9 10.5 11.2 11.7 12.3 12.8 13.3 13.8 14.3 14.8 15.2
 Metal 1.2 1.3 2.1 2.6 3.1 3.5 3.9 4.2 4.5 4.7 4.9 5.1 5.3 5.4 5.6 5.7 5.8 5.9 6.0 6.1 6.2 6.3

5" Wood 1.4 1.6 2.6 3.6 4.6 5.5 6.3 7.2 8 8.7 9.4 10.1 10.8 11.5 12.1 12.7 13.2 13.8 14.3 14.8 15.3 15.8
 Metal 1.2 1.4 2.1 2.7 3.2 3.7 4.1 4.4 4.7 5.0 5.2 5.4 5.6 5.8 5.9 6.1 6.2 6.3 6.5 6.6 6.7 6.8

5.5" Wood 1.4 1.6 2.6 3.6 4.6 5.5 6.4 7.3 8.1 8.9 9.6 10.3 11.0 11.7 12.4 13.0 13.6 14.2 14.7 15.3 15.8 16.3
 Metal 1.3 1.4 2.1 2.8 3.3 3.8 4.2 4.6 4.9 5.2 5.4 5.7 5.9 6.1 6.3 6.4 6.6 6.7 6.8 7.0 7.1 7.2
          

All furring thickness values given are actual dimensions    

All values include .5" gypboard on the inner surface, interior surface resistances not included 
• 24" OC Furring 
• 24 Gage, Z-type Metal 

Furring  
• Douglas-Fir Larch Wood 

Furring, density = 34.9 
lb/cu.ft 

• Insulation assumed to fill 
the furring space 

   

    
       

[Source:  Berkeley Solar Group;   Concrete Masonry Association of California and Nevada] 
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Table B-7–Framed Wall/Floor/Ceiling Assembly U-Factors 
Reference Name: W.0.2x4.16 
 

     

1

2

3

4
5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. 0.875 in stucco 0.180  0.180
2. Building paper (felt) 0.060  0.060
3. 3.5” & greater air space; heat sideways 0.850  -----
4. 2x4 in fir framing -----  3.465
5. 0.50 in gypsum or plaster board 0.450  0.450
6.   
7.   

Inside Surface Air Film 0.680  0.680
Total Unadjusted R-Values: 2.390  5.005

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: W.0.S2x4.16 
 

     

1

2

3

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. 0.875 in stucco 0.180 
2. Building paper (felt) 0.060 
3. 0.50 in gypsum or plaster board 0.450 
4.   
5.   
6.   
7.   

Inside Surface Air Film 0.680 
 

 
Calculation: 
 
 
 2.23 

Total R-Value 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  4  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 3.625  

  Actual Width 1.625  
Cavity Insulation:  R-value      0.850  

  Knock-out (%)      15.00  
  Web      0.060  

Insulation Tape R- Interior Flange     0.0  
  Exterior     0.0  

( 15/100 )] 
Fr.% ÷100 

1/0.385 
1÷Total U-

factor 

1/0.449 
1÷Total U-

factor 

 

[( 1/2.390 ) 
1÷R 

( 1-15/100 )] 
1-(Fr.% ÷100) 

[( 1/5.005 ) 
1÷R 

 × × +  =

 =

0.385 
Total U-factor 

 

0.449 
Total U-factor 

 

2.593 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =

 =
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Reference Name: W.0.2x4.24 
 

     

1

2

3

4
5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 

 Outside Surface Air Film 0.170  0.170
1. 0.875 in stucco 0.180  0.180
2. Building paper (felt) 0.060  0.060
3. 3.5” & greater air space; heat sideways 0.850  -----
4. 2x4 in fir framing -----  3.465
5. 0.50 in gypsum or plaster board 0.450  0.450
6.   
7.   

Inside Surface Air Film 0.680  0.680
Total Unadjusted R-Values: 2.390  5.005

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: W.0.S2x4.24 
 

     

1

2

3

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film  0.170  
1. 0.875 in stucco 0.180 
2. Building paper (felt) 0.060 
3. 0.50 in gypsum or plaster board 0.450 
4.   
5.   
6.   
7.   

Inside Surface Air Film 0.680 
 

 
Calculation: 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  4  
Framing Spacing:  24 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  24 “o.c. 
Framing Size:  Actual Depth      3.625  

  Actual Width      1.625  
Cavity Insulation:  R-value 0.850  

  Knock-out (%)      15.00  
  Web      0.060  

Insulation Tape R- Interior Flange     0.0  
  Exterior     0.0  

 

( 12/100 )] 
Fr.% ÷100 

1/0.392 
1÷Total U-

factor 

1/0.443 
1÷Total U-

factor 

[( 1/2.390 ) 
1÷R 

( 1-12/100 )] 
1-(Fr.% ÷100) 

[( 1/5.005 ) 
1÷R 

 × × +  =

 =

 =

0.392 
Total U-factor 

 

0.443 
Total U-factor 

 

2.549 
Total R-Value 

 

2.260 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =
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Reference Name: W.7.2x4.16 
 

     

1

2

3

4

5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. 0.875 in stucco 0.180  0.180
2. Building paper (felt) 0.060  0.060
3. R-7 fiberglass insulation 7.000  -----
4. 2x4 in fir framing -----  3.465
5. 0.50 in gypsum or plaster board 0.450  0.450
6.   
7.   

Inside Surface Air Film 0.680  0.680
Total Unadjusted R-Values: 8.540  5.005

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: W.7.S2x4.16 
 

     

1

2

3

4

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. 0.875 in stucco 0.180 
2. Building paper (felt) 0.060 
3. 0.50 in polyisocyanurate 3.520 
4. 0.50 in gypsum or plaster board 0.450 
5.   
6.   
7.   

Inside Surface Air Film 0.680 
 

 
Calculation: 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  4  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12%
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth       3.625  

  Actual Width       1.625  
Cavity Insulation:  R-value 7.00  

  Knock-out (%)       15.00  
  Web       0.060  

Insulation Tape R- Interior Flange       0.0  
  Exterior       0.0  

 

( 15/100 )] 
Fr.% ÷100 

1/0.130 
1÷Total U-

factor 

1/0.125 
1÷Total U-

factor

 

[( 1/8.540 ) 
1÷R 

( 1-15/100 )] 
1-(Fr.% ÷100) 

[( 1/5.005 ) 
1÷R 

 × × +  =

 =

 =

0.130 
Total U-factor 

 

0.125 
Total U-factor 

 

7.69 
Total R-Value 

 

7.990 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =
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Reference Name: W.7.2x4.24 
 

     

1

2

3

4

5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. 0.875 in stucco 0.180  0.180
2. Building paper (felt) 0.060  0.060
3. R-7 Fiberglass Insulation 7.000  -----
4. 2x4 in fir framing -----  3.465
5. 0.50 in gypsum or plaster board 0.450  0.450
6.   
7.   

Inside Surface Air Film 0.680  0.680
Total Unadjusted R-Values: 8.540  5.005

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
Reference Name: W.7.S2x4.24 
 

     

1

2

3

4

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. 0.875 in stucco 0.180 
2. Building paper (felt) 0.060 
3. 0.50 in polyisocyanurate 3.520 
4. 0.50 in gypsum or plaster board 0.450 
5.   
6.   
7.   

Inside Surface Air Film 0.680 
 

Calculation: 
 
 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  4  
Framing Spacing:  24 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  24 “o.c. 
Framing Size:  Actual Depth       3.625  

  Actual Width       1.625  
Cavity Insulation:  R-value 7.000  

  Knock-out (%)       15.000  
  Web       0.060  

Insulation Tape R- Interior Flange       0.0  
  Exterior       0.0  

 

( 12/100 )] 
Fr.% ÷100 

1/0.127 
1÷Total U-

factor 

1/0.117 
1÷Total U-

factor 

[( 1/8.540 ) 
1÷R 

( 1-12/100 )] 
1-(Fr.% ÷100) 

[( 1/5.005 ) 
1÷R 

 × × +  =

 =

 =

0.127 
Total U-factor 

 

0.117 
Total U-factor 

 

7.874 
Total R-Value 

 

8.530 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-37 

Reference Name: W.11.2x4.16 
 

     

1

2

3

4

5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. 0.875 in stucco 0.180  0.180
2. Building paper (felt) 0.060  0.060
3. R-11 fiberglass insulation 11.000  -----
4. 2x4 in fir framing -----  3.465
5. 0.50 in gypsum or plaster board 0.450  0.450
6.   
7.   

Inside Surface Air Film 0.680  0.680
Total Unadjusted R-Values: 12.540  5.005

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: W.11.S2x4.16 
 

     

1

2

3

4

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. 0.875 in stucco 0.180 
2. Building paper (felt) 0.060 
3. 0.75 in polyisocyanurate 5.280 
4. 0.50 in gypsum or plaster board 0.450 
5.   
6.   
7.   

Inside Surface Air Film 0.680 
 

Calculation: 
 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  4  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 3.625  

  Actual Width      1.625  
Cavity Insulation:  R-value      11.000  

  Knock-out (%)      15.000  
  Web      0.060  

Insulation Tape R- Interior Flange      0.0  
  Exterior      0.0  

 

( 15/100 )] 
Fr.% ÷100 

1/0.098 
1÷Total U-

factor 

1/0.096 
1÷Total U-

factor 

 

[( 1/12.540 ) 
1÷R 

( 1-15/100 )] 
1-(Fr.% ÷100) 

[( 1/5.005 ) 
1÷R 

 × × +  =

 =

 =

0.098 
Total U-factor 

 

0.096 
Total U-factor 

 

10.204 
Total R-Value 

 

10.360 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-38 

Reference Name: W.11.2x4.24 
 

1

2

3

4

5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. 0.875 in stucco 0.180  0.180
2. Building paper (felt) 0.060  0.060
3. R-11 fiberglass insulation 11.000  -----
4. 2x4 in fir framing -----  3.465
5. 0.50 in gypsum or plaster board 0.450  0.450
6.   
7.   

Inside Surface Air Film 0.680  0.680
Total Unadjusted R-Values: 12.540  5.005

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: W.11.S2x4.24 
 

     

1

2

3

4

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. 0.875 in stucco 0.180 
2. Building paper (felt) 0.060 
3. 0.75 in polyisocyanurate 5.280 
4. 0.50 in gypsum or plaster board 0.450 
5.   
6.   
7.   

Inside Surface Air Film 0.680 
 

Calculation: 
 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  4  
Framing Spacing:  24 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  24 “o.c. 
Framing Size:  Actual Depth 3.625  

  Actual Width 1.625  
Cavity Insulation:  R-value 11.000  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange 0.0  
  Exterior 0.0  

 

( 12/100 )] 
Fr.% ÷100 
1/0.094 

1÷Total U-
factor 

1/0.090 
1÷Total U-

factor 

[( 1/12.540 ) 
1÷R 

( 1-12/100 )] 
1-(Fr.% ÷100) 

[( 1/5.005 ) 
1÷Rf 

 × × +  =

 =

 =

0.094 
Total U-factor 

 

0.090 
Total U-factor 

 

10.638 
Total R-Value 

 

11.140 
Total R-Value 

 

× 

c 

c 

f 

f 

 

From EZFRAME  =



 

Materials Reference August 2001 B-39 

Reference Name: W.13.2x4.16 
 

1

2

3

4

5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. 0.875 in stucco 0.180  0.180
2. Building paper (felt) 0.060  0.060
3. R-13 fiberglass insulation 13.000  -----
4. 2x4 in fir framing -----  3.465
5. 0.50 in gypsum or plaster board 0.450  0.450
6.   
7.   

Inside Surface Air Film 0.680  0.680
Total Unadjusted R-Values: 14.540  5.005

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: W.13.S2x4.16 
 

     

1

2

3

4

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. 0.875 in stucco 0.180 
2. Building paper (felt) 0.060 
3. 1.00 in Polyisocyanurate 7.040 
4. 0.50 in gypsum or plaster board 0.450 
5.   
6.   
7.   

Inside Surface Air Film 0.680 
 

Calculation: 
 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  4  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth      3.625  

  Actual Width      1.625  
Cavity Insulation:  R-value 13.000  

  Knock-out (%) 15.000  
  Web      0.060  

Insulation Tape R- Interior Flange      0.0  
  Exterior      0.0  

 

( 15/100 )] 
Fr.% ÷100 

1/0.088 
1÷Total U-

factor 

1/0.081 
1÷Total U-

factor 

 

[( 1/14.540 ) 
1÷Rc 

( 1-15/100 )] 
1-(Fr.% ÷100) 

[( 1/5.005 ) 
1÷Rf 

 × × +  =

 =

 =

0.088 
Total U-factor 

 

0.081 
Total U-factor 

 

11.364 
Total R-Value 

 

12.330 
Total R-Value 

 

× 

c 

c 

f 

f 

  

From EZFRAME  =



 

Materials Reference August 2001 B-40 

Reference Name: W.13.2x4.24 
 

     

1

2

3

4

5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. 0.875 in stucco 0.180  0.180
2. Building paper (felt) 0.060  0.060
3. R-13 fiberglass insulation 13.000  -----
4. 2x4 in fir framing -----  3.465
5. 0.50 in gypsum or plaster board 0.450  0.450
6.   
7.   

Inside Surface Air Film 0.680  0.680
Total Unadjusted R-Values: 14.540  5.005

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: W.13.S2x4.24 
 

     

1

2

3

4

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. 0.875 in stucco 0.180 
2. Building paper (felt) 0.060 
3. 0.75 in polyisocyanurate 5.280 
4. 0.50 in gypsum or plaster board 0.450 
5.   
6.   
7.   

Inside Surface Air Film 0.680 
 

Calculation: 
 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  4  
Framing Spacing:  24 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(Check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  24 “o.c. 
Framing Size:  Actual Depth      3.625  

  Actual Width      1.625  
Cavity Insulation:  R-value 13.00  

  Knock-out (%) 15.00  
  Web 0.060  

Insulation Tape R- Interior Flange      0.0  
  Exterior      0.0  

 

( 12/100 )] 
Fr.% ÷100 
1/0.084 

1÷Total U-
factor 

1/0.087 
1÷Total U-

factor 

[( 1/14.540 ) 
1÷Rc 

( 1-12/100 )] 
1-(Fr.% ÷100) 

[( 1/5.005 ) 
1÷Rf 

 × 
×

 +  =

 =

 =

0.084 
Total U-factor 

 

0.087 
Total U-factor 

 

11.905 
Total R-Value 

 

11.460 
Total R-Value 

 

× 

c 

c 

f 

f 

 

From EZFRAME  =



 

Materials Reference August 2001 B-41 

Reference Name: WP.14.2x4.48 
 

     

1
2
3
4
5

6
7
8
9

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. 0.875 in stucco 0.180  0.180
2. Building paper (felt) 0.060  0.060
3. 0.375 in plywood 0.470  0.470
4. 0.875 in Furring Channel 0.800  0.800
5. 3 5/8 in EPS foam insulation @ R-3.85/in 13.956  -----
6. 2x4 in fir framing -----  3.465
7. 0.875 in Furring Channel 0.800  0.800
8. 0.375 in plywood 0.470  0.470
9. 0.50 in gypsum or plaster board 0.450  0.450

Inside Surface Air Film 0.680  0.680
Total Unadjusted R-Values: 18.036  7.545

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: WP.14.S2x4.48 
 

     

1
2
3

7
6

4

5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. 0.875 in stucco 0.180 
2. Building paper (felt) 0.060 
3. 1.00 in polyisocyanurate 7.040 
4. 0.875 in Furring Channel 0.800 
5. 0.875 in Furring Channel 0.800 
6. 0.375 in plywood 0.470 
7. 0.50 in gypsum or plaster board 0.450 

Inside Surface Air Film 0.680 
 

Calculation: 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  4  
Framing Spacing:  48 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  48 “o.c. 
Framing Size:  Actual Depth     3.625  

  Actual Width     1.625  
Cavity Insulation:  R-value      14.00  

  Knock-out (%) 15.00  
  Web      0.060  

Insulation Tape R- Interior Flange      0.0  
  Exterior      0.0  

 

( 9/100 )] 
Fr.% ÷100 

1/0.062 
1÷Total U-

factor 

1/0.062 
1÷Total U-

factor 

 

[( 1/18.036 ) 
1÷Rc 

( 1-9/100 )] 
1-(Fr.% ÷100) 

[( 1/7.545 ) 
1÷Rf 

 × × +  =

 =

0.062 
Total U-factor 

 

0.062 
Total U-factor 

 

16.129 
Total R-Value 

 

16.26 
Total R-Value 

 

× 

c 

c 

f 

f 

 

From EZFRAME  =

 =



 

Materials Reference August 2001 B-42 

Reference Name: W.15.2x4.16 
 

     

1

2

3

4

5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. 0.875 in stucco 0.180  0.180
2. Building paper (felt) 0.060  0.060
3. R-15 fiberglass insulation 15.000  -----
4. 2x4 in fir framing -----  3.465
5. 0.50 in gypsum or plaster board 0.450  0.450
6.   
7.   

Inside Surface Air Film 0.680  0.680
Total Unadjusted R-Values: 16.540  5.005

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: W.15.S2x4.16 
 

     

1
2
3

5
4

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. 0.875 in stucco 0.180 
2. Building paper (felt) 0.060 
3. 0.50 in  Polyisocyanurate 3.520 
4. 0.50 in  Polyisocyanurate 3.520 
5. 0.50 in gypsum or plaster board 0.450 
6.   
7.   

Inside Surface Air Film 0.680 
 

Calculation: 
 
 
 
 
 

Assembly Type:    Floor  
(check one)   Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  4  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 3.625  

  Actual Width 1.625  
Cavity Insulation:  R-value 15.00  

  Knock-out (%) 15.00  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 15/100 )] 
Fr.% ÷100 

1/0.081 
1÷Total U-

factor 

1/0.080 
1÷Total U-

factor 

 

[( 1/16.540 ) 
1÷R 

( 1-15/100 )] 
1-(Fr.% ÷100) 

[( 1/5.005 ) 
1÷R 

 × × +  =

 =

 =

0.081 
Total U-factor 

 

0.080 
Total U-factor 

 

12.346 
Total R-Value 

 

12.510 
Total R-Value 

 

× 

c 

c 

f 

f 

f 

From EZFRAME  =



 

Materials Reference August 2001 B-43 

Reference Name: W.15.2x4.24 
 

     

1

2

3

4

5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. 0.875 in stucco 0.180  0.180
2. Building paper (felt) 0.060  0.060
3. R-15 fiberglass insulation 15.000  -----
4. 2x4 in fir framing -----  3.465
5. 0.50 in gypsum or plaster board 0.450  0.450
6.   
7.   

Inside Surface Air Film 0.680  0.680
Total Unadjusted R-Values: 16.540  5.005

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: W.15.S2x4.24 
 

1

4

3

2

      
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. 0.875 in stucco 0.180 
2. Building paper (felt) 0.060 
3. 1 in Polyisocyanurate 7.040 
4. 0.50 in gypsum or plaster board 0.450 
5.   
6.   
7.   

Inside Surface Air Film 0.680 
 

Calculation: 
 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  4  
Framing Spacing:  24 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  24 “o.c. 
Framing Size:  Actual Depth 3.625  

  Actual Width 1.625  
Cavity Insulation:  R-value 15.00  

  Knock-out (%) 15.00  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 12/100 )] 
Fr.% ÷100 

1/0.077 
1÷Total U-

factor 

1/0.074 
1÷Total U-

factor 

 

[( 1/16.540 ) 
1÷R 

( 1-12/100 )] 
1-(Fr.% ÷100) 

[( 1/5.005 ) 
1÷R 

 × × +  =

 =

 =

0.077 
Total U-factor 

 

0.074 
Total U-factor 

 

12.987 
Total R-Value 

 

13.470 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-44 

Reference Name: W.19.2x6.16 
 

     

1

2

3

4

5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. 0.875 in stucco 0.180  0.180
2. Building paper (felt) 0.060  0.060
3. R-19 fiberglass inuslation 19.000  -----
4. 2x6 in fir framing -----  5.445
5. 0.50 in gypsum or plaster board 0.450  0.450
6.   
7.   

Inside Surface Air Film 0.680  0.680
Total Unadjusted R-Values: 20.540  6.985

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: W.19.S2x6.16 
 

     

1
2
3

5
4

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. 0.875 in stucco 0.180 
2. Building paper (felt) 0.060 
3. 0.75 in polyiscyanurate 5.280 
4. 0.50 in polyiscyanurate 3.520 
5. 0.50 in gypsum or plaster board 0.450 
6.   
7.   

Inside Surface Air Film 0.680 
 

Calculation: 
 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  6  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 6.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 19.00  

  Knock-out (%) 15.00  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 15/100 )] 
Fr.% ÷100 

1/0.063 
1÷Total U-

factor 

1/0.064 
1÷Total U-

factor 

 

[( 1/20.540 ) 
1÷R 

( 1-15/100 )] 
1-(Fr.% ÷100) 

[( 1/6.985 ) 
1÷R 

 × × +  =

 =

 =

0.063 
Total U-factor 

 

0.064 
Total U-factor 

 

15.873 
Total R-Value 

 

15.530 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-45 

Reference Name: W.19.2x6.24 
 

     

1

2

3

4

5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. 0.875 in stucco 0.180  0.180
2. Building paper (felt) 0.060  0.060
3. R-19 fiberglass insulation 19.000  -----
4. 2x6 in fir framing -----  5.445
5. 0.50 in gypsum or plaster board 0.450  0.450
6.   
7.   

Inside Surface Air Film 0.680  0.680
Total Unadjusted R-Values: 20.540  6.985

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: W.19.S2x6.24 
 

     

1
2
3

5
4

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. 0.875 in stucco 0.180 
2. Building paper (felt) 0.060 
3. 0.75 in polyisocyanurate 5.280 
4. 0.50 in polyisocyanurate 3.520 
5. 0.50 in gypsum board 0.450 
6.   
7.   

Inside Surface Air Film 0.680 
 

Calculation: 
 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  6  
Framing Spacing:  24 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  24 “o.c. 
Framing Size:  Actual Depth 6.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 19.00  

  Knock-out (%) 15.00  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 12/100 )] 
Fr.% ÷100 
1/0.060 

1÷Total U-
factor 

1/0.060 
1÷Total U-

factor 

 

[( 1/20.540 ) 
1÷R 

( 1-12/100 )] 
1-(Fr.% ÷100) 

[( 1/6.985 ) 
1÷R 

 × × +  =

 =

 =

0.060 
Total U-factor 

 

0.060 
Total U-factor 

 

16.666 
Total R-Value 

 

16.750 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-46 

Reference Name: W.21.2x6.16 
 

     

1

2

3

4

5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. 0.875 in stucco 0.180  0.180
2. Building paper (felt) 0.060  0.060
3. R-21 fiberglass insulation 21.000  -----
4. 2x6 in fir framing -----  5.445
5. 0.50 in gypsum or plaster board 0.450  0.450
6.   
7.   

Inside Surface Air Film 0.680  0.680
Total Unadjusted R-Values: 22.540  6.985

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: W.21.S2x6.16 
 

     

1
2
3

5
4

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. 0.875 in stucco 0.180 
2. Building paper (felt) 0.060 
3. 1.0 in polyisocyanurate 7.040 
4. 0.5 in polyisocyanurate 3.520 
5. 0.50 in gypsum or plaster board 0.450 
6.   
7.   

Inside Surface Air Film 0.680 
 

Calculation: 
 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  6  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 6.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 21.00  

  Knock-out (%) 15.00  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 15/100 )] 
Fr.% ÷100 
1/0.059 

1÷Total U-
factor 

1/0.057 
1÷Total U-

factor 

[( 1/22.540 ) 
1÷R 

( 1-15/100 )] 
1-(Fr.% ÷100) 

[( 1/6.985 ) 
1÷R 

 × × +  =

 =

 =

0.059 
Total U-factor 

 

0.057 
Total U-factor 

 

16.949 
Total R-Value 

 

17.440 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-47 

Reference Name: W.21.2x6.24 
 

     

1

2

3

4

5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. 0.875 in stucco 0.180  0.180
2. Building paper (felt) 0.060  0.060
3. R-21 fiberglass insulation 21.000  -----
4. 2x6 in fir framing -----  5.445
5. 0.50 in gypsum or plaster board 0.450  0.450
6.   
7.   

Inside Surface Air Film 0.680  0.680
Total Unadjusted R-Values: 22.540  6.985

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: W.21.S2x6.24 
 

     

1
2
3

5
4

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. 0.875 in stucco 0.180 
2. Building paper (felt) 0.060 
3. 1.0 in polyisocyanurate 7.040 
4. 0.5 in polyisocyanurate 3.520 
5. 0.50 in gypsum or plaster board 0.450 
6.   
7.   

Inside Surface Air Film 0.680 
 

Calculation: 
 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  6  
Framing Spacing:  24 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  24 “o.c. 
Framing Size:  Actual Depth 6.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 21.000  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 12/100 )] 
Fr.% ÷100 

1/0.056 
1÷Total U-

factor 

1/0.053 
1÷Total U-

factor 

 

[( 1/22.540 ) 
1÷R 

( 1-12/100 )] 
1-(Fr.% ÷100) 

[( 1/6.985 ) 
1÷R 

 × × +  =

 =

 =

0.056 
Total U-factor 

 

0.053 
Total U-factor 

 

17.857 
Total R-Value 

 

18.720 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-48 

Reference Name: WP.22.2x6.48 
 

     

8

6

5

1
2
3
4

7

9

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. 0.875 in stucco 0.180  0.180
2. Building paper (felt) 0.060  0.060
3. 0.375 in plywood 0.470  0.470
4. 0.875 in Furring Channel 0.800  0.800
5. R-21.656 EPS foam insulation 21.656  -----
6. 2x6 in fir framing -----  5.445
7. 0.875 in Furring Channel 0.800  0.800
8. 0.375 in plywood 0.470  0.470
9. 0.50 in gypsum or plaster board 0.450  0.450

Inside Surface Air Film 0.680  0.680
Total Unadjusted R-Values: 25.736  9.525

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
Reference Name: WP.22.S2x6.48 
 

     

6

1
2
3
4
5

7
8

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. 0.875 in stucco 0.180 
2. Building paper (felt) 0.060 
3. 1.50 in polyisocyanurate 10.560 
4. 0.50 in plywood 0.630 
5. 0.875 in Furring channel 0.800 
6. 0.875 in Furring channel 0.800 
7. 0.50 in plywood 0.630 
8. 0.50 in gypsum or plaster board 0.450 

Inside Surface Air Film 0.680 
 

Calculation: 
 
 
 

 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  6  
Framing Spacing:  48 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  48 “o.c. 
Framing Size:  Actual Depth 6.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 21.700  

  Knock-out (%) 15.00  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 9/100 )] 
Fr.% ÷100 

1/0.049 
1÷Total U-

factor 

1/0.044 
1÷Total U-

factor 

 

[( 1/25.736 ) 
1÷R 

( 1-9/100 )] 
1-(Fr.% ÷100) 

[( 1/9.525 ) 
1÷R 

 × × +  =

 =

 =

0.049 
Total U-factor 

 

0.044 
Total U-factor 

 

20.408 
Total R-Value 

 

22.83 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-49 

 
Reference Name: R.0.2x6.16 
 

     

1 2
3

4
5

6

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Asphalt shingle roofing 0.440  0.440
2. Building paper (felt) 0.060  0.060
3. 0.50 in plywood 0.630  0.630
4. 3.5 in & greater air space; heat flow up 0.800  -----
5. 2x6 in fir framing -----  5.445
6. 0.50 in gypsum or plaster board 0.450  0.450
7.   

Inside Surface Air Film 0.620  0.620
Total Unadjusted R-Values: 3.170  7.815

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: R.0.S2X6.16 
 

     

1 2
3

4

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Asphalt shingle roofing 0.440 
2. Building paper (felt) 0.060 
3. 0.50 in plywood 0.630 
4. 0.50 in gypsum or plaster board 0.450 
5.   
6.   
7.   

Inside Surface Air Film 0.620 
 

Calculation: 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  6  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 6.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 0.800  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 10/100 )] 
Fr.% ÷100 

1/0.297 
1÷Total U-

factor 

1/0.323 
1÷Total U-

factor 

 

[( 1/3.170 ) 
1÷R 

( 1-10/100 )] 
1-(Fr.% ÷100) 

[( 1/7.815 ) 
1÷R 

 × × +  =

 =

 =

0.297 
Total U-factor 

 

0.323 
Total U-factor 

 

3.367 
Total R-Value 

 

3.090 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-50 

Reference Name: R.0.2x4.24 
 

     

1 2 3 4 5 6

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Asphalt shingle roofing 0.440  0.440
2. Building paper (felt) 0.060  0.060
3. 0.50 in plywood 0.630  0.630
4. 3.5” & greater air space; heat sidways 0.800  0.800
5. 2x4 in fir framing -----  3.465
6. 0.50 in gypsum or plaster board 0.450  0.450
7.   

Inside Surface Air Film 0.610  0.610
Total Unadjusted R-Values: 3.160  6.625

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: R.0.S2X4.24 
 

     

1 2 3 4 5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Asphalt shingle roofing 0.440 
2. Building paper (felt) 0.060 
3. 0.50 in plywood 0.630 
4. 3.5” & greater air space; heat sidways 0.800 
5. 0.50 in gypsum or plaster board 0.450 
6.   
7.   

Inside Surface Air Film 0.610 
 

Calculation: 
 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  4  
Framing Spacing:  24 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  24 “o.c. 
Framing Size:  Actual Depth 3.625  

  Actual Width 1.625  
Cavity Insulation:  R-value 0.800  

  Knock-out (%) 15.00  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 7/100 )] 
Fr.% ÷100 

1/0.305 
1÷Total U-

factor 

1/0.316 
1÷Total U-

factor 

 

[( 1/3.160 ) 
1÷R 

( 1-7/100 )] 
1-(Fr.% ÷100) 

[( 1/6.625 ) 
1÷R 

 × × +  =

 =

 =

0.305 
Total U-factor 

 

0.316 
Total U-factor 

 

3.279 
Total R-Value 

 

3.160 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-51 

Reference Name: R.11.2x6.16 
 

     

1 2
3

4
5

6
7

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Asphalt shingle roofing 0.440  0.440
2. Building paper (felt) 0.060  0.060
3. 0.50 in plywood 0.630  0.630
4. 2.0 in air space; heat flow up 0.780  -----
5. 2x6 in fir framing -----  5.445
6. R-11 fiberglass insulation  11.000  -----
7. 0.50 in gypsum or plaster board 0.450  0.450

Inside Surface Air Film 0.620  0.620
Total Unadjusted R-Values: 14.150  7.815

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: R.11.S2X6.16 
 

     

1 2
3

4
5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Asphalt shingle 0.440 
2. Building paper (felt) 0.060 
3. 0.75 in Polyisocyanurate 5.280 
4. 0.625 in Plywood 0.780 
5. 0.50 in gypsum or plaster board 0.450 
6.   
7.   

Inside Surface Air Film 0.620 
 

Calculation: 
 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  6  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 6.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 11.800  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 10/100 )] 
Fr.% ÷100 

1/0.076 
1÷Total U-

factor 

1/0.071 
1÷Total U-

factor 

 

[( 1/14.150 ) 
1÷R 

( 1-10/100 )] 
1-(Fr.% ÷100) 

[( 1/7.815 ) 
1÷R 

 × × +  =

 =

 =

0.076 
Total U-factor 

 

0.071 
Total U-factor 

 

13.157 
Total R-Value 

 

14.060 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-52 

Reference Name: R.11.2x4.24 
 

     

1 2 3 4 5 6 7

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Asphalt shingle roofing 0.440  0.440
2. Building paper (felt) 0.060  0.060
3. 0.50 in plywood 0.630  0.630
4. 3.50 in & greater air space; heat flow up 0.800  0.800
5. R-11 fiberglass insulation 11.000  -----
6. 2x4 in fir framing -----  3.465
7. 0.50 in gypsum or plaster board 0.450  0.450

Inside Surface Air Film 0.610  0.610
Total Unadjusted R-Values: 14.160  6.625

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: R.11.S2X4.24 
 

     

1 2 3 4 5 6

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Asphalt shingle roofing 0.440 
2. Building paper (felt) 0.060 
3. 0.50 in plywood 0.630 
4. 3.50 in & greater air space; heat flow up 0.800 
5. 0.75 in Polyisocyanurate 5.280 
6. 0.50 in gypsum or plaster board 0.450 
7.   

Inside Surface Air Film 0.610 
 

Calculation: 
 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  4  
Framing Spacing:  24 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  24 “o.c. 
Framing Size:  Actual Depth 3.625  

  Actual Width 1.625  
Cavity Insulation:  R-value 11.000  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 7/100 )] 
Fr.% ÷100 

1/0.076 
1÷Total U-

factor 

1/0.069 
1÷Total U-

factor 

 

[( 1/14.160 ) 
1÷R 

( 1-7/100 )] 
1-(Fr.% ÷100) 

[( 1/6.625 ) 
1÷R 

 × × +  =

 =

 =

0.076 
Total U-factor 

 

0.069 
Total U-factor 

 

13.157 
Total R-Value 

 

14.500 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-53 

Reference Name: R.13.2x6.16 
 

     

1
2

3
4

5
6

7

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Asphalt shingle roofing 0.440  0.440
2. Building paper (felt) 0.060  0.060
3. 0.50 in plywood 0.630  0.630
4. 2.0 in air space; heat flow up 0.780  -----
5. 2x6 in fir framing  -----  5.445
6. R-13 fiberglass insulation 13.000  -----
7. 0.50 in gypsum or plaster board 0.450  0.450

Inside Surface Air Film 0.620  0.620
Total Unadjusted R-Values: 16.150  7.815

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
 
Reference Name: R.13.S2X6.16 
 

     

1 2
3

4
5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Asphalt shingle roofing 0.440 
2. Building paper (felt) 0.060 
3. 1.00 in polyisocyanurate 7.040 
4. 0.50 in plywood 0.630 
5. 0.50 in gypsum or plaster board 0.450 
6.   
7.   

Inside Surface Air Film 0.620 
 

Calculation: 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  6  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 6.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 13.800  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

( 10/100 )] 
Fr.% ÷100 

1/0.069 
1÷Total U-

factor 

1/0.062 
1÷Total U-

factor 

 

[( 1/16.150 ) 
1÷R 

( 1-10/100 )] 
1-(Fr.% ÷100) 

[( 1/7.815 ) 
1÷R 

 × × +  =

 =

 =

0.069 
Total U-factor 

 

0.062 
Total U-factor 

 

14.493 
Total R-Value 

 

16.130 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-54 

Reference Name: R.13.2x4.24 
 

     

1 2 3 4 5 6 7

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Asphalt shingle roofing 0.440  0.440
2. Building paper (felt) 0.060  0.060
3. 0.50 in plywood 0.630  0.630
4. 3.50 in & greater air space; heat flow up 0.800  0.800
5. R-13 fiberglass insulation  13.000  -----
6. 2x4 in fir framing -----  3.465
7. 0.50 in gypsum or plaster board 0.450  0.450

Inside Surface Air Film 0.610  0.610
Total Unadjusted R-Values: 16.160  6.625

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
 
Reference Name: R.13.S2X4.24 
 

     

1 2 3 4 5 6

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Asphalt shingle roofing 0.440 
2. Building paper (felt) 0.060 
3. 0.50 in plywood 0.630 
4. 3.50 in & greater air space; heat flow up 0.800 
5. 0.75 in Polyisocyanurate 5.280 
6. 0.50 in gypsum or plaster board 0.450 
7.   

Inside Surface Air Film 0.610 
 

Calculation: 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  4  
Framing Spacing:  24 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  24 “o.c. 
Framing Size:  Actual Depth 3.625  

  Actual Width 1.625  
Cavity Insulation:  R-value 13.000  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 7/100 )] 
Fr.% ÷100 

1/0.068 
1÷Total U-

factor 

1/0.066 
1÷Total U-

factor 

 

[( 1/16.160 ) 
1÷R 

( 1-7/100 )] 
1-(Fr.% ÷100) 

[( 1/6.625 ) 
1÷R 

 × × +  =

 =

 =

0.068 
Total U-factor 

 

0.066 
Total U-factor 

 

14.705 
Total R-Value 

 

15.100 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-55 

Reference Name: RP.14.2x4.48 
 

     

1 2 3 4
5 6

7
8

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Asphalt shingle roofing 0.440  0.440
2. Building paper (felt) 0.060  0.060
3. 0.375 in plywood  0.470  0.470
4. 7/8 in furring channel 0.800  0.800
5. 2x4 in fir framing -----  3.465
6. 3 5/8 in EPS foam insulation @3.85/inch 13.956  -----
7. 7/8 in furring channel 0.800  0.800
8. 0.375 in plywood 0.470  0.470
9. 0.50 in gypsum or plaster board 0.450  0.450

Inside Surface Air Film 0.620  0.620
Total Unadjusted R-Values: 18.236  7.745

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: RP.14.S2x4.48 
 

     

1 2 3 4
5 6

7
8

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Asphalt shingle roofing 0.440 
2. Building paper 0.060 
3. 0.75 in polyisocyanurate 5.280 
4. 3/8 in plywood 0.470 
5. 7/8 in furring channel 0.800 
6. 7/8 in furring channel 0.800 
7. 3/8 in plywood 0.470 
8. 1/2 in gypsum or plaster board 0.450 

Inside Surface Air Film 0.620 
 

Calculation: 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  4  
Framing Spacing:  48 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  48 “o.c. 
Framing Size:  Actual Depth 3.625  

  Actual Width 1.625  
Cavity Insulation:  R-value 14.000  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 4/100 )] 
Fr.% ÷100 

1/0.058 
1÷Total U-

factor 

1/0.055 
1÷Total U-

factor 

 

[( 1/18.236 ) 
1÷R 

( 1-4/100 )] 
1-(Fr.% ÷100) 

[( 1/7.745 ) 
1÷R 

 × × +  =

 =

 =

0.058 
Total U-factor 

 

0.055 
Total U-factor 

 

17.241 
Total R-Value 

 

18.130 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-56 

Reference Name: R.19.2x8.16 
 

     

1
2

3
4

5
6

7

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Asphalt shingle roofing 0.440  0.440
2. Building paper (felt) 0.060  0.060
3. 0.50 in plywood 0.630  0.630
4. 1.0 in air space; heat flow up 0.760  -----
5. 2x8 in fir framing  -----  7.178
6. R-19 fiberglass insulation 19.000  -----
7. 0.50 in gypsum or plaster board 0.450  0.450

Inside Surface Air Film 0.620  0.620
Total Unadjusted R-Values: 22.130  9.548

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: R.19.S2x8.16 
 

     

1
2

3
4

5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Asphalt shingle roofing 0.440 
2. Building Paper 0.060 
3. 1.25 in Polyisocyanurate 8.800 
4. 0.5 in plywood 0.630 
5. 0.50 in Gypsum board 0.450 
6.   
7.   

Inside Surface Air Film 0.620 
 

Calculation: 
 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  8  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 8.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 19.800  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 10/100 )] 
Fr.% ÷100 

1/0.051 
1÷Total U-

factor 

1/0.051 
1÷Total U-

factor 

 

[( 1/22.130 ) 
1÷R 

( 1-10/100 )] 
1-(Fr.% ÷100) 

[( 1/9.548 ) 
1÷R 

 × × +  =

 =

 =

0.051 
Total U-factor 

 

0.051 
Total U-factor 

 

19.608 
Total R-Value 

 

19.760 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-57 

Reference Name: R.19.2x4.24 
 

      
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Asphalt shingle roofing 0.440  0.440
2. Building paper (felt) 0.060  0.060
3. 0.50 in plywood 0.630  0.630
4. 3.50 in & greater air space; heat flow up 0.800  0.800
5. R-8 fiberglass insulation 8.000  8.000
6. R-11 fiberglass insulation 11.000  -----
7. 2x4 in fir framing ------  3.465
8. 0.50 in gypsum or plaster board 0.450  0.450

Inside Surface Air Film 0.610  0.610
Total Unadjusted R-Values: 22.160  14.625

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: R.19.S2x4.24 
 

     

7

1 2 3 4 5 6

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Asphalt shingle roofing 0.440 
2. Building paper (felt) 0.060 
3. 0.625 in Plywood 0.780 
4. 3.5 in Air, Ceiling 0.800 
5. R-8 fiberglass insulation 8.000 
6. 0.75 in polyisocyanurate 5.280 
7. 0.50 in Gypsum board 0.450 

Inside Surface Air Film 0.610 
 

Calculation: 
 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  4  
Framing Spacing:  24 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  24 “o.c. 
Framing Size:  Actual Depth 3.625  

  Actual Width 1.625  
Cavity Insulation:  R-value 11.000  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 7/100 )] 
Fr.% ÷100 

1/0.047 
1÷Total U-

factor 

1/0.044 
1÷Total U-

factor 

 

[( 1/22.160 ) 
1÷R 

( 1-7/100 )] 
1-(Fr.% ÷100) 

[( 1/14.625 )
1÷R 

 × × +  =

 =

 =

0.047 
Total U-factor 

 

0.044 
Total U-factor 

 

21.277 
Total R-Value 

 

22.670 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =

1 2 3 4 5 6
7

8



 

Materials Reference August 2001 B-58 

Reference Name: R.22.2x10.16 
 

     

1
2

3
4

5
6

7

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Asphalt shingle roofing 0.440  0.440
2. Building paper (felt) 0.060  0.060
3. 0.50 in plywood 0.630  0.630
4. 3.5” & greater air space; heat sideways 0.620  0.620
5. 2x10 in fir framing -----  9.158
6. R-22 fiberglass insulation 22.000  -----
7. 0.50 in gypsum or plaster board 0.450  0.450

Inside Surface Air Film 0.620  0.620
Total Unadjusted R-Values: 24.990  12.148

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: R.22.S2x10.16 
 

     

1
2

3
4

5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Asphalt shingle roofing 0.440 
2. Building paper (felt) 0.060 
3. 1.50 in polyisocyanurate 10.560 
4. 0.50 in Plywood 0.630 
5. 0.50 in gypsum or plaster board 0.450 
6.   
7.   

Inside Surface Air Film 0.620 
 

Calculation: 
 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  10  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 10.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 22.800  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 10/100 )] 
Fr.% ÷100 

1/0.044 
1÷Total U-

factor 

1/0.044 
1÷Total U-

factor 

 

[( 1/24.990 ) 
1÷R 

( 1-10/100 )] 
1-(Fr.% ÷100) 

[( 1/12.148 )
1÷R 

 × × +  =

 =

 =

0.044 
Total U-factor 

 

0.044 
Total U-factor 

 

22.727 
Total R-Value 

 

22.660 
Total R-Value 

 

× 

c f 

c f 

From EZFRAME  =

c f 



 

Materials Reference August 2001 B-59 

Reference Name: R.22.2x4.24 
 

     

1 2 3 4 5 6
7

8

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Asphalt shingle roofing 0.440  0.440
2. Building paper (felt) 0.060  0.060
3. 0.50 in plywood 0.630  0.630
4. 3.50 in & greater air space 0.800  0.800
5. R-11 fiberglass insulation  11.000  11.000
6. R-11 fiberglass insulation  11.000  -----
7. 2x4 in fir framing -----  3.465
8. 0.50 in gypsum or plaster board 0.450  0.450

Inside Surface Air Film 0.610  0.610
Total Unadjusted R-Values: 25.160  17.625

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
 
Reference Name: R.22.S2x4.24 
 

     

7

1 2 3 4 5 6

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Asphalt shingle roofing 0.440 
2. Building paper (felt) 0.060 
3. 0.50 in plywood 0.630 
4. 3.50 in & greater air space 0.800 
5. R-11 fiberglass insulation  11.000 
6. 0.75 in Polyisocyanurate 5.280 
7. 0.50 in Gypsum Board 0.450 

Inside Surface Air Film 0.610 
 

Calculation: 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  4  
Framing Spacing:  24 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  24 “o.c. 
Framing Size:  Actual Depth 3.625  

  Actual Width 1.625  
Cavity Insulation:  R-value 11.000  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 7/100 )] 
Fr.% ÷100 

1/0.041 
1÷Total U-

factor 

1/0.039 
1÷Total U-

factor 

 

[( 1/25.160 ) 
1÷R 

( 1-7/100 )] 
1-(Fr.% ÷100) 

[( 1/17.625 )
1÷R 

 × × +  =

 =

 =

0.041 
Total U-factor 

 

0.039 
Total U-factor 

 

24.390 
Total R-Value 

 

25.500 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-60 

Reference Name: RP.22.2x6.48 
 

     

4
5

1
2

3
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7

8
6

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Asphalt shingle roofing 0.440  0.440
2. Building paper (felt) 0.060  0.060
3. 0.375 in plywood 0.470  0.470
4. 0.875 in furring channel 0.800  0.800
5. 5 5/8 in EPS foam insulation @ R-3.85/inch 21.656  -----
6. 2x6 in fir framing -----  5.445
7. 0.875 in furring channel 0.800  0.800
8. 0.375 in plywood 0.470  0.470
9. 0.50 in gypsum or plaster board 0.450  0.450

Inside Surface Air Film 0.620  0.620
Total Unadjusted R-Values: 25.936  9.725

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: RP.22.S2x6.48 
 

     

1 2 3
4 5 6 7 8

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Asphalt shingle roofing 0.440 
2. Building paper (felt) 0.060 
3. 1.00 in polyisocyanurate 7.040 
4. 0.375 in Plywood 0.470 
5. 0.875 in furring channel 0.800 
6. 0.875 in furring channel 0.800 
7. 0.375 in Plywood 0.470 
8. 0.50 in gypsum or plaster board 0.450 

Inside Surface Air Film 0.620 
 

Calculation: 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  6  
Framing Spacing:  48 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  48 “o.c. 
Framing Size:  Actual Depth 6.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 22.000  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 4/100 )] 
Fr.% ÷100 

1/0.041 
1÷Total U-

factor 

1/0.039 
1÷Total U-

factor 

 

[( 1/25.936 ) 
1÷R 

( 1-4/100 )] 
1-(Fr.% ÷100) 

[( 1/9.725 ) 
1÷R 

 × × +  =

 =

 =

0.041 
Total U-factor 

 

0.039 
Total U-factor 

 

24.390 
Total R-Value 

 

25.460 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-61 

Reference Name: RP.28.2x8.48 
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 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Asphalt shingle roofing 0.440  0.440
2. Building paper (felt) 0.060  0.060
3. 0.375 in plywood 0.470  0.470
4. 0.875 in furring channel 0.800  0.800
5. 7 3/8 in EPS foam insulation @ R-3.85/in 28.394  -----
6. 2x8 in fir framing -----  7.178
7. 0.875 in furring channel 0.800  0.800
8. 0.375 in plywood 0.470  0.470
9. 0.50 in gypsum or plaster board 0.450  0.450

Inside Surface Air Film 0.620  0.620
Total Unadjusted R-Values: 32.674  11.458

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: RP.28.S2x8.48 
 

     

1 2 3
4 5 6 7 8

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Asphalt shingle roofing 0.440 
2. Building paper (felt) 0.060 
3. 1.75 in polyisocyanurate 12.320 
4. 0.375 in Plywood 0.470 
5. 0.875 in furring channel 0.800 
6. 0.875 in furring channel 0.800 
7. 0.375 in Plywood 0.470 
8. 0.50 in gypsum or plaster board 0.450 

Inside Surface Air Film 0.620 
 

Calculation: 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  8  
Framing Spacing:  48 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  48 “o.c. 
Framing Size:  Actual Depth 8.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 28.394  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 4/100 )] 
Fr.% ÷100 

1/0.033 
1÷Total U-

factor 

1/0.031 
1÷Total U-

factor 

 

[( 1/32.674 ) 
1÷R 

( 1-4/100 )] 
1-(Fr.% ÷100) 

[( 1/11.458 )
1÷R 

 × × +  =

 =

 =

0.033 
Total U-factor 

 

0.031 
Total U-factor 

 

30.303 
Total R-Value 

 

31.940 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-62 

Reference Name: R.30.2x12.16 
 

     

1
2

3
4
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7

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Asphalt shingle roofing 0.440  0.440
2. Building paper (felt) 0.060  0.060
3. 0.50 in plywood 0.630  0.630
4. 1.75 in air space; heat fow up 0.780  -----
5. 2x12 in fir framing -----  11.138
6. R-30 fiberglass insulation 30.000  -----
7. 0.50 in gypsum or plaster board 0.450  0.450

Inside Surface Air Film 0.620  0.620
Total Unadjusted R-Values: 33.150  13.508

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: R.30.S2x12.16 
 

     

1
2

3
4

5
6

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Asphalt shingle roofing 0.440 
2. Building Paper 0.060 
3. 1.50 in Polyisocyanurate 10.56 
4. 0.50 in plywood 0.630 
5. 1.00 in Polyisocyanurate 7.04 
6. 0.50 in gypsum or plaster board 0.450 
7.   

Inside Surface Air Film 0.620 
 

Calculation: 
 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  12  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 12.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 30.800  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 10/100 )] 
Fr.% ÷100 

1/0.035 
1÷Total U-

factor 

1/0.032 
1÷Total U-

factor 

 

[( 1/33.150 ) 
1÷R 

( 1-10/100 )] 
1-(Fr.% ÷100) 

[( 1/13.508 )
1÷R 

 × × +  =

 =

 =

0.035 
Total U-factor 

 

0.032 
Total U-factor 

 

28.571 
Total R-Value 

 

31.64 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-63 

 
Reference Name: R.30.2x10.16 
 

     

1
2

3
4

5
6

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Asphalt shingle roofing 0.440  0.440
2. Building paper (felt) 0.060  0.060
3. 0.50 in plywood 0.630  0.630
4. 2x10 in fir framing -----  9.158
5. R-30 fiberglass insulation (8.5’’ thkns) 30.000  -----
6. 0.50 in gypsum  or plaster board 0.450  0.450
7.   

Inside Surface Air Film 0.620  0.620
Total Unadjusted R-Values: 32.370  11.528

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: R.30.S2x10.16 
 

     

1
2

3
4

5
6

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Asphalt shingle roofing 0.440 
2. Building Paper 0.060 
3. 1.50 in Polyisocyanurate 10.560 
4. 0.50 in plywood 0.630 
5. 0.75 in Polyisocyanurate 5.280 
6. 0.50 in gypsum or plaster board 0.450 
7.   

Inside Surface Air Film 0.620 
 

Calculation: 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  10  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 10.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 30.800  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 10/100 )] 
Fr.% ÷100 

1/0.036 
1÷Total U-

factor 

1/0.034 
1÷Total U-

factor 

 

[( 1/32.370 ) 
1÷R 

( 1-10/100 )] 
1-(Fr.% ÷100) 

[( 1/11.528 )
1÷R 

 × × +  =

 =

 =

0.036 
Total U-factor 

 

0.034 
Total U-factor 

 

27.778 
Total R-Value 

 

29.220 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-64 

 
Reference Name: R.30.2x4.24 
 

     

1 2 3 4 5 6
7

8

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Asphalt shingle roofing 0.440  0.440
2. Building paper (felt) 0.060  0.060
3. 0.50 in plywood 0.630  0.630
4. 3.50 in & greater air space 0.800  0.800
5. R-19 fiberglass insulation 19.000  19.000
6. R-11 fiberglass insulation 11.000  -----
7. 2X4 in fir framing -----  3.465
8. 0.50 in gypsum or plaster board 0.450  0.450

Inside Surface Air Film 0.610  0.610
Total Unadjusted R-Values: 33.160  25.625

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
 
Reference Name: R.30.S2x4.24 
 

     

7

1 2 3 4 5 6

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Asphalt shingle roofing 0.440 
2. Building paper (felt) 0.060 
3. 0.50 in plywood 0.630 
4. 3.50 in & greater air space 0.800 
5. R-19 fiberglass insulation  19.000 
6. 0.75 in Polyisocyanurate 5.280 
7. 0.50 in Gypsum Board 0.450 

Inside Surface Air Film 0.610 
 

Calculation: 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  4  
Framing Spacing:  24 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  24 “o.c. 
Framing Size:  Actual Depth 3.625  

  Actual Width 1.625  
Cavity Insulation:  R-value 11.000  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 7/100 )] 
Fr.% ÷100 

1/0.031 
1÷Total U-

factor 

1/0.030 
1÷Total U-

factor 

 

[( 1/33.160 ) 
1÷R 

( 1-7/100 )] 
1-(Fr.% ÷100) 

[( 1/25.625 )
1÷R 

 × × +  =

 =

 =

0.031 
Total U-factor 

 

0.030 
Total U-factor 

 

32.258 
Total R-Value 

 

33.52 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME 

 =



 

Materials Reference August 2001 B-65 

Reference Name: RP.35.2x10.48 
 

     

1 2 3
4 5

6
7

8 9

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Asphalt shingle roofing 0.440  0.440
2. Building paper (felt) 0.060  0.060
3. 0.375 in plywood 0.470  0.470
4. 0.875 furring channel 0.800  0.800
5. 4 in EPS foam insulation  35.000  -----
6. 2x10 in fir framing -----  9.158
7. 0.875 furring channel 0.800  0.800
8. 0.375 in plywood 0.470  0.470
9. 0.50 in gypsum or plaster board 0.450  0.450

Inside Surface Air Film 0.620  0.620
Total Unadjusted R-Values: 39.280  13.438

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: RP.35.S2x10.48 
 

     

1
2 3 4 5 6

7 8

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Asphalt shingle roofing 0.440 
2. Building paper (felt) 0.060 
3. 2.25 in polyisocyanurate 15.840 
4. 0.375 in plywood 0.470 
5. 0.875 in furring channel 0.800 
6. 0.875 in furring channel 0.800 
7. 0.375 in plywood 0.470 
8. 0.50 in gypsum or plaster board 0.450 

Inside Surface Air Film 0.620 
 

Calculation: 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  10  
Framing Spacing:  48 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  48 “o.c. 
Framing Size:  Actual Depth 10.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 35.000  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 4/100 )] 
Fr.% ÷100 

1/0.027 
1÷Total U-

factor 

1/0.026 
1÷Total U-

factor 

 

[( 1/39.280 ) 
1÷R 

( 1-4/100 )] 
1-(Fr.% ÷100) 

[( 1/13.438 )
1÷R 

 × × +  =

 =

 =

0.027 
Total U-factor 

 

0.026 
Total U-factor 

 

37.037 
Total R-Value 

 

38.44 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-66 

Reference Name: R.38.2x14.16 
 

     

1
2

3
4

5
6

7

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Asphalt shingle roofing 0.440  0.440
2. Building paper (felt) 0.060  0.060
3. 0.50 in plywood 0.630  0.630
4. 1.25 in air space; heat flow up 0.760  -----
5. 2x14 in fir framing -----  13.118
6. R-38 fiberglass insulation 38.000  -----
7. 0.50 in gypsum or plaster board 0.450  0.450

Inside Surface Air Film 0.620  0.620
Total Unadjusted R-Values: 41.130  15.488

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: R.38.S2x14.16 
 

     

1
2

3
4

5
6

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Asphalt shingle roofing 0.440 
2. Building paper (felt) 0.060 
3. 1.50 in Polyisocyanurate 10.560 
4. 0.50 in Plywood 0.630 
5. 1.50 in Polyisocyanurate 10.560 
6. 0.50 in gypsum or plaster board 0.450 
7.   

Inside Surface Air Film 0.620 
 

Calculation: 
 
 
 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  14  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 14.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 38.800  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 10/100 )] 
Fr.% ÷100 

1/0.028 
1÷Total U-

factor 

1/0.027 
1÷Total U-

factor 

 

[( 1/41.130 ) 
1÷R 

( 1-10/100 )] 
1-(Fr.% ÷100) 

[( 1/15.488 )
1÷R 

 × × +  =

 =

 =

0.028 
Total U-factor 

 

0.027 
Total U-factor 

 

35.714 
Total R-Value 

 

36.95 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-67 

 
Reference Name: R.38.2x12.16 
 

     

1
2

3
4

5
6

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Asphalt shingle roofing 0.440  0.440
2. Building paper (felt) 0.060  0.060
3. 0.50 in plywood 0.630  0.630
4. 2x12 in fir framing -----  11.138
5. R-38 fiberglass insulation 38.000  -----
6. 0.50 in gypsum or plaster board 0.450  0.450
7.   

Inside Surface Air Film 0.620  0.620
Total Unadjusted R-Values: 40.370  13.508

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
 
Reference Name: R.38.S2x12.16 
 

     

1
2

3
4

5
6

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Asphalt shingle roofing 0.440 
2. Building paper (felt) 0.060 
3. 1.50 in polyisocyanurate 10.560 
4. 0.625 in plywood 0.780 
5. 1.00 in polyisocyanurate 7.040 
6. 0.625 in gypsum or plaster board 0.560 
7.   

Inside Surface Air Film 0.620 
 

Calculation: 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  12  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 12.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 38.800  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 10/100 )] 
Fr.% ÷100 

1/0.030 
1÷Total U-

factor 

1/0.030 
1÷Total U-

factor 

 

[( 1/40.370 ) 
1÷R 

( 1-10/100 )] 
1-(Fr.% ÷100) 

[( 1/13.508 )
1÷R 

 × × +  =

 =

 =

0.030 
Total U-factor 

 

0.030 
Total U-factor 

 

33.333 
Total R-Value 

 

33.38 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-68 

 
Reference Name: R.38.2x4.24 
 

     

7

1 2 3 4 5 6

8

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Asphalt shingle roofing 0.440  0.440
2. Building paper (felt) 0.060  0.060
3. 0.50 in plywood 0.630  0.630
4. 3.50 in & greater air space; heat flow up 0.800  0.800
5. R-27 fiberglass insulation 27.000  27.000
6. R-11 fiberglass insulation 11.000  -----
7. 2x4 in fir framing -----  3.465
8. 0.50 in gypsum or plaster board 0.450  0.450

Inside Surface Air Film 0.610  0.610
Total Unadjusted R-Values: 41.160  33.625

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: R.38.S2x4.24 
 

     

7

1 2 3 4 5 6

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Asphalt shingle roofing 0.440 
2. Building paper (felt) 0.060 
3. 0.50 in Plywood 0.630 
4. 3.50 in & greater air space; heat flow up 0.800 
5. R-27 fiberglass insulation 27.000 
6. 1.00 in polyisocyanurate 7.040 
7. 0.50 in gypsum or plaster board 0.450 

Inside Surface Air Film 0.610 
 

Calculation: 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  4  
Framing Spacing:  24 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  24 “o.c. 
Framing Size:  Actual Depth 3.625  

  Actual Width 1.625  
Cavity Insulation:  R-value 11.000  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 7/100 )] 
Fr.% ÷100 

1/0.025 
1÷Total U-

factor 

1/0.023 
1÷Total U-

factor 

 

[( 1/41.160 ) 
1÷R 

( 1-7/100 )] 
1-(Fr.% ÷100) 

[( 1/33.625 )
1÷R 

 × × +  =

 =

 =

0.025 
Total U-factor 

 

0.023 
Total U-factor 

 

40.000 
Total R-Value 

 

43.25 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-69 

 
Reference Name: R.49.2x4.16 
 

     

7

1 2 3 4 5 6

8

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Asphalt shingle roofing 0.440  0.440
2. Building paper (felt) 0.060  0.060
3. 0.50 in plywood 0.630  0.630
4. 3.50 in & greater air space; heat flow up 0.800  0.800
5. R-38 fiberglass insulation 38.000  38.000
6. R-11 fiberglass insulation 11.000  -----
7. 2x4 in fir framing -----  3.465
8. 0.50 in gypsum or plaster board 0.450  0.450

Inside Surface Air Film 0.610  0.610
Total Unadjusted R-Values: 52.160  44.625

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: R.49.S2x4.16 
 

     

7

1 2 3 4 5 6

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Asphalt shingle roofing 0.440 
2. Building paper (felt) 0.060 
3. 0.50 in plywood 0.630 
4. 3.50 in air space 0.800 
5. R-38 fiberglass insulation 38.000 
6. 1.00 in polyisocyanurate 7.040 
7. 0.50 in gypsum or plaster board 0.450 

Inside Surface Air Film 0.610 
 

Calculation: 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  4  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 3.625  

  Actual Width 1.625  
Cavity Insulation:  R-value 11.000  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 10/100 )] 
Fr.% ÷100 

1/0.019 
1÷Total U-

factor 

1/0.019 
1÷Total U-

factor 

 

[( 1/52.160 ) 
1÷R 

( 1-10/100 )] 
1-(Fr.% ÷100) 

[( 1/44.625 )
1÷R 

 × × +  =

 =

 =

0.019 
Total U-factor 

 

0.019 
Total U-factor 

 

52.632 
Total R-Value 

 

53.02 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-70 

Reference Name: R.49.2x4.24 
 

     

7

1 2 3 4 5 6

8

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Asphalt shingle roofing 0.440  0.440
2. Building paper (felt) 0.060  0.060
3. 0.50 in plywood 0.630  0.630
4. 3.50 in & greater air space; heat flow up 0.800  0.800
5. R-38 fiberglass insulation 38.000  38.000
6. R-11 fiberglass insulation 11.000  -----
7. 2x4 in fir framing -----  3.465
8. 0.50 in gypsum or plaster board 0.450  0.450

Inside Surface Air Film 0.610  0.610
Total Unadjusted R-Values: 52.160  44.625

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
 
Reference Name: R.49.S2x4.24 
 

     

7

1 2
4 5 6

3

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Asphalt shingle roofing 0.440 
2. Building paper (felt) 0.060 
3. 0.50 in Plywood 0.630 
4. 3.50 in & greater air space; heat flow up 0.800 
5. R-38 fiberglass insulation 38.000 
6. 0.25 in Polyisocyanurate 1.760 
7. 0.75 in gypsum  or plaster board 0.680 

Inside Surface Air Film 0.610 
 

Calculation: 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  4  
Framing Spacing:  24 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  24 “o.c. 
Framing Size:  Actual Depth 3.625  

  Actual Width 1.625  
Cavity Insulation:  R-value 11.000  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 7/100 )] 
Fr.% ÷100 

1/0.019 
 

1÷Total U-
factor 

1/0.018 
1÷Total U-

factor 

 

[( 1/52.160 ) 
1÷Rc 

( 1-7/100 )] 
1-(Fr.% ÷100) 

[( 1/44.625 )
1÷Rf 

 × × + 
 =

 =

 =

0.019 
Total U-factor 

 

0.018 
Total U-factor 

 

52.632 
Total R-Value 

 

54.250 
Total R-Value 

 

× 

c 

c 

f 

f 

From EZFRAME  =



 

Materials Reference August 2001 B-71 

Reference Name: FC.0.2x6.16 
 

     

431 2

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Effective R-value of vented crawlspace 6.000  6.000
2. 2x6 in fir framing -----  5.445
3. 0.625 in plywood 0.780  0.780
4. Carpet & Pad 2.080  2.080
5.   
6.   
7.   

Inside Surface Air Film 0.920  0.920
Total Unadjusted R-Values: 9.950  15.395

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: FC.0.S2x6.16 
 

     

1 2 3

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Effective R-value of vented crawlspace 6.000 
2. 0.625 in plywood 0.780 
3. Carpet & Pad 2.080 
4.   
5.   
6.   
7.   

Inside Surface Air Film 0.920 
 

Calculation: 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  6  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 6.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 0.800  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 10/100 )] 
Fr.% ÷100 

1/0.097 
1÷Total U-

factor 

1/0.094 
1÷Total U-

factor 

 

[( 1/9.950 ) 
1÷R 

( 1-10/100 )] 
1-(Fr.% ÷100) 

[( 1/15.395 )
1÷R 

 × × +  =

 =

 =

0.097 
Total U-factor 

 

0.094 
Total U-factor 

 

10.309 
Total R-Value 

 

10.680 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-72 

Reference Name: FX.0.2x6.16 
 

     

321

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. 2x6 in fir framing -----  5.445
2. 0.625 in plywood 0.780  0.780
3. Carpet & Pad 2.080  2.080
4.   
5.   
6.   
7.   

Inside Surface Air Film 0.920  0.920
Total Unadjusted R-Values: 3.950  9.395

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
Reference Name: FX.0.S2x6.16 
 

     

1 2

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. 0.625 in plywood 0.780 
2. Carpet & pad 2.080 
3.   
4.   
5.   
6.   
7.   

Inside Surface Air Film 0.920 
 

Calculation: 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  6  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 6.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 0.800  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 10/100 )] 
Fr.% ÷100 

1/0.238 
1÷Total U-

factor 

1/0.253 
1÷Total U-

factor 

 

[( 1/3.950 ) 
1÷R 

( 1-10/100 )] 
1-(Fr.% ÷100) 

[( 1/9.395 ) 
1÷R 

 × × +  =

 =

 =

0.238 
Total U-factor 

 

0.253 
Total U-factor 

 

4.202 
Total R-Value 

 

3.950 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-73 

Reference Name: FC.11.2x6.16 
 

     

1 2 3 4 5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Effective R-value of vented crawlspace 6.000  6.000
2. R-11 fiberglass insulation 11.000  -----
3. 2x6 in fir framing -----  5.445
4. 0.625 in plywood 0.780  0.780
5. Carpet & pad 2.080  2.080
6.   
7.   

Inside Surface Air Film 0.920  0.920
Total Unadjusted R-Values: 20.950  15.395

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
 
Reference Name: FC.11.S2x6.16 
 

     

1 2 3 4

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Effective R-value of vented crawlspace 6.000 
2. 0.75 in polyisocyanurate 5.280 
3. 0.625 in plywood 0.780 
4. Carpet & pad 2.080 
5.   
6.   
7.   

Inside Surface Air Film 0.920 
 

Calculation: 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  6  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 6.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 11.000  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 10/100 )] 
Fr.% ÷100 

1/0.049 
1÷Total U-

factor 

1/0.048 
1÷Total U-

factor 

 

[( 1/20.950 ) 
1÷R 

( 1-10/100 )] 
1-(Fr.% ÷100) 

[( 1/15.395 )
1÷R 

 × × +  =

 =

 =

0.049 
Total U-factor 

 

0.048 
Total U-factor 

 

20.408 
Total R-Value 

 

21.030 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-74 

Reference Name: FX.11.2x6.16 
 

     

1 2 3 4

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. R-11 fiberglass insulation 11.000  -----
2. 2x6 in fir framing -----  5.445
3. 0.625 in plywood 0.780  0.780
4. Carpet & pad 2.080  2.080
5.   
6.   
7.   

Inside Surface Air Film 0.920  0.920
Total Unadjusted R-Values: 14.940  9.395

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
 
Reference Name: FX.11.S2x6.16 
 

     

1 2 3

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. 0.75 in polyisocyanurate 5.280 
2. 0.625 in plywood 0.780 
3. Carpert & pad 2.080 
4.   
5.   
6.   
7.   

Inside Surface Air Film 0.920 
 

Calculation: 
 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  6  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 6.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 11.000  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 10/100 )] 
Fr.% ÷100 

1/0.071 
1÷Total U-

factor 

1/0.071 
1÷Total U-

factor 

 

[( 1/14.950 ) 
1÷R 

( 1-10/100 )] 
1-(Fr.% ÷100) 

[( 1/9.395 ) 
1÷R 

 × × +  =

 =

 =

0.071 
Total U-factor 

 

0.071 
Total U-factor 

 

14.085 
Total R-Value 

 

14.16 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-75 

Reference Name: FC.13.2x6.16 
 

     

1 2 3 4 5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Effective R-Value of vented crawlspace 6.000  6.000
2. R-13 fiberglass insulation 13.000  -----
3. 2x6 in fir framing -----  5.445
4. 0.625 in plywood 0.780  0.780
5. Carpet & pad 2.080  2.080
6.   
7.   

Inside Surface Air Film 0.920  0.920
Total Unadjusted R-Values: 22.950  15.395

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
 
Reference Name: FC.13.S2x6.16 
 

     

1 2 3 4

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Effective R-Value of vented crawlspace 6.000 
2. 1.00 in polyisocyanurate 7.040 
3. 0.625 in plywood 0.780 
4. Carpet & pad 2.080 
5.   
6.   
7.   

Inside Surface Air Film 0.920 
 

Calculation: 
 
 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  6  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10%
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 6.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 13.000  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 10/100 )] 
Fr.% ÷100 

1/0.046 
1÷Total U-

factor 

1/0.043 
1÷Total U-

factor 

 

[( 1/22.950 ) 
1÷R 

( 1-10/100 )] 
1-(Fr.% ÷100) 

[( 1/15.395 )
1÷R 

 × × +  =

 =

 =

0.046 
Total U-factor 

 

0.043 
Total U-factor 

 

21.740 
Total R-Value 

 

23.340 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-76 

 
Reference Name: FX.13.2x6.16 
 

     

1 2 3 4

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. R-13 fiberglass insulation 13.000  -----
2. 2x6 in fir framing -----  5.445
3. 0.625 in plywood 0.780  0.780
4. Carpet & pad 2.080  2.080
5.   
6.   
7.   

Inside Surface Air Film 0.920  0.920
Total Unadjusted R-Values: 16.950  9.395

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
 
Reference Name: FX.13.S2x6.16 
 

     

1 2 3

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. 1.00 in polyisocyanurate 7.040 
2. 0.625 in plywood 0.780 
3. Carpet & pad 2.080 
4.   
5.   
6.   
7.   

Inside Surface Air Film 0.920 
 

Calculation: 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  6  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 6.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 13.000  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 10/100 )] 
Fr.% ÷100 

1/0.064 
1÷Total U-

factor 

1/0.058 
1÷Total U-

factor 

 

[( 1/16.950 ) 
1÷R 

( 1-10/100 )] 
1-(Fr.% ÷100) 

[( 1/9.395) 
1÷R 

 × × +  =

 =

 =

0.064 
Total U-factor 

 

0.058 
Total U-factor 

 

15.625 
Total R-Value 

 

17.340 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-77 

Reference Name: FC.19.2x8.16 
 

     

1 2 3 4 5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Effective R-value of vented crawlspace 6.000  6.000
2. R-19 fiberglass insulation 19.000  -----
3. 7.25 in fir  framing -----  7.178
4. 0.625 in plywood 0.780  0.780
5. Carpet & pad 2.080  2.080
6.   
7.   

Inside Surface Air Film 0.920  0.920
Total Unadjusted R-Values: 28.950  17.128

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
 
Reference Name: FC.19.S2x8.16 
 

     

1 2 3 4

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Effective R-value of vented crawlspace 6.000 
2. 1.50 in polyisocyanurate 10.560 
3. 0.625 in plywood 0.780 
4. Carpet & pad 2.080 
5.   
6.   
7.   

Inside Surface Air Film 0.920 
 

Calculation: 
 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  8  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 8.00  

  Actual Width 1.625  
Cavity Insulation:  R-value 19.000  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 10/100 )] 
Fr.% ÷100 

1/0.037 
1÷Total U-

factor 

1/0.035 
1÷Total U-

factor 

 

[( 1/28.950 ) 
1÷R 

( 1-10/100 )] 
1-(Fr.% ÷100) 

[( 1/17.128 )
1÷R 

 × × +  =

 =

 =

0.037 
Total U-factor 

 

0.035 
Total U-factor 

 

27.027 
Total R-Value 

 

28.700 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-78 

Reference Name: FX.19.2x8.16 
 

     

1 2 3 4

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. R-19 fiberglass insulation 19.000  -----
2. 7.25 in fir  framing -----  7.178
3. 0.625 in plywood 0.780  0.780
4. Carpet & pad 2.080  2.080
5.   
6.   
7.   

Inside Surface Air Film 0.920  0.920
Total Unadjusted R-Values: 22.950  11.128

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
 
Reference Name: FX.19.S2x8.16 
 

     

1 2 3

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. 1.25 in polyisocyanurate 8.800 
2. 0.625 in plywood 0.780 
3. Carpet & pad 2.080 
4.   
5.   
6.   
7.   

Inside Surface Air Film 0.920 
 

Calculation: 
 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  8  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 8.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 19.000  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 10/100 )] 
Fr.% ÷100 

1/0.049 
1÷Total U-

factor 

1/0.048 
1÷Total U-

factor 

 

[( 1/22.950 ) 
1÷R 

( 1-10/100 )] 
1-(Fr.% ÷100) 

[( 1/11.128 )
1÷R 

 × × +  =

 =

 =

0.049 
Total U-factor 

 

0.048 
Total U-factor 

 

20.408 
Total R-Value 

 

20.950 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-79 

Reference Name: FC.21.2x8.16 
 

     

1 2 3 4 5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Effective R-value of vented crawlspace 6.000  6.000
2. R-21 fiberglass insulation 21.000  -----
3. 7.25 in fir  framing -----  7.178
4. 0.625 in plywood 0.780  0.780
5. Carpet & pad 2.080  2.080
6.   
7.   

Inside Surface Air Film 0.920  0.920
Total Unadjusted R-Values: 30.950  17.128

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
 
Reference Name: FC.21.S2x8.16 
 

     

1 2 3 4

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Effective R-value of vented crawlspace 6.000 
2. 1.50 in polyisocyanurate 10.560 
3. 0.625 in plywood 0.780 
4. Carpet & pad 2.080 
5.   
6.   
7.   

Inside Surface Air Film 0.920 
 

Calculation: 
 
 
 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  8  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 8.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 21.000  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 10/100 )] 
Fr.% ÷100 

1/0.032 
1÷Total U-

factor 

1/0.034 
1÷Total U-

factor 

 

[( 1/30.950 ) 
1÷R 

( 1-10/100 )] 
1-(Fr.% ÷100) 

[( 1/17.128 )
1÷R 

 × × +  =

 =

 =

0.032 
Total U-factor 

 

0.034 
Total U-factor 

 

31.250 
Total R-Value 

 

29.080 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-80 

Reference Name: FX.21.2x8.16 
 

     

1 2 3 4

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. R-21 fiberglass insulation 21.000  -----
2. 7.25 in fir  framing -----  7.178
3. 0.625 in plywood 0.780  0.780
4. Carpet & pad 2.080  2.080
5.   
6.   
7.   

Inside Surface Air Film 0.920  0.920
Total Unadjusted R-Values: 24.950  11.128

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
 
Reference Name: FX.21.S2x8.16 
 

     

1 2 3

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. 1.50 in polyisocyanurate 10.560 
2. 0.625 in plywood 0.780 
3. Carpet & pad 2.080 
4.   
5.   
6.   
7.   

Inside Surface Air Film 0.920 
 

Calculation: 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  8  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 8.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 21.000  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 10/100 )] 
Fr.% ÷100 

1/0.045 
1÷Total U-

factor 

1/0.043 
1÷Total U-

factor 

 

[( 1/24.950 ) 
1÷R 

( 1-10/100 )] 
1-(Fr.% ÷100) 

[( 1/11.128 )
1÷R 

 × × +  =

 =

 =

0.045 
Total U-factor 

 

0.043 
Total U-factor 

 

22.222 
Total R-Value 

 

23.080 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-81 

Reference Name: FC.30.2x10.16 
 

     

1 2 3 4 5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. Effective R-value of vented crawlspace 6.000  6.000
2. R-30 fiberglass insulation 30.000  -----
3. 9.25 in fir  framing -----  9.158
4. 0.625 in plywood 0.780  0.780
5. Carpet & pad 2.080  2.080
6.   
7.   

Inside Surface Air Film 0.920  0.920
Total Unadjusted R-Values: 39.950  19.028

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
 
Reference Name: FC.30.S2x10.16 
 

     

1 32 4

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. Effective R-value of vented crawlspace 6.000 
2. 2.50 in polyisocyanurate 17.600 
3. 0.625 in plywood 0.780 
4. Carpet & pad 2.080 
5.   
6.   
7.   

Inside Surface Air Film 0.920 
 

Calculation: 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  8  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 10.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 30.000  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 10/100 )] 
Fr.% ÷100 

1/0.028 
1÷Total U-

factor 

1/0.026 
1÷Total U-

factor 

 

[( 1/39.950 ) 
1÷R 

( 1-10/100 )] 
1-(Fr.% ÷100) 

[( 1/19.028 )
1÷R 

 × × +  =

 =

 =

0.028 
Total U-factor 

 

0.026 
Total U-factor 

 

35.714 
Total R-Value 

 

38.110 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-82 

Reference Name: FX.30.2x10.16 
 

     

1 2 3 4 5

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
 Cavity (R  )  Frame (R  ) 
 Outside Surface Air Film 0.170  0.170
1. R-30 fiberglass insulation 30.000  -----
2. 9.25 in fir  framing -----  9.158
3. 0.625 in plywood 0.780  0.780
4. Carpet & pad 2.080  2.080
5.   
6.   
7.   

Inside Surface Air Film 0.920  0.920
Total Unadjusted R-Values: 33.950  13.108

R  R
 

Framing Adjustment Calculation: 
 
 
 
 
 
 
Reference Name: FX.30.S2x10.16 
 

     

1 32

 
 Sketch of Construction Assembly 
 

List of Construction Components  R-Value 
  
 Outside Surface Air Film 0.170 
1. 2.50 in polyisocyanurate 17.600 
2. 0.625 in plywood 0.780 
3. Carpet & pad 2.080 
4.   
5.   
6.   
7.   

Inside Surface Air Film 0.920 
 

Calculation: 
 
 

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Wood  
Framing Size:  2  8  
Framing Spacing:  16 “o.c. 
Framing  Wall:  15% 

(check one)    12% 
    9% (48”o.c.) 
  Floor/Ceilin  10% 
    7% (24”o.c.) 
    4% (48”o.c.) 
Wall Weight / sf:         NA  

(Packages only)  

Assembly Type:    Floor  
(check one)    Wall  

    Ceiling/Roof  
Framing Material:  Metal  
Framing Spacing:  16 “o.c. 
Framing Size:  Actual Depth 10.000  

  Actual Width 1.625  
Cavity Insulation:  R-value 38.000  

  Knock-out (%) 15.000  
  Web 0.060  

Insulation Tape R- Interior Flange   
  Exterior   

 

( 10/100 )] 
Fr.% ÷100 

1/0.034 
1÷Total U-

factor 

1/0.031 
1÷Total U-

factor 

 

[( 1/33.950 ) 
1÷R 

( 1-10/100 )] 
1-(Fr.% ÷100) 

[( 1/13.108 )
1÷R 

 × × +  =

 =

 =

0.034 
Total U-factor 

 

0.031 
Total U-factor 

 

29.412 
Total R-Value 

 

32.110 
Total R-Value 

 

× 

c 

c 

f 

f 

c f 

From EZFRAME  =



 

Materials Reference August 2001 B-83 

Computer Modeling of Framed Assemblies 
EZFrame can be purchased by ordering the following: 
Publication No.:  P400-94-002R 
Cost:   $14.00 
Address:   California Energy Commission 
    Publications, MS-13 
    P.O. Box 944295 
    Sacramento, CA 94244-2950 
 
For Questions call the Energy Hotline at 1-800-772-3300 (California Only) or 916-654-5106 
 



 

Materials Reference August 2001 B-84 

 
 
Table B-8A–Fan Motor Efficiencies (< 1 HP) 

Nameplate Standard NEMA*  
or Brake Fan Motor High Premium 

Horsepower Efficiency Efficiency Efficiency 

1/20 40% ... ... 

1/12 49% ... ... 

1/8  55% ... ... 

1/6  60% ... ... 

1/4  64% ... ... 

1/3  66% ... ... 

1/2  70% 76.0% 80.0% 

3/4  72% 77.0% 84.0% 

    

    

    

    

    

    

    

    

    

    

    

    

    
NOTE: For default drive efficiencies, See Section 4.2.2 

*NEMA - Proposed standard using test procedures.  
 Minimum NEMA efficiency per test IEEE 112b Rating Method. 



 

Materials Reference August 2001 B-85 

Table B-8B–Fan Motor Efficiencies (1 HP and over)  
 Open Motors Enclosed Motors 
Number of Poles 
Synchronous Speed 

2 
3600 

4 
1800 

6 
1200 

8 
900 

 2 
3600 

4 
1800 

6 
1200 

8 
900 

1 — 82.5 80.0 74.0  75.5 82.5 80.0 74.0 

1.5 82.5 84.0 84.0 75.5  82.5 84.0 85.5 77.0 

2 84.0 84.0 85.5 85.5  84.0 84.0 86.5 82.5 

3 84.0 86.5 86.5 86.5  85.5 87.5 87.5 84.0 

5 85.5 87.5 87.5 87.5  87.5 87.5 87.5 85.5 

7.5 87.5 88.5 88.5 88.5  88.5 89.5 89.5 85.5 

10 88.5 89.5 90.2 89.5  89.5 89.5 89.5 88.5 

15 89.5 91.0 92.0 89.5  90.2 91.0 90.2 88.5 

20 90.2 91.0 91.0 90.2  90.2 91.0 90.2 89.5 

25 91.0 91.7 91.7 90.2  91.0 92.4 91.7 89.5 

30 91.0 92.4 92.4 91.0  91.0 92.4 91.7 91.0 

40 91.7 93.0 93.0 91.0  91.7 93.0 93.0 91.0 

50 92.4 93.0 93.0 91.7  92.4 93.0 93.0 91.7 

60 93.0 93.6 93.6 92.4  93.0 93.6 93.6 91.7 

75 93.0 94.1 93.6 93.6  93.0 94.1 93.6 93.0 

100 93.0 94.1 94.1 93.6  93.6 94.5 94.1 93.0 

125 93.6 94.5 94.1 93.6  94.5 94.5 94.1 93.6 

150 93.6 95.0 94.5 93.6  94.5 95.0 95.0 93.6 

200 94.5 95.0 94.5 93.6  95.0 95.0 95.0 94.1 

250 94.5 95.0 95.4 94.5  95.4 95.0 95.0 94.5 

300 95.0 95.4 95.4 —  95.4 95.4 95.0 — 

350 95.0 95.4 95.4 —  95.4 95.4 95.0 — 

400 95.4 95.4 — —  95.4 95.4 — — 

450 95.8 95.8 — —  95.4 95.4 — — 

500 95.8 95.8 — —  95.4 95.8 — — 
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Table B-9A– ELECTRICALLY OPERATED UNITARY AIR CONDITIONERS AND CONDENSING 
UNITS – MINIMUM EFFICIENCY REQUIREMENTS (TABLE 1-C1) 

Equipment Type Size Category Sub-Category or 
Rating Condition 

Efficiency prior to 
10/29/2001a 

Efficiency as of 
10/29/2001 a 

Test Procedure 

Air Conditioners, ≥65,000 Btu/h and Split System and 8.9 EER and 10.3 EERb ARI 210/240 

 Air Cooled < 135,000 Btu/h Single Package  8.3 IPLV    
 ≥135,000 Btu/h and Split System and 8.5 EER and 9.7 EERb ARI 340/360 
 < 240,000 Btu/h Single Package 7.5 IPLV    
 ≥ 240,000 Btu/h and Split System and 8.5 EER and 9.5 EERb and  
 <760,000 Btu/h Single Package 7.5 IPLV 9.7 IPLVb  
 ≥760,000 Btu/h Split System and 8.2 EER and 9.2 EERb and  
  Single Package 7.5 IPLV 9.4 IPLVb  

Air Conditioners,  
Water and 
Evaporatively 
Cooled 

> 65,000 Btu/h and 
< 135,000 Btu/h 

Split System and 
Single Package 

10.5 EER and 
9.7 IPLV 

 

11.5 EERb 
  

ARI 210/240 

 ≥135,000 Btu/h and Split System and 9.6 EER 11.0 EERb ARI 340/360 
 ≤240,000 Btu/h Single Package 9.0 IPLV     
 > 240,000 Btu/h Split System and 9.6 EER 11.0 EERb and  
   Single Package 9.0 IPLV 10.3 IPLVb  

Condensing Units, ≥135,000 Btu/h   9.9 EER 10.1 EER and ARI 365 

 Air Cooled    11.0 IPLV 11.2 IPLV  

Condensing Units, ≥135,000 Btu/h   12.9 EER 13.1 EER and  

 Water or 
Evaporatively 
Cooled 

   12.9 IPLV 13.1 IPLV  

a  IPLVs are only applicable to equipment with capacity modulation. 
b  Deduct 0.2 from the required EERs and IPLVs for units with a heating section other than electric resistance heat. 
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Table B-9B– UNITARY AND APPLIED HEAT PUMPS, ELECTRICALLY OPERATED – 
MINIMUM EFFICIENCY REQUIREMENTS (TABLE 1-C2) 

Equipment Type Size Category Sub-Category or 
Rating Condition 

Efficiency prior to 
10/29/2001 

Efficiency as of 
10/29/2001a 

Test Procedure 

Air Cooled, (Cooling 
Mode) 

  

≥65,000 Btu/h and 
< 135,000 Btu/h 

Split System and 
Single Package 

8.9 EER 
8.3  IPLV 

10.1 EERb 
 

ARI 210/240 
 

  ≥135,000 Btu/h and Split System and 8.5 EER 9.3 EERb ARI 340/360 
  <240,000 Btu/h Single Package 7.5 IPLV     
  ≥240,000 Btu/h Split System and 8.5 EER 9.0 EERb   
  <760,000 Btu/h Single Package 7.5 IPLV 9.2 IPLVb   
  ≥760,000 Btu/h Split System and 8.2 EER 9.0 EERb   
   Single Package 7.5 IPLV 9.2 IPLVb   

Water-Source  < 17,000 Btu/h 85°F Entering 
Water 

10.0 EER   ARI 320 

(Cooling Mode)   86°F Entering 
Water 

  11.2 EER ARI/ISO-13256-1 

  ≥ 17,000 Btu/h and 85°F Entering 
Water 

10.0 EER   ARI 320 

  <65,000 Btu/h 86°F Entering 
Water 

  12.0 EER ARI/ISO-13256-1 

  ≥65,000 Btu/h and 85°F Entering 
Water 

10.5 EER   ARI 320 

  < 135,000 Btu/h 86°F Entering 
Water 

  12.0 EER ARI/ISO-13256-1 

Groundwater-Source < 135,000 Btu/h 70°F Entering 
Water 

11.0 EER   ARI 325 

(Cooling Mode)   59°F Entering 
Water 

  16.2 EER ARI/ISO-13256-1 

Ground Source  
(Cooling Mode) 

 < 135,000 Btu/h 77°F Entering 
Water 

N/A  13.4 EER ARI/ISO-13256-1 

Air Cooled  ≥65,000 Btu/h and 47°F db/43°F wb 
Outdoor Air 

3.0 COP 3.2 COP ARI 210/240 

(Heating Mode) < 135,000 Btu/h 
(Cooling Capacity) 

        

  ≥135,000 Btu/h 
(Cooling Capacity) 

47°F db/43°F wb 
Outdoor Air 

2.9 COP 3.1 COP ARI 340/360 

Water-Source < 135,000 Btu/h 70°F Entering 
Water 

3.8 COP   ARI 320 

 (Heating Mode) (Cooling Capacity) 68°F Entering 
Water 

  4.2 COP ARI/ISO-13256-1 

Groundwater-Source < 135,000 Btu/h 70°F Entering 
Water 

3.5 COP   ARI 325 

(Heating Mode) (Cooling 
Capacity) 

50°F Entering 
Water 

  3.6 COP ARI/ISO-13256-1 

Ground Source 
(Heating Mode) 

(Cooling Capacity) 32�F Entering 
Water 

N/A 3.1 COP ARI/ISO-13256-1 

a  IPLVs and Part load rating conditions are only applicable to equipment with capacity modulation. 
b  Deduct 0.2 from the required EERs and IPLVs for units with a heating section other than electric resistance heat. 
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Table B-9C– WATER CHILLING PACKAGES – MINIMUM EFFICIENCY REQUIREMENTS 
(TABLE 1-C3) 

Equipment Type Size Category Efficiency prior to 
10/29/2001 

Efficiency as of 
10/29/2001 

Test Procedure 

Air Cooled, With 
Condenser, 

< 150 Tons 2.70 COP  ARI 550 

Electrically Operated   2.80 IPLV 2.80 COP or 

  ≥150 Tons 2.50 COP 2.80 IPLV ARI 590 

   2.50 IPLV  as appropriate 
Air Cooled, All Capacities 3.10 COP 3.10 COP   

Without Condenser,   3.20 IPLV 3.10 IPLV   
Electrically Operated         

Water Cooled, 
Electrically Operated, 
Positive Displacement 

All Capacities 3.80 COP 4.20 COP ARI 590 

(Reciprocating)   3.90 IPLV 4.65 IPLV   

Water Cooled, < 150 Tons 3.80 COP 4.45 COP ARI 550  

Electrically Operated,   3.90 IPLV 4.50 IPLV or 
Positive Displacement       ARI 590 

(Rotary Screw and 
Scroll) 

≥150 Tons and 4.20 COP 4.90 COP as appropriate 

  < 300 Tons 4.50 IPLV 4.95 IPLV   
  ≥300 Tons 5.20 COP 5.50 COP   
   5.30 IPLV 5.60 IPLV   

Water Cooled, 
Electrically Operated, 

Centrifugal 

< 150 Tons 3.80 COP 5.00 COP   

    3.90 IPLV 5.00 IPLV ARI 550 

  ≥150 Tons and 4.20 COP 5.55 COP   
  < 300 Tons 4.50 IPLV 5.55 IPLV   
  ≥300 Tons 5.20 COP 6.10 COP   
   5.30 IPLV 6.10 IPLV   

Air Cooled Absorption All Capacities N/A  0.60 COP   

Single Effect          
Water Cooled 

Absorption 
All Capacities N/A 0.70 COP   

Single Effect         
Absorption Double 

Effect, 
All Capacities N/A 1.00 COP ARI 560 

Indirect-Fired   N/A 1.05 IPLV   
Absorption Double 

Effect, 
All Capacities N/A 1.00 COP   

Direct-Fired   N/A 1.00 IPLV   
 



 

Materials Reference August 2001 B-89 

Table B-9D– PACKAGED TERMINAL AIR CONDITIONERS AND PACKAGED TERMINAL HEAT 
PUMPS – MINIMUM EFFICIENCY REQUIREMENTS (TABLE 1-C4) 

Equipment Type Size 
Category 

(Input) 

Sub-
Category or 

Rating 
Condition 

Efficiency prior 
to 10/29/2001 a

Efficiency as 
of 

10/29/2001a

Test 
Procedure

PTAC (Cooling Mode) 

New Construction 

All 
Capacities 

95°F db 
Outdoor Air

10.0 - (0.16 x 
Cap/1000)a 

EER 

12.5 - (0.213 
x Cap/1000)a

EER 

  

PTAC (Cooling Mode) 
Replacementsc 

All 
Capacities 

95°F db 
Outdoor Air

10.0 - (0.16 x 
Cap/1000)a 

EER 

10.9 - (0.213 
x Cap/1000)a

EER 

ARI 310/380

PTHP  (Cooling Mode) 

New Construction 

All 
Capacities 

95°F db 
Outdoor Air

10.0 - (0.16 x 
Cap/1000)a 

EER 

12.3 - (0.213 
x Cap/1000)a

EER 

  

PTHP (Cooling Mode) 
Replacementsc 

All 
Capacities 

95°F db 
Outdoor Air

10.0 - (0.16 x 
Cap/1000)a 

EER 

10.8 - (0.213 
x Cap/1000)a 

EER 

  

PTHP  (Heating Mode) 

New Construction 

All 
Capacities 

  2.9 - (0.026 x 
Cap/1000)a 

COP 

3.2 - (0.026 x 
Cap/1000)a 

COP 

  

PTHP  (Heating Mode) 

Replacementsb 

All 
Capacities 

  2.9 - (0.026 x 
Cap/1000)a 

COP 

2.9 - (0.026 x 
Cap/1000)a 

COP 

  

a  Cap means the rated cooling capacity of the product in Btu/h.  If the unit's capacity is less 
than 7000 Btu/h, use 7000 Btu/h in the calculation.  If the unit's capacity is greater than 15,000 
Btu/h, use 15,000 Btu/h in the calculation. 
B  Replacement units must be factory labeled as follows: "MANUFACTURED FOR 
REPLACEMENT APPLICATIONS ONLY; NOT TO BE INSTALLED IN NEW 
CONSTRUCTION PROJECTS."  Replacement efficiencies apply only to units with existing 
sleeves less than 16-in. high and less than 42-in. wide. 
 
 
Table B-9E– WARM AIR FURNACES AND COMBINATION WARM AIR FURNACES/AIR-
CONDITIONING UNITS, WARM AIR DUCT FURNACES AND UNIT HEATERS – MINIMUM 
EFFICIENCY REQUIREMENTS (TABLE 1-C5) 

Equipment Type Size Category 
(Input) 

Sub-Category or 
Rating Condition 

Efficiency prior to 
10/29/2001a 

Efficiency as of 
10/29/2001 

Test Procedure 

Warm Air Furnace, ≥225,000 Btu/h Maximum Capacity 80% Et 
Gas-Fired (66 kW)     

    Minimum Capacityc 78% Et 

80% Ec
b ANSI Z21.47 

Warm Air Furnace, ≥225,000 Btu/h Maximum Capacity 81% Et 81% Et
a 

Oil-Fired (66 kW)     ____ 

    Minimum Capacityc 81% Et   

UL 727 

Warm Air Maximum Capacity 80% Et 80% Ec
b   

Duct Furnaces,     ____ ANSI Z83.9 
Gas-Fired 

All Capacities 

Minimum Capacityc 75% Et     
Warm Air  Maximum Capacity 80% Et 80% Ec

b   
Unit Heaters,     ____ ANSI Z83.8 

Gas-Fired 

All Capacities 

Minimum Capacityc 74% Et     
Warm Air Maximum Capacity 81% Et 80% Ec

b 
Unit Heaters,     ____ 

Oil-Fired 

All Capacities 

Minimum Capacityc 81% Et   

UL 731 

a  Et = Thermal efficiency.  See test procedure for detailed discussion. 
b  Ec = Combustion efficiency (100% less flue losses).  See test procedure for detailed discussion. 
c  Minimum ratings as provided for and allowed by unit's controls. 
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Table B-9F– BOILERS, GAS- AND OIL-FIRED – MINIMUM EFFICIENCY REQUIREMENTS 
(TABLE 1-C6) 

Equipment Typef Size Category Sub-Category or 
Rating Condition 

Efficiency prior to 
10/29/2001d 

Efficiency as of 
10/29/2001 

Test Procedure

Maximum 
Capacitya 

80% Ec
 b   

    H.I. Htg Boiler 
Standard  

Boilers, Gas-
Fired 

≥300,000 Btu/h  

Minimum 
Capacitya 

80% Ec
 b 

75% Et
 c 

  

  > 2,500,000 Btu/he Hot Water 80% Ec
 b 80% Ec

 b   
  > 2,500,000 Btu/he Steam 80% Ec

 b 80% Ec
 b   

Maximum 
Capacitya 

83% Ec
 b 78% Et

 c   

    ____   

Boilers, Oil-
Fired 

≥300,000 Btu/h and ≤ 
2,500,000 Btu/h 

Minimum 
Capacitya 

83% Ec
 b   H.I. Htg Boiler 

Standard 
  > 2,500,000 Btu/he Hot Water 83% Ec

 b 83% Ec
 b  

  > 2,500,000 Btu/he Steam 83% Ec
 b 83% Ec

 b   
≥300,000 Btu/h and Maximum 

Capacitya 
83% Ec

 b 78% Et
 c   

≤2,500,000 Btu/h     ____   

Oil-Fired 
(Residual) 

  Minimum 
Capacitya 

83% Ec
 b  H.I. Htg Boiler 

Standard 
  > 2,500,000 Btu/he Hot Water 83% Ec

 b 83% Ec
 b  

  > 2,500,000 Btu/he Steam 83% Ec
 b 83% Ec

 b  
a  Minimum and maximum ratings as provided for and allowed by the unit's controls. 
b  Ec = Combustion efficiency (100% less flue losses).  See test procedure for detailed information. 
c  Et = Thermal efficiency.  See test procedure for detailed information. 
d  Alternate test procedures used at the manufacturer's option are ASME PTC-4.1 for units over 5,000,000 Btu/h input, or 
ANSI Z21.13 for units greater  than or equal to  300,000 Btu/h and less than or equal to  2,500,000 Btu/h input. 
e  These requirements apply to boilers with rated input of 8,000,000 Btu/h or less that are not packaged boilers, and to all 
packaged boilers. minimum efficiency requirements for boilers cover all capacities of packaged boilers. 
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Table B-9G– PERFORMANCE REQUIREMENTS FOR HEAT REJECTION EQUIPMENT 
(TABLE 1-C7) 

Equipment Type Total System Heat 
Rejection Capacity 

at Rated 
Conditions 

Sub-Category or 
Rating Condition 

Performance 
Required as of 
10/29/2001a,b 

Test Procedure 

95°F Entering 
Water 

≥38.2 gpm/hp CTI ATC-105 

85°F Leaving 
Water 

 and 

Propeller or Axial 
Fan Cooling 

Towers 

All 

78°F wb Outdoor 
Air  

 CTI STD-201 

Centrifugal Fan  95°F Entering 
Water 

≥ 20.0 gpm/hp CTI ATC-105 

Cooling Towers 85°F Leaving 
Water 

 and 

  

All 

78°F wb Outdoor 
Air  

 CTI STD-201 

125°F Condensing 
Temperature  

≥176,000 Btu/h·hp 

R22 Test Fluid   

190°F Entering 
Gas Temperature 

 

15°F Subcooling  

Air Cooled 
Condensers 

All 

95°F Entering 
Drybulb 

 

ARI 460 

a For purposes of this table, cooling tower performance is defined as the maximum flow rating of 
the tower divided by the fan nameplate rated motor power. 
b For purposes of this table air-cooled condenser performance is defined as the heat rejected from 
the refrigerant divided by the fan nameplate rated motor power. 
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Table B-9H– COPS AND IPLVS FOR NON-STANDARD CENTRIFUGAL CHILLERS < 150 
TONS (TABLE 1-C8) 

Centrifugal Chillers < 150 Tons 

COPstd = 5.4 

Condenser Flow Rate   
2 gpm/ton 2.5 gpm/ton 3 gpm/ton 4 gpm/ton 5 gpm/ton 6 gpm/ton 

LIFTa 

  

(°F)   

Leaving 
Chilled 
Water 

Temperature 
(°F) 

Entering 
Condenser 

Water 
Temperature 

(°F) 
  Required COP and IPLV (IPLV=COP) 

46 75 29 6.00 6.27 6.48 6.8 7.03 7.20 

45 75 30 5.92 6.17 6.37 6.66 6.87 7.02 
44 75 31 5.84 6.08 6.26 6.53 6.71 6.86 
43 75 32 5.75 5.99 6.16 6.40 6.58 6.71 
42 75 33 5.67 5.90 6.06 6.29 6.45 6.57 
41 75 34 5.59 5.82 5.98 6.19 6.34 6.44 
40 75 35 5.50 5.74 5.89 6.10 6.23 6.33 
46 80 34 5.59 5.82 5.98 6.19 6.34 6.44 
45 80 35 5.50 5.74 5.89 6.10 6.23 6.33 
44 80 36 5.41 5.66 5.81 6.01 6.13 6.22 
43 80 37 5.31 5.57 5.73 5.92 6.04 6.13 
42 80 38 5.21 5.48 5.64 5.84 5.95 6.04 
41 80 39 5.09 5.39 5.56 5.76 5.87 5.95 
40 80 40 4.96 5.29 5.47 5.67 5.79 5.86 
46 85 39 5.09 5.39 5.56 5.76 5.87 5.95 
45 85 40 4.96 5.29 5.47 5.67 5.79 5.86 
44 85 41 4.83 5.18 5.40 5.59 5.71 5.78 
43 85 42 4.68 5.07 5.28 5.50 5.62 5.70 
42 85 43 4.51 4.94 5.17 5.41 5.54 5.62 
41 85 44 4.33 4.8 5.05 5.31 5.45 5.53 
40 85 45 4.13 4.65 4.92 5.21 5.35 5.44 

Condenser DTb 14.04 11.23 9.36 7.02 5.62 4.68 
a  LIFT = Entering Condenser Water Temperature – Leaving Chilled Water Temperature 
b   Condenser DT = Leaving Condenser Water Temperature (F) – Entering Condenser Water Temperature (F) 
Kadj =  6.1507 - 0.30244(X) + 0.0062692(X)2 - 0.000045595(X)3 
   where X = Condenser DT + LIFT 
COPadj = Kadj * COPstd 
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Table B-9I– COPS AND IPLVS FOR NON-STANDARD CENTRIFUGAL CHILLERS > 150 TONS, 
≤ 300 TONS (TABLE 1-C9) 

Centrifugal Chillers > 150 Tons, ≤ 300 Tons 
COPstd = 5.55 

Condenser Flow Rate   
2 gpm/ton 2.5 gpm/ton 3 gpm/ton 4 gpm/ton 5 gpm/ton 6 gpm/ton 

LIFTa 

  

(°F)   

Leaving 
Chilled 
Water 

Temperature 
(°F) 

Entering 
Condenser 

Water 
Temperature 

(°F) 
  Required COP and IPLV (IPLV=COP) 

46 75 29 6.17 6.44 6.66 6.99 7.23 7.40 

45 75 30 6.08 6.34 6.54 6.84 7.06 7.22 
44 75 31 6.00 6.24 6.43 6.71 6.9 7.05 
43 75 32 5.91 6.15 6.33 6.58 6.76 6.89 
42 75 33 5.83 6.07 6.23 6.47 6.63 6.75 
41 75 34 5.74 5.98 6.14 6.36 6.51 6.62 
40 75 35 5.65 5.90 6.05 6.26 6.40 6.51 
46 80 34 5.74 5.98 6.14 6.36 6.51 6.62 
45 80 35 5.65 5.90 6.05 6.26 6.40 6.51 
44 80 36 5.56 5.81 5.97 6.17 6.30 6.40 
43 80 37 5.46 5.73 5.89 6.08 6.21 6.30 
42 80 38 5.35 5.64 5.80 6.00 6.12 6.20 
41 80 39 5.23 5.54 5.71 5.91 6.03 6.11 
40 80 40 5.10 5.44 5.62 5.83 5.95 6.03 
46 85 39 5.23 5.54 5.71 5.91 6.03 6.11 
45 85 40 5.10 5.44 5.62 5.83 5.95 6.03 
44 85 41 4.96 5.33 5.55 5.74 5.86 5.94 
43 85 42 4.81 5.21 5.42 5.66 5.78 5.86 
42 85 43 4.63 5.08 5.31 5.56 5.69 5.77 
41 85 44 4.45 4.93 5.19 5.46 5.60 5.69 
40 85 45 4.24 4.77 5.06 5.35 5.50 5.59 

Condenser DTb 14.04 11.23 9.36 7.02 5.62 4.68 
a  LIFT = Entering Condenser Water Temperature – Leaving Chilled Water Temperature 
b   Condenser DT = Leaving Condenser Water Temperature (F) - Entering Condenser Water Temperature (F) 
Kadj =  6.1507 - 0.30244(X) + 0.0062692(X)2 - 0.000045595(X)3 
   where X = Condenser DT + LIFT 
COPadj = Kadj * COPstd 
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Table B-9J– COPS AND IPLVS FOR NON-STANDARD CENTRIFUGAL CHILLERS > 300 TONS (TABLE 1-C10) 
Centrifugal Chillers > 300 Tons 

COPstd = 6.1 

Condenser Flow Rate   
2 gpm/ton 2.5 gpm/ton 3 gpm/ton 4 gpm/ton 5 gpm/ton 6 gpm/ton 

LIFTa 

  

(°F)   

Leaving 
Chilled 
Water 

Temperature 
(°F) 

Entering 
Condenser 

Water 
Temperature 

(°F) 
  Required COP and IPLV (IPLV=COP) 

46 75 29 6.80 7.11 7.35 7.71 7.97 8.16 

45 75 30 6.71 6.99 7.21 7.55 7.78 7.96 
44 75 31 6.61 6.89 7.09 7.40 7.61 7.77 
43 75 32 6.52 6.79 6.98 7.26 7.45 7.60 
42 75 33 6.43 6.69 6.87 7.13 7.31 7.44 
41 75 34 6.33 6.60 6.77 7.02 7.18 7.30 
40 75 35 6.23 6.50 6.68 6.91 7.06 7.17 
46 80 34 6.33 6.60 6.77 7.02 7.18 7.30 
45 80 35 6.23 6.50 6.68 6.91 7.06 7.17 
44 80 36 6.13 6.41 6.58 6.81 6.95 7.05 
43 80 37 6.02 6.31 6.49 6.71 6.85 6.94 
42 80 38 5.90 6.21 6.40 6.61 6.75 6.84 
41 80 39 5.77 6.11 6.30 6.52 6.65 6.74 
40 80 40 5.63 6.00 6.20 6.43 6.56 6.65 
46 85 39 5.77 6.11 6.30 6.52 6.65 6.74 
45 85 40 5.63 6.00 6.20 6.43 6.56 6.65 
44 85 41 5.47 5.87 6.10 6.33 6.47 6.55 
43 85 42 5.30 5.74 5.98 6.24 6.37 6.46 
42 85 43 5.11 5.60 5.86 6.13 6.28 6.37 
41 85 44 4.90 5.44 5.72 6.02 6.17 6.27 
40 85 45 4.68 5.26 5.58 5.90 6.07 6.17 

Condenser DTb 14.04 11.23 9.36 7.02 5.62 4.68 
a  LIFT = Entering Condenser Water Temperature – Leaving Chilled Water Temperature 
b   Condenser DT = Leaving Condenser Water Temperature (F) - Entering Condenser Water Temperature (F) 
Kadj =  6.1507 - 0.30244(X) + 0.0062692(X)2 - 0.000045595(X)3 
   where X = Condenser DT + LIFT 
COPadj = Kadj * COPstd 
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Table B-9K– MINIMUM EFFICIENCY REQUIREMENTS FOR WATER HEATING EQUIPMENT 
(TABLE 1-C11)  

Equipment Type Size Category Sub-Category or 
Rating Condition 

Performance 
Required prior to 
10/29/2001a, b 

Performance 
Required as of 
10/29/2001b 

Test  Procedure 

Gas Storage Water 
Heaters 

> 75,000 Btu/h and ≤ 
155,000 Btu/h 

< 4,000 Btu/h/gal 78% Et 80% Et  ANSI Z21.10.3 

      7.47V + 655 SL, 
Btu/h 

(Q/800 + 110√V) SL, 
Btu/h 

  

  > 155,000 Btu/h < 4,000 Btu/h/gal 78% Et 80% Et   
      7.47V + 546 SL, 

Btu/h 
(Q/800 + 110√V)SL, 
Btu/h 

  

Gas Instantaneous 
Water Heaters 

> 200,000 Btu/hc ≥ 4,000 Btu/h/gal and 
< 10 gal 

80% Et 80% Et  ANSI Z21.10.3 

  > 200,000 Btu/hC ≥ 4,000 Btu/h/gal and 
≥ 10 gal 

77% Et 80% Et   

     13.22V + 385 SL, 
Btu/h 

(Q/800 + 110√V) SL, 
Btu/h 

  

Oil Storage  Water 
Heaters 

> 105,000 Btu/h and 
≤ 155,000 Btu/h 

< 4,000 Btu/h/gal 78% Et 78% Et  ANSI Z21.10.3 

      7.47V + 655 SL, 
Btu/h 

(Q/800 + 110√V) SL, 
Btu/h 

  

  > 155,000 Btu/h < 4,000 Btu/h/gal 78% Et 78% Et   
      7.47V + 546 SL, 

Btu/h 
(Q/800 + 110√V) SL, 
Btu/h 

  

Oil Instantaneous  
Water Heaters 

> 210,000 Btu/hc ≥ 4,000 Btu/h/gal  80% Et 80% Et  ANSI Z21.10.3 

    and < 10 gal       

  > 210,000 Btu/hc ≥ 4,000 Btu/h/gal  77% Et 78% Et   
    and ≥ 10 gal 13.22V + 385 SL, 

Btu/h 
(Q/800 + 110√V) SL, 
Btu/h 

  

a Thermal efficiency (Et) is a minimum requirements, while standby loss (SL) is a maximum Btu/h based on a nominal 70°F 
temperature difference between stored water and ambient requirements.  In the EF equation, V is the rated volume in gallons.  In 
the SL equation, V is the measured volume in gallons. 

b Thermal efficiency (Et) is a minimum requirements, while standby loss (SL) is a maximum Btu/h based on a 70° temperature 
difference between stored water and ambient requirements.  In the EF equation, V is the rated volume in gallons.  In the SL 
equation, V is the rated volume in gallons and Q is the nameplate input rate in Btu/h.  

c Instantaneous water heaters with input rates below 200,000 Btu/hmust comply with these requirements if the water heater is 
designed to heat water to temperatures 180°F or higher. 
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Table B-10A–Illuminance Categories 
NOTE:  This table is taken from the Office Lighting American National Standard Practice, ANSI/IES RP-1, 1993.  The 
table is produced in its entirely, including captions and footnotes.  Permission to reprint is pending. 
TABLE 3: Currently recommended illuminance categories for lighting design --target maintained values (See Table 4 for 
Illuminance Values).  These recommendations provide a guide for efficient visual performance in office spaces rather than 
for safety alone.  For a tabulation of minimum levels of illumination required for safety, see Table 7. 
        Illuminance  Veiling 
        Category  
 Reflectance 
Accounting 
 (see individual tasks) 
Copied Tasks 
 Ditto Copy (6)      E   ! 
 Micro-fiche reader (1)      B   !! 
 Mimeograph      D 
 Photographs, mod. detail     E   !! 
 Thermal copy, poor copy     F   ! 
 Xerography, 3rd generation (6) and greater    E    
 Xerograph       D 
Drafting Tasks 
 Drafting: Mylar 
  High contrast media; India ink, plastic 
  leads, soft graphite leads    E   ! 
  Low contrast media, hard graphite leads   F   ! 
  Vellum: high contrast    E   ! 
   low contrast    F    
  Tracing paper: high contrast   E   ! 
    low contrast   F 
 Overlays (2) 
 Light Table      C 
 Prints: Blue Line      E 
  Blueprints      E 
  Sepia prints     F 
EDP Tasks 
 CRT Screens (1)      B   !! 
 Impact printer: good ribbon    D 
   poor ribbon (6)    E 
   2nd carbon and greater (6)   E 
 Ink jet printer      D 
 Keyboard reading      D 
 Machine rooms: active operations    D 
  tape storage     D 
  machine area     C 
  equipement service (3)    E 
 Thermal print      E   ! 
Filing 
 (see individual tasks) 
General and Public Areas 
 AV areas       D 
 Conference rooms      D 
  (critical seeing, refer to individual tasks) 
 Display areas (4)      C 
 Duplicating and off-set printing area    D 
 Elevators       C 
 Escalators      C 
 First aid areas      E 
 Food service (7) 
 Hallways       B 
 Janitorial spaces      C 
 Libraries (7) 
 Lobbies and lounges     C 
 Model making      F 
 Mail sorting      E 
 Mechanical rooms:  operation    B 
    equipment service (3)   E 
 Reception area      C 
 Rest rooms      C 
 Stairs       B 
 Utility rooms      B 
Graphic Design and Material 
 Color selection (5)      F 
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 Charting and mapping     F 
 Graphs       E 
 Keylining       F 
 Layout and artwork      F 
 Photographs, mod. detail     E   !! 
Handwritten Tasks 
 #2 pencil and softer leads    D   ! 
 #3 pencil       E   ! 
 #4 pencil and harder leads (6)    F   ! 
 Ball-point pen      D   ! 
 Felt-tip pen      D 
 Handwritten carbon copies (6)    E 
 Non photographically reproducible colors   F 
Printed Tasks 
 6 pt (6) see 2.4       E   ! 
 8 & 10 pt        D   ! 
 Glossy magazines      D   !! 
 Maps        E 
 Newsprint        D 
 Typed Originals       D 
 Typed 2nd carbon and later (6)     E 
 Telephone books       E 
 
 NOTES: 
 1. Veiling reflections may be produced on glass surfaces.  It may be necessary to treat plus weighting factors 

as minus in order to obtain proper light balance. 
 2. Degradation factors:  Overlays--add 1 weighing factor for each overlay 
     Used material--estimate additional factors 
     See Table 4 
 3. Only when actual equipment service is in progress.  May be achieved by a general lighting system or by 

localized lighting or by portable equipment. 
 4. For details on the lighting of display refer to Recommended Practice for Lighting Merchandise Areas. (10) 
 5. For color matching, the quality of the color of the light source may be important. 
 6. Designing to higher levels to accommodate poor quality tasks should be undertaken only after it is 

determined that task quality cannot be improved.  If a poor quality task cannot be eliminated, its "time-and-
importance" factor should be carefully considered before allowing it to govern the illuminance level 
selection. 

 7.  See Reference 9. 
 ! Task subject to veiling reflections.  Illuminance listed is not an ESI value.  Currently, insufficient experience 

in the use of ESI target values precludes the direct use of Equivalent Sphere Illumination in the present 
consensus approach recommend illuminance values.  Equivalent Sphere Illumination may be used as a 
tool in determining the effectiveness of controlling veiling reflections and as part  of the evaluation of 
lighting systems. 

 !! Especially subject to veiling reflectances.   It may be necessary to shield the task or to reorient it. 
 
Definition of Merchandising and Associated Service Areas in Stores 
NOTE:  This table is taken from the Recommended Practice for Lighting Merchandising Areas, IES RP-2.  The table is 
produced in its entirety, including captions and footnotes.  Permission to reprint is pending. 
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Table B-10B–Currently Recommended Illuminance for Lighting Design in Merchandising and 
Associated Areas -- Target Maintained Levels 
        Type of   
 Foot- 
Areas or Tasks   Description   Activity Area*  Lux
 candles 
Circulation   Area not used for display or  High activity    300  30 
    appraisal of merchandise   Medium activity    400  20 
    for sales transactions  Low activity    100  10 
Merchandise***   That plane area, horizontal  High activity   1000 100 
(including    to vertical, where   Medium activity     750  75 
showcases & wall    merchandise is displayed and Low activity       300  30 
displays)    readily accessible for 
    customer examination 
Show windows 
 Daytime lighting 
  General          2000   200 
  Feature         10000 1000 
Nighttime lighting 
 Main business districts- 
 highly competitive 
  General          2000  200 
  Feature         10000 1000 
Secondary business districts 
 or small towns 
 General           1000 100 
 Feature           5000 500 
Sales Transactions   Areas used for employee price Reading of  See 
    verification and for   copied, written,   Table 2 
    recording transactions  printed or EDP 
        information 
Support Services   Store spaces where   Alteration fitting  See 
    merchandising is a prime  stock, wrapping and  Table 2 
  consideration   packaging rooms 
NOTES: 
* One store may encompass all three types within the building:  High Activity area -- where merchandise 

displayed has recognizable usage.  Evaluation and viewing time is rapid, and merchandise is sown to attract 
and stimulate the impulse buying decision; Medium Activity -- where merchandise is familiar in type or usage, 
but the customer may require time and/or help in evaluation of quality, usage, or for the decision to buy; and 
Low Activity -- where merchandise is displayed that is purchased less frequently by the customer, who may be 
unfamiliar with the inherent quality, design, value or usage.  Where assistance and time is necessary to reach a 
buying decision. 

** Maintained on the task or in the area at any time. 
*** Lighting levels to be maintained in the plane of the merchandise. 
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Fig. 2-1–Currently Recommended Illuminance Categories and Illuminance Values for Lighting 
Design -Targeted Maintenance Levels 
 
 The tabulation that follows is a consolidated listing of the Society's current illuminance recommendations.  
This listing is intended to guide the lighting designer in selecting an appropriate illuminance for design and 
evaluation of lighting systems. 
 Guidance is provided in two forms:  (1), in Parts I, II and III as an Illuminance Category, representing a 
range of illuminances (see page 2-3 for a method of selecting a value within each illuminance range); and (2), 
in parts IV, V and VI as an Illuminance Value.  Illuminance Values are given in lux with an approximate 
equivalence in footcandles and as such are intended as target (nominal) values with deviations expected.  
These target values also represent maintained values (see page 2-23). 

 This table has been divided into the six parts for ease of use.  Part I provides a listing of both Illuminance 
Categories and Illuminance Values for generic types of interior activities and normally is to be used when Illuminance 
Categories for a specific Area/Activity cannot be found in parts II and III.  Parts IV, V and VI provide target maintained 
Illuminance Values for outdoor facilities sports and recreational areas, and transportation vehicles where special 
considerations apply as discussed on page 2-4. 
 In all cases the recommendations in this table are based on the assumption that the lighting will be 
properly designed to take into account the visual characteristics of the task.  See the design information in the 
particular application sections in this Application Handbook for further recommendations. 
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Table B-10C–Illuminance Categories (Commercial, Institutional, Residential and Public Assembly 
Interiors) 
NOTE: This table is taken from the Figure 2-2 of the IES Lighting Handbook 1982 Application Volume. Part II of the table 
is produced in its entirety, with captions and footnotes. 

 

 

Area/Activity    Illuminance 
      Category 
Accounting (see Reading) 
Air terminals (see Transportation terminals) 
Armories  C1 
 
Art galleries (see Museums) 
 
Auditoriums 
 Assembly   C1 
 Social activity   B 
 
Banks  
 Lobby 
  General   C 
  Writing area    D 
 Tellers' stations   E3 
 
Barber shops and beauty parlors   E 
 
Churches and synagogues   (see page 7-2)4 
 
Club and lodge rooms 
 Lounge and reading    D 
 
Conference rooms 
 Conferring   D 
 Critical seeing (refer to individual task) 
 
Court rooms 
 Seating area    C 
 Court activity area   E3  
 
Dance halls and discotheques   B 
 
  Study halls (see Reading) 
  Typing (see Reading) 
 Sports facilities (see Part V, Sports and  
  Recreational Areas) 
 Cafeterias (see Food service facilities) 
 Dormitories (see Residences) 
 
Elevator, freight and passenger C 
 
Exhibition halls  C1 
 
Filing (refer to individual task) 
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Financial facilities (see Banks) 
 
Fire halls (see Municipal buildings) 
 
Food service facilities 
 Dining areas 
 Cashier                     D 
 Cleaning                     C 
  Dining  B6 
  Food displays (see Merchandising spaces) 

  Kitchen  E 
 
Garages -- parking (see page 14-28) 
 
Gasoline stations (see Service stations) 
 
Graphic design and material 
 Color selection  F11 
Charting and mapping     F 
 Graphs    E 
 Keylining    F 
 Layout and artwork    F 
 Photographs, moderate detail    E13 
 
Health care facilities 
 Ambulance (local)   E 
 Anesthetizing    E 
 Autopsy and morgue17, 18 
  Autopsy, general    E 
  Autopsy table    G 
  Morgue, general    D 
  Museum    E 
 Cardiac function lab    E 
 Central sterile supply 
  Inspection, general    E 
  Inspection    F 
  At sinks    E 
  Work areas, general    D 
  Processed storage    D 
 Corridors17 
  Nursing areas -- day    C 
  Nursing areas -- night    B 
  Operating areas, delivery, recovery, 
   and laboratory suites and service                 E 
 Critical care areas17 
  General    C 
  Examination   E 
  Surgical task lighting     H 
  Hand washing       F 
 Cystoscopy room 17,18 
 Dental suite 17 
  General      D 
  Instrument tray    E 
  Oral Cavity    H 
  Prosthetic laboratory, general    D 
  Prosthetic laboratory, work bench    E 
  Prosthetic, laboratory, local    F 
  Recovery room, general    C 
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  Recovery room, emergency 
  examination    E 
 Dialysis unit, medical17   F 
 Elevators   C 
 EKG and specimen room17 
  General    B 
  On equipment    C 
 Emergency outpatient17 
  General    E 
  Local    F 
 Endoscopy rooms 17, 18 
  General    E 
 Peritoneoscopy    D 
  Culdoscopy    D 
 Examination and treatment rooms 17 
  General    D 
  Local    E 
 Eye surgery17, 18   F 
 Fracture room17 
  General    E 
  Local    F 
 Inhalation therapy    D 
 Laboratories17 
  Specimen collecting   E 
  Tissue laboratories    F 
  Microscopic reading room   D 
  Gross specimen review   F 
  Chemistry rooms   E 
  Bacteriology rooms 
   General    E 
   Reading culture plates   F 
  Hematology   E 
 Linens 
  Sorting soiled linen   D 
  Central (clean) linen room   D 
  Sewing room, general   D 
  Sewing room, work area   E 
  Linen closet   B 
 Lobby   C 
 Locker rooms   C 
 Medical illustration studio17, 18   F 
 Medical records   E 
 Nurseries17 
  General18   C 
  Observation and treatment   E 
 Nursing stations17 
  General   D 
  Desk   E 
  Corridors, day   C 
  Corridors, night   A 
  Medication station   E 
 Obstetric delivery suite17 
  Labor rooms 
   General   C 
   Local   E 
  Birthing room   F 
  Delivery area 
   Scrub, general   F 
   General   G 
   Delivery table (see page 7-19) 
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  Resuscitation   G 
  Post delivery recovery area   E 
  Substerilizing room   B 
 Occupational therapy17 
  Work area, general   D 
  Work tables or benches   E 
 Patients' rooms17 
  General18   B 
  Observation   A 
  Critical examination   E 
  Reading   D 
  Toilets   D 
 Pharmacy17 
  General   E 
  Alcohol vault   D 
  Laminar flow bench   F 
  Night light   A 
  Parenteral solution room   D 
 Physical therapy departments 
  Gymnasiums   D 
  Tank rooms   D 
  Treatment cubicles   D 
 Postanesthetic recovery room17 
  General18   E 
  Local   H 
 Pulmonary function laboratories17   E 
 Radiological suite17 
  Diagnostic section 
   General18   A 
   Waiting area   A 
   Radiographic/fluoroscopic room   A 
   Film sorting   F 
   Barium kitchen   E 
  Radiation therapy section 
   General18   B 
   Waiting area   B 
   Isotope kitchen, general   E 
   Isotope kitchen, benches   E 
  Computerized radiotomography section 
   Scanning room   B 
   Equipment maintenance room   E 
 Solarium 
  General   C 
  Local for reading   D 
 Stairways   C 
 Surgical suite17 
  Operating room, general18   F 
  Operating table (see page 7-15) 
  Scrub room   F 
  Instruments and sterile supply room   D 
  Clean up room, instruments   E 
  Anesthesia   C 
  Substerilizing room   C 
 Surgical induction room17, 18   E 
 Surgical holding area17, 18   E 
 Toilets   C 
 Utility room   D 
 Waiting areas17 
  General   C 
  Local for reading   D 
 
Homes (see Residences) 
 
Hospitality facilities  
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(see Hotels, food service facilities) 
Hospitals (see Health care facilities) 
 
Hotels 
 Bathrooms, for grooming   D 
 Bedrooms, for reading   D 
 Corridors, elevators and stairs   C 
 Front desk   E3 
 Linen room 
  Sewing   F 
  General   C 
 Lobby 
  General lighting   C 
  Reading and working areas   D 
 Canopy (see Part IV, Outdoor Facilities) 
 
Houses of worship (see page 7-5) 
 
Kitchens (see Food service facilities or Residences) 
 
Libraries 
 Reading areas (see Reading) 
Libraries 
 Book stacks [vertical 760 millimeters 
  (30 inches) above floor] 
  Active stacks   D 
  Inactive stacks   B 
 Book repair and binding   D 
Cataloging   D3 
 Card files   E 
 Carrels, individual study areas 
 (see Reading) Circulation desks    D 
 Map, picture and print rooms (see Graphic design 
 and material) 
 Audiovisual areas   D 
 Audio listening areas   D 
 Microform areas (see Reading) 
 
Locker rooms   C 
 
Merchandising spaces 
 Alteration room   F 
 Fitting room 
  Dressing areas   D 
  Fitting areas   F 
 Locker rooms   C 
 Stock rooms, wrapping and packaging   D 
 Sales transaction area (see Reading) 
 Circulating (see page 8-7)8 
 Merchandise (see page 8-7)8 
 Feature display (see page 8-7)8 
 Show windows (see page 8-7)8 
 
Motels (see Hotels) 
 
Municipal buildings -- fire and police 
 Police 
  Identification records   F 
  Jail cells and interrogation rooms    D 
 Fire hall   D 
 
Museums 
 Displays of non-sensitive materials   D 
 Displays of sensitive materials (see page 7-34)2 
 Lobbies, general gallery areas, corridors   C 
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 Restoration or conservation shops 
  and laboratories   E 
 
Nursing homes (see Health care facilities) 
 
Offices 
 Accounting (see Reading) 
 Audio-visual areas   D 
 Conference areas (see Conference rooms) 
 Drafting (see Drafting) 
 General and private offices (see Reading) 
 Libraries (see Libraries) 
 Lobbies, lounges and reception areas   C 
 Mail sorting   E 
 Off-set printing and duplicating area   D 
 Spaces with VDTs (see page 5-13) 
Parking facilities (see page 14-28) 
 
Post offices (see Offices) 
 
Reading 
 Copied tasks 
  Ditto copy   E3 
  Micro-fiche reader   B12, 13 
  Mimeograph   D 
  Photograph, moderate detail   E13 
  Thermal copy, poor copy   F3 
  Xerography   D 
  Xerography, 3rd generation and 
  greater   E 
 Electronic data processing tasks 
  CRT screens   B12, 13 
  Impact printer 
   good ribbon   D 
   poor ribbon   E 
   2nd carbon and greater   E 
  Ink jet printer   D 
  Keyboard reading   D 
  Machine rooms 
   Active operations   D 
   Tape storage   D 
   Machine area   C 
   Equipment service   E10 
  Thermal print   E 
 Handwritten tasks 
  #2 pencil and softer leads   D3 
  #3 pencil   E3 
  #4 pencil and harder leads   F3 
  Ball-point pen   D3 
  Felt-tip pen   D 
  Handwritten carbon copies   E 
  Non photographically reproducible colors  F 
  Chalkboards   E3 
 Printed tasks 
  6 point type   E3 
  8 and 10 point type   D3 
  Glossy magazines   D13 
  Maps   E 
  Newsprint   D 
  Typed originals   D 
  Typed 2nd carbon and later   E 
  Telephone books   E 
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Residences 
 General lighting 
  Conversation, relaxation and entertainment B 
                Passage areas B 
 Specific visual tasks20 
  Dining      C 
  Grooming 
   Makeup and shaving  D 
   Full-length mirror  D 
 Handcrafts and hobbies 
  Workbench hobbies 
        Ordinary tasks  D 
        Difficult tasks  E 
        Critical tasks  F 
   Easel hobbies  E 
  Ironing  D 
  Kitchen duties 
   Kitchen counter 
        Critical seeing  E 
        Noncritical  D 
   Kitchen range 
        Difficult seeing  E 
        Noncritical   D 
   Kitchen sink 
        Difficult seeing  E 
        Noncritical  D 
  Laundry 
   Preparation and tubs  D 
   Washer and dryer  D 
  Music study (piano or organ) 
   Simple scores  D 
   Advanced scores  E 
   Substandard size scores  F 
  Reading 
   In a chair 
        Books, magazines and newspapers  D 
        Handwriting, reproductions and  
             poor copies  E 
   In bed 
        Normal  D 
        Prolonged serious or critical  E 
   Desk 
        Primary task plane, casual  D 
        Primary task plane, study  E 
  Sewing 
   Hand sewing 
        Dark fabrics, low contrast  F 
        Light to medium fabrics  E 
       Occasional, high contrast  D 
   Machine sewing 
        Dark fabrics, low contrast  F 
        Light to medium fabrics  E 
        Occasional, high contrast  D 
  Table games  D 
Restaurants (see Food service facilities) 
 
Safety (see page 2-45) 
Schools (see Educational facilities) 
 
Service spaces (see also Storage rooms) 
 Stairways, corridors  C 
 Elevators, freight and passenger  C 
 Toilet and washroom  C 
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Service stations 
 Service bays (see Part III, Industrial Group) 
 Sales room (see Merchandising spaces) 
 
Show windows (see page 8-7) 
 
Stairways (see Service spaces) 
 
Storage rooms (see Part III, Industrial Group) 
Stores (see Merchandising spaces and Show windows) 
 
Television (see Section 11) 
 
Theater and motion picture houses  (see Section 11) 
 
Toilets and washrooms  C 
 
Transportation terminals 
 Waiting room and lounge  C 
 Ticket counters  E 
 Baggage checking  D 
 Rest rooms  C 
 Concourse  B 
 Boarding area  C 
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Notes: 
1Include provisions for higher levels for exhibitions. 
2Specific limits are provided to minimize deterioration effects. 
3Task subject to veiling reflections. Illuminance listed is not an Equivalent Sphere Illumination (ESI) value. 
Currently, insufficient experience in the use of ESI target values precludes the direct use of ESI in the present 
consensus approach to recommend illuminance values. ESI may be used as a tool in determining the 
effectiveness of controlling veiling reflections and as a part of the evaluation of lighting systems. 
4Illuminance values are listed based on experience and consensus. Values relate to needs during various 
religious ceremonies. 
5Degradation factors: Overlays -- add 2 weighting factor for each overlay; Used material -- estimate additional 
factors. 
6Provide higher level over food service or selection areas. 
7Supplementary illumination as in delivery room must be available. 
8Illuminance values developed for various degrees of store area activity. 
9Or not less than 1/5 the level in the adjacent areas. 
10Only when actual equipment service is in process. May be achieved by a general lighting system or by 
localized or portable equipment. 
11For color matching, the spectral quality of the color of the light source is important. 
12Veiling reflections may be produced on glass surfaces. It may be necessary to treat plus weighting factors as 
minus in order to obtain proper illuminance. 
13Especially subject to veiling reflections. It may be necessary to shield the task or to reorient it. 
14Vertical 
15Illuminance values may vary widely, depending upon the effect desired, the decorative scheme, and the use 
made of the room. 
16Supplementary lighting should be provided in this space to produce the higher levels required for specific 
seeing tasks involved. 
17Good to high color rendering capability should be considered in these areas. As lamps of higher luminous 
efficacy and higher color rendering capability become available and economically feasible, they should be 
applied in all areas of health care facilities. 
18Variable (dimming or switching). 
19Values based on a 25 percent reflectance, which is average for vegetation and typical outdoor surfaces. 
These figures must be adjusted to specific reflectances of materials lighted for equivalent brightness. Levels 
give satisfactory brightness patterns when viewed from dimly lighted terraces or interiors. When viewed from 
dark areas they may be reduced by at least 1/2; or they may be doubled when a high key is desired. 
20General lighting should not be less than 1/3 of visual task illuminance nor less than 200 lux [20 footcandles]. 
21Industry representatives have established a table of single illuminance values which, in their opinion, can be 
used in preference to employing reference 6. Illuminance values for specific operations can also be determined 
using illuminance categories of similar tasks and activities found in this table and the application of the 
appropriate weighting factors in Fig. 2-3. 
22Special lighting such that (1) the luminous area is large enough to cover the surface, which is being inspected 
and (2) the luminance is within the limits necessary to obtain comfortable contrast conditions. This involves the 
use of sources of large area and relatively low luminance in which the source luminance is the principal factor 
rather than the illuminance produced at a given point. 
23Maximum levels -- controlled system. 
24Additional lighting needs to be provided for maintenance only. 
25Color temperature of the light source is important for color matching. 
26 Select upper level for high speed conveyor systems. For grading redwood lumber 3000 lux [300 footcandles] 
is required. 
27Higher levels from local lighting may be required for manually operated cutting machines. 
28If color matching is critical, use illuminance category G. 
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Table B-11–Luminaire Power 

LUMINAIRE POWER    

 Lamp Ballast Watts/  
 No. Designation No. Abbreviation Description Luminaire Comments 

Fluorescent Circline 
Fluorescent Circline, Rapid Start (22 W)    
 1 FC8T9 1 MAG STD Magnetic Standard 27 8" OD 
Fluorescent Circline, Rapid Start (32 W) 
 1 FC12T9 1 MAG STD Magnetic Standard 45 12" OD 
Fluorescent Circline, Rapid Start (40 W) 
 1 FC16T9 1 MAG STD Magnetic Standard 57 16" OD 

Fluorescent 2D       
Compact Fluorescent 2D (10W, GR10q-4 Four Pin Base)   
 1 CFS10W/GR10q 1 MAG STD Magnetic Standard 16 3.6" across 
 1 CFS10W/GR10q 1 ELECT Electronic 13  
 2 CFS10W/GR10q 1 ELECT Electronic 26  
Compact Fluorescent 2D (16W, GR10q-4 Four Pin Base) 
 1 CFS16W/GR10q 1 MAG STD Magnetic Standard 23 5.5" across 
 1 CFS16W/GR10q 1 ELECT Electronic 15  
 2 CFS16W/GR10q 1 ELECT Electronic 30  
Compact Fluorescent 2D (21W, GR10q-4 Four Pin Base) 
 1 CFS21W/GR10q 1 MAG STD Magnetic Standard 31 5.5" across 
 1 CFS21W/GR10q 1 ELECT Electronic 21  
 2 CFS21W/GR10q 1 ELECT Electronic 42  
Compact Fluorescent 2D (28W, GR10q-4 Four Pin Base) 
 1 CFS28W/GR10q 1 MAG STD Magnetic Standard 38 8.1" across 
 1 CFS28W/GR10q 1 ELECT Electronic 28  
 2 CFS28W/GR10q 1 ELECT Electronic 56  
Compact Fluorescent 2D (38W, GR10q-4 Four Pin Base) 
 1 CFS38W/GR10q 1 ELECT Electronic 37 8.1" across 
 2 CFS38W/GR10q 1 ELECT Electronic 74  

Compact Fluorescent Twin - Two Pin Base 
Compact Fluorescent Twin (5 W, G23 Two Pin Base - F5TT Lamp)   
 1 CFT5W/G23 1 MAG STD Magnetic Standard 9 4.1" MOL 
 2 CFT5W/G23 2 MAG STD Magnetic Standard 18  
Compact Fluorescent Twin (7 W, G23 Two Pin Base - F7TT Lamp)   
 1 CFT7W/G23 1 MAG STD Magnetic Standard 11 5.3" MOL 
 2 CFT7W/G23 2 MAG STD Magnetic Standard 22  
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Table B-11–Luminaire Power (continued) 

LUMINAIRE POWER    

 Lamp Ballast Watts/  
 No. Designation No. Abbreviation Description Luminaire Comments 

Compact Fluorescent Twin - Two Pin Base (cont.) 
Compact Fluorescent Twin (9 W, G23 Two Pin Base - F9TT Lamp)   
 1 CFT9W/G23 1 MAG STD Magnetic Standard 13 6.5" MOL 
 2 CFT9W/G23 2 MAG STD Magnetic Standard 26  
Compact Fluorescent Twin (13 W, GX23 Two Pin Base - F13TT)   
 1 CFT13W/GX23 1 MAG STD Magnetic Standard 17 7.5" MOL 
 2 CFT13W/GX23 2 MAG STD Magnetic Standard 34  

Compact Fluorescent Quad -  Two Pin Base 
Compact Fluorescent Quad  (9 W, G23-2 Two Pin Base - F9DTT Lamp) 
 1 CFQ9W/G23-2 1 MAG STD 120 120 V Magnetic Standard 13 4.4" MOL 
 2 CFQ9W/G23-2 2 MAG STD 120 120 V Magnetic Standard 26  
Compact Fluorescent Quad  (13 W, G24d-1 Two Pin Base - F13DTT Lamp) 
 1 CFQ13W/G24d-1 1 MAG STD 120 120 V Magnetic Standard 18 6.0" MOL 
 2 CFQ13W/G24d-1 2 MAG STD 120 120 V Magnetic Standard 36  
 1 CFQ13W/G24d-1 1 MAG STD 277 227 V Magnetic Standard 16  
 2 CFQ13W/G24d-1 2 MAG STD 277 227 V Magnetic Standard 32  
Compact Fluorescent Quad  (13 W, GX23-2 Two Pin Base) 
 1 CFQ13W/GX23-2 1 MAG STD Magnetic Standard 17 4.8" MOL 
 2 CFQ13W/GX23-2 2 MAG STD Magnetic Standard 34  
Compact Fluorescent Quad  (16W GX32d-1 Two Pin Base) 
 1 CFQ16W/GX32d-1 1 MAG STD Magnetic Standard 20 5.5" MOL 
 2 CFQ16W/GX32d-1 2 MAG STD Magnetic Standard 40  
Compact Fluorescent Quad  (18 W, G24d-2 Two Pin Base - F18DTT Lamp) 
 1 CFQ18W/G24d-2 1 MAG STD 120 120 V Magnetic Standard 25 6.8" MOL 
 2 CFQ18W/G24d-2 2 MAG STD 120 120 V Magnetic Standard 50  
 1 CFQ18W/G24d-2 1 MAG STD 277 227 V Magnetic Standard 22  
 2 CFQ18W/G24d-2 2 MAG STD 277 227 V Magnetic Standard 44  
Compact Fluorescent Quad  (22W, GX32d Two Pin Base) 
 1 CFQ22W/GX32d-2 1 MAG STD Magnetic Standard 27 6.0" MOL 
 2 CFQ22W/GX32d-2 2 MAG STD Magnetic Standard 54  
Compact Fluorescent Quad  (26 W, G24d-3 Two Pin Base - F26DTT Lamp) 
 1 CFQ26W/G24d-3 1 MAG STD 120 120 V Magnetic Standard 37 7.6" MOL 
 2 CFQ26W/G24d-3 2 MAG STD 120 120 V Magnetic Standard 74  
 1 CFQ26W/G24d-3 1 MAG STD 277 227 V Magnetic Standard 33  
 2 CFQ26W/G24d-3 2 MAG STD 277 227 V Magnetic Standard 66  
 1 CFQ26W/G24d-3 1 ELECT 277V 277 V Electronic 27  
 2 CFQ26W/G24d-3 2 ELECT 277V 277 V Electronic 54  
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Table B-11–Luminaire Power (continued) 

LUMINAIRE POWER    

 Lamp Ballast Watts/  
 No. Designation No. Abbreviation Description Luminaire Comments 

Compact Fluorescent Quad -  Two Pin Base (cont.) 
Compact Fluorescent Quad  (28W GX32d Two Pin Base)   
 1 CFQ28W/GX32d-3 1 MAG STD Magnetic Standard 34 6.8" MOL 
 2 CFQ28W/GX32d-3 2 MAG STD Magnetic Standard 68  

Compact Fluorescent Quad -  Four Pin Base 
Compact Fluorescent Quad  (10 W, G24q-1 Four Pin Base)   
 1 CFQ10W/G24q-1 1 MAG STD 120 120 V Magnetic Standard 16 4.6" MOL 
 2 CFQ10W/G24q-1 2 MAG STD 120 120 V Magnetic Standard 32  
 1 CFQ10W/G24q-1 1 MAG STD 277 227 V Magnetic Standard 13  
 2 CFQ10W/G24q-1 2 MAG STD 277 227 V Magnetic Standard 26  
Compact Fluorescent Quad  (13 W, G24q-1 Four Pin Base) 
 1 CFQ13W/G24q-1 1 MAG STD 120 120 V Magnetic Standard 18 6.0" MOL 
 2 CFQ13W/G24q-1 2 MAG STD 120 120 V Magnetic Standard 36  
 1 CFQ13W/G24q-1 1 MAG STD 277 227 V Magnetic Standard 16  
 2 CFQ13W/G24q-1 2 MAG STD 277 227 V Magnetic Standard 32  
Compact Fluorescent Quad  (13 W, GX7 Four Pin Base) 
 1 CFQ13W/GX7 1 MAG STD Magnetic Standard 17 4.8" MOL 
 2 CFQ13W/GX7 2 MAG STD Magnetic Standard 34  
Compact Fluorescent Quad  (18 W, G24q-2 Four Pin Base) 
 1 CFQ18W/G24q-2 1 MAG STD 120 120 V Magnetic Standard 25 6.8" MOL 
 2 CFQ18W/G24q-2 2 MAG STD 120 120 V Magnetic Standard 50  
 1 CFQ18W/G24q-2 1 MAG STD 277 227 V Magnetic Standard 22  
 2 CFQ18W/G24q-2 2 MAG STD 277 227 V Magnetic Standard 44  

Compact Fluorescent Triple - Four Pin Base 
Compact Fluorescent Triple (13 W, GX24q-1  Four Pin Base)   
 1 CFM 13W/GX24q-1 1 MAG STD Magnetic Standard 18 4.2" MOL 
 2 CFM 13W/GX24q-1 2 MAG STD Magnetic Standard 36  
Compact Fluorescent Triple (18W, GX24q-2  Four Pin Base) 
 1 CFM 18W/GX24q-2 1 MAG STD Magnetic Standard 25 5.0" MOL 
 2 CFM 18W/GX24q-2 2 MAG STD Magnetic Standard 50  
Compact Fluorescent Triple (26W, GX24q-3  Four Pin Base) 
 1 CFM 26W/GX24q-3 1 MAG STD Magnetic Standard 37 4.9 to 5.4" MOL 
 2 CFM 26W/GX24q-3 2 MAG STD Magnetic Standard 74  
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Table B-11–Luminaire Power (continued) 

LUMINAIRE POWER    

 Lamp Ballast Watts/  
 No. Designation No. Abbreviation Description Luminaire Comments 

Fluorescent Twin      
Fluorescent Twin (18W - F18TT Lamp)    
 1 FT18W/2G11 1 MAG EE Magnetic Energy Efficient 23  
 2 FT18W/2G11 1 MAG EE Magnetic Energy Efficient 46  
 3 FT18W/2G11 1.5 MAG EE Magnetic Energy Efficient 69 Tandem wired 

 3 FT18W/2G11 2 MAG EE Magnetic Energy Efficient 69  
 4 FT18W/2G11 2 MAG EE Magnetic Energy Efficient 92 (2) Two-lamp
       ballasts 
 1 FT18W/2G11 1 ELECT Electronic 17  
 2 FT18W/2G11 1 ELECT Electronic 35  
 3 FT18W/2G11 1.5 ELECT Electronic 52 Tandem wired 

 3 FT18W/2G11 2 ELECT Electronic 52  
 4 FT18W/2G11 2 ELECT Electronic 70 (2) Two-lamp
       ballasts 
Fluorescent Twin (24-27W- F24TT or F27TT Lamp) 
 1 FT24W/2G11 1 MAG EE Magnetic Energy Efficient 32  
 2 FT24W/2G11 1 MAG EE Magnetic Energy Efficient 66  
 3 FT24W/2G11 1.5 MAG EE Magnetic Energy Efficient 99 Tandem wired 

 3 FT24W/2G11 2 MAG EE Magnetic Energy Efficient 98  
 4 FT24W/2G11 2 MAG EE Magnetic Energy Efficient 132 (2) Two-lamp
       ballasts 
 1 FT24W/2G11 1 ELECT Electronic 21  
 2 FT24W/2G11 1 ELECT Electronic 43  
 3 FT24W/2G11 1.5 ELECT Electronic 64 Tandem wired 

 3 FT24W/2G11 2 ELECT Electronic 64  
 4 FT24W/2G11 2 ELECT Electronic 86 (2) Two-lamp
       ballasts 
Fluorescent Twin (36-39W - F36TT or F39TT Lamp) 
 1 FT36W/2G11 1 MAG EE Magnetic Energy Efficient 51  
 2 FT36W/2G11 1 MAG EE Magnetic Energy Efficient 66  
 3 FT36W/2G11 1.5 MAG EE Magnetic Energy Efficient 99 Tandem wired 

 3 FT36W/2G11 2 MAG EE Magnetic Energy Efficient 117  
 4 FT36W/2G11 2 MAG EE Magnetic Energy Efficient 132 (2) Two-lamp
        ballasts 
 1 FT36W/2G11 1 ELECT Electronic 37  
 2 FT36W/2G11 1 ELECT Electronic 70  
 3 FT36W/2G11 1.5 ELECT Electronic 105 Tandem wired 

 3 FT36W/2G11 2 ELECT Electronic 107  
 4 FT36W/2G11 2 ELECT Electronic 140 (2) Two-lamp 
       ballasts 
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Table B-11–Luminaire Power (continued) 

LUMINAIRE LUMIN. 
   

 

 Lamp Ballast Watts/  
 No. Designation No. Abbreviation Description Luminaire Comments 

Fluorescent Twin (cont.) 
Fluorescent Twin (40 W - F40TT Lamp)    
 1 FT40W/2G11 1 MAG EE Magnetic Energy Efficient 43  
 2 FT40W/2G11 1 MAG EE Magnetic Energy Efficient 86  
 3 FT40W/2G11 1.5 MAG EE Magnetic Energy Efficient 129 Tandem wired 

 3 FT40W/2G11 2 MAG EE Magnetic Energy Efficient 130  
 4 FT40W/2G11 2 MAG EE Magnetic Energy Efficient 172 (2) Two-lamp
        ballasts 
 1 FT40W/2G11 1 ELECT Electronic 36  
 2 FT40W/2G11 1 ELECT Electronic 71  
 2 FT40W/2G11 1 ELECT Electronic 70  
 3 FT40W/2G11 1 ELECT Electronic 98  
 3 FT40W/2G11 1.5 ELECT Electronic 106 Tandem wired 

 3 FT40W/2G11 2 ELECT Electronic 107  
 4 FT40W/2G11 2 ELECT Electronic 142 (2) Two-lamp 
       ballasts 
 2 FT40W/2G11 1 ELECT RO Elec. Reduce Output (75%) 59  
 3 FT40W/2G11 1.5 ELECT DIM Electronic Dimming (to 1%) 105 Tandem wired 

 4 FT40W/2G11 2 ELECT DIM Electronic Dimming (to 1%) 140 (2) two-lamp 
       ballasts 
Fluorescent Twin (50 W - F50TT Lamp) 
 1 FT50W/2G11 1 ELECT Electronic 54  
 2 FT50W/2G11 1 ELECT Electronic 106  
 3 FT50W/2G11 1 ELECT Electronic 98  
 3 FT50W/2G11 1.5 ELECT Electronic 159 Tandem wired 

 3 FT50W/2G11 2 ELECT Electronic 160  
 4 FT50W/2G11 2 ELECT Electronic 212 (2) Two-lamp
        ballasts 
Fluorescent Twin (55 W - F55TT Lamp) 
 1 FT55W/2G11 1 ELECT Electronic 62  
        
Fluorescent U-Tube* 
2 ft. Fluorescent U-Tube Octic (32W - FBO31T8 Lamp)   
 1 FB31T8 0.5 MAG EE Magnetic Energy Efficient 35 Tandem wired 

 1 FB31T8 1 MAG EE Magnetic Energy Efficient 36  
 2 FB31T8 1 MAG EE Magnetic Energy Efficient 69  
 3 FB31T8 1.5 MAG EE Magnetic Energy Efficient 104 Tandem wired 

 3 FB31T8 2 MAG EE Magnetic Energy Efficient 105  



 

Materials Reference August 2001 B-114 

Table B-11–Luminaire Power (continued) 

LUMINAIRE POWER    

 Lamp Ballast Watts/  
 No. Designation No. Abbreviation Description Luminaire Comments 

Fluorescent U-Tube* (cont.) 
 1 FB31T8 0.5 ELECT Electronic 31 Tandem wired 

 1 FB31T8 1 ELECT Electronic 39  
 2 FB31T8 1 ELECT Electronic 62  
 3 FB31T8 1 ELECT Electronic 92  
 3 FB31T8 1.5 ELECT Electronic 93 Tandem wired 

 3 FB31T8 2 ELECT Electronic 101  
 2 FB31T8 1 ELECT IS Electronic Instant Start 61  
 3 FB31T8 1 ELECT IS Electronic Instant Start 88  
2 ft. Fluorescent U-Tube Energy-Saving (34W) 
 1 FB40T12/ES 0.5 MAG EE Magnetic Energy Efficient 36 Tandem wired 

 1 FB40T12/ES 1 MAG EE Magnetic Energy Efficient 43  
 2 FB40T12/ES 1 MAG EE Magnetic Energy Efficient 72  
 3 FB40T12/ES 1 MAG EE Magnetic Energy Efficient 105  
 3 FB40T12/ES 1.5 MAG EE Magnetic Energy Efficient 108 Tandem wired 

 3 FB40T12/ES 2 MAG EE Magnetic Energy Efficient 115  
 1 FB40T12/ES 0.5 ELECT Electronic 30 Tandem wired 

 1 FB40T12/ES 1 ELECT Electronic 31  
 2 FB40T12/ES 1 ELECT Electronic 59  
 3 FB40T12/ES 1 ELECT Electronic 90  
 3 FB40T12/ES 1.5 ELECT Electronic 88 Tandem wired 

 3 FB40T12/ES 2 ELECT Electronic 90  
2 ft. Fluorescent U-Tube Standard (40W - FB40T12 Lamp) 
 1 FB40T12 0.5 MAG EE Magnetic Energy Efficient 43 Tandem wired 

 1 FB40T12 1 MAG EE Magnetic Energy Efficient 48  
 2 FB40T12 1 MAG EE Magnetic Energy Efficient 86  
 3 FB40T12 1 MAG EE Magnetic Energy Efficient 127  
 3 FB40T12 1.5 MAG EE Magnetic Energy Efficient 129 Tandem wired 

 3 FB40T12 2 MAG EE Magnetic Energy Efficient 134  
 1 FB40T12 0.5 ELECT Electronic 35 Tandem wired 

 1 FB40T12 1 ELECT Electronic 36  
 2 FB40T12 1 ELECT Electronic 67  
 3 FB40T12 1 ELECT Electronic 100  
 3 FB40T12 1.5 ELECT Electronic 101 Tandem wired 

 3 FB40T12 2 ELECT Electronic 103  
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Table B-11–Luminaire Power (continued) 

LUMINAIRE POWER    

 Lamp Ballast Watts/  
 No. Designation No. Abbreviation Description Luminaire Comments 

Fluorescent Preheat 
Fluorescent Preheat T5 (4W) 
 1 F4T5 1 MAG STD Magnetic Standard 8 6" MOL 
Fluorescent Preheat T5 (6W) 
 1 F6T5 1 MAG STD Magnetic Standard 10 9" MOL 
Fluorescent Preheat T5 (8W) 
 1 F8T5 1 MAG STD Magnetic Standard 12 12" MOL 
Fluorescent Preheat T8 (15W) 
 1 F15T8 1 MAG STD Magnetic Standard 19 18" MOL 
Fluorescent Preheat T12 (15W) 
 1 F15T12 1 MAG STD Magnetic Standard 19 18" MOL 
Fluorescent Preheat T12 (20W) 
 1 F20T12 1 MAG STD Magnetic Standard 25 24" MOL 
 2 F20T12 1 MAG STD Magnetic Standard 50 24" MOL 
Fluorescent Preheat T8 (30W) 
 1 F30T8 1 MAG STD Magnetic Standard 46 30" MOL 
 2 F30T8 1 MAG STD Magnetic Standard 79 30" MOL 
Fluorescent Preheat T12 (30W) 
 1 F30T12 1 MAG STD Magnetic Standard 46 30" MOL 
 2 F30T12 1 MAG STD Magnetic Standard 79 30" MOL 
 2 F30T12 1 MAG EE Magnetic Energy Efficient 74 30" MOL 
 1 F30T12 1 ELECT Electronic 31 30" MOL 
 2 F30T12 2 ELECT Electronic 63 30" MOL 

Fluorescent Rapid Start T8 (17W and  25W) 
2 foot Fluorescent Rapid Start T8 (17W)    
 1 F17T8 1 MAG EE Magnetic Energy Efficient 24  
 2 F17T8 1 MAG EE Magnetic Energy Efficient 45  
 1 F17T8 1 ELECT Electronic 22  
 2 F17T8 1 ELECT Electronic 33  
 3 F17T8 1 ELECT Electronic 53  
 3 F17T8 2 ELECT Electronic 55  
 4 F17T8 1 ELECT Electronic 63  
 4 F17T8 2 ELECT Electronic 66 (2) two-lamp 
        ballasts 
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Table B-11–Luminaire Power (continued) 

LUMINAIRE POWER    

 Lamp Ballast Watts/  
 No. Designation No. Abbreviation Description Luminaire Comments 

Fluorescent Rapid Start T8 (17W and  25W) (cont.) 
3 foot Fluorescent Rapid Start T8 (25W)    
 1 F25T8 1 MAG EE Magnetic Energy Efficient 33  
 2 F25T8 1 MAG EE Magnetic Energy Efficient 65  
 1 F25T8 1 ELECT Electronic 27  
 2 F25T8 1 ELECT Electronic 48  
 3 F25T8 1 ELECT Electronic 68  
 3 F25T8 2 ELECT Electronic 75  
 4 F25T8 1 ELECT Electronic 89  
 4 F25T8 2 ELECT Electronic 96 (2) two-lamp 
        ballasts 

Fluorescent Rapid Start T8 (32W and 40W) 
4 foot Fluorescent Rapid Start Octic (32W) 
 1 F32T8 0.5 MAG EE Magnetic Energy Efficient 35 Tandem wired 

 1 F32T8 1 MAG EE Magnetic Energy Efficient 39  
 2 F32T8 1 MAG EE Magnetic Energy Efficient 70  
 3 F32T8 1.5 MAG EE Magnetic Energy Efficient 105 Tandem wired 

 3 F32T8 2 MAG EE Magnetic Energy Efficient 109  
 4 F32T8 2 MAG EE Magnetic Energy Efficient 140 (2) two-lamp 
        ballasts 
 1 F32T8 0.5 ELECT Electronic 31 Tandem wired 

 1 F32T8 1 ELECT Electronic 32  
 2 F32T8 1 ELECT Electronic 62  
 3 F32T8 1 ELECT Electronic 93  
 3 F32T8 1.5 ELECT Electronic 93 Tandem wired 

 3 F32T8 2 ELECT Electronic 94  
 4 F32T8 1 ELECT Electronic 114  
 4 F32T8 2 ELECT Electronic 124 (2) two-lamp 
        ballasts 
 2 F32T8 1 ELECT IS Electronic Instant Start 63  
 3 F32T8 1 ELECT IS Electronic Instant Start 96  
 3 F32T8 1.5 ELECT IS Electronic Instant Start 95 Tandem wired 

 4 F32T8 1 ELECT IS Electronic Instant Start 124  
 4 F32T8 2 ELECT IS Electronic Instant Start 126 (2) two-lamp 
        ballasts 
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Table B-11–Luminaire Power (continued) 

LUMINAIRE POWER    

 Lamp Ballast Watts/  
 No. Designation No. Abbreviation Description Luminaire Comments 

Fluorescent Rapid Start T8 (32W and 40W) (cont.) 
4 foot Fluorescent Rapid Start Octic (32W) (cont.)   
 2 F32T8 1 ELECT RO Electronic Reduce Output (75%) 51  
 3 F32T8 1 ELECT RO Electronic Reduce Output (75%) 76  
 3 F32T8 1.5 ELECT RO Electronic Reduce Output (75%) 77 Tandem wired 

 4 F32T8 1 ELECT RO Electronic Reduce Output (75%) 100  
 4 F32T8 2 ELECT RO Electronic Reduce Output (75%) 102 (2) two-lamp 
        ballasts 
 2 F32T8 1 ELECT TL Electronic Two Level (50 & 100%) 65  
 3 F32T8 1.5 ELECT TL Electronic Two Level (50 & 100%) 98 Tandem wired 

 4 F32T8 2 ELECT TL Electronic Two Level (50 & 100%) 130 (2) two-lamp 
        ballasts 
 2 F32T8 1 ELECT AO Electronic Adjustable Output         

(to 15%) 
73 

 3 F32T8 1.5 ELECT AO Electronic Adjustable Output         
(to 15%) 

110 Tandem wired 

 4 F32T8 2 ELECT AO Electronic Adjustable Output         
(to 15%) 

146 (2) two-lamp 
ballasts 

 2 F32T8 1 ELECT DIM Electronic Dimming (to 1%) 75  
 3 F32T8 1.5 ELECT DIM Electronic Dimming (to 1%) 113 Tandem wired 

 4 F32T8 2 ELECT DIM Electronic Dimming (to 1%) 150 (2) two-lamp 
        ballasts 
5 foot Fluorescent Rapid Start (40W) 
 1 F40T8 1 MAG EE Magnetic Energy Efficient 50  
 2 F40T8 1 MAG EE Magnetic Energy Efficient 92  
 1 F40T8 1 ELECT Electronic 46  
 2 F40T8 1 ELECT Electronic 79  
 3 F40T8 2 ELECT Electronic 109  
        
Fluorescent Rapid Start T12 (25, 30, 32, 34W) 
3 foot Fluorescent Rapid Start Energy-Saving (25W)    
 1 F30T12/ES 1 MAG STD Magnetic Standard 42  
 2 F30T12/ES 1 MAG STD Magnetic Standard 74  
 3 F30T12/ES 1.5 MAG STD Magnetic Standard 111 Tandem wired 

 3 F30T12/ES 2 MAG STD Magnetic Standard 116  
 2 F30T12/ES 1 MAG EE Magnetic Energy Efficient 66  
 1 F30T12/ES 1 ELECT Electronic 26  
 2 F30T12/ES 1 ELECT Electronic 53  
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Table B-11–Luminaire Power (continued) 

LUMINAIRE POWER    

 Lamp Ballast Watts/  
 No. Designation No. Abbreviation Description Luminaire Comments 

Fluorescent Rapid Start T12 (25, 30, 32, 34W) (cont.) 
3 foot Fluorescent Rapid Start Standard (30W)   
 1 F30T12 1 MAG STD Magnetic Standard 46  
 2 F30T12 1 MAG STD Magnetic Standard 79  
 3 F30T12 1.5 MAG STD Magnetic Standard 118 Tandem wired 

 3 F30T12 2 MAG STD Magnetic Standard 125  
4 foot Fluorescent Rapid Start Energy-Saving Plus (32W) 
 1 F40T12/ES Plus 0.5 MAG EE Magnetic Energy Efficient 34 Tandem wired 

 1 F40T12/ES Plus 1 MAG EE Magnetic Energy Efficient 41  
 2 F40T12/ES Plus 1 MAG EE Magnetic Energy Efficient 68  
 3 F40T12/ES Plus 1 MAG EE Magnetic Energy Efficient 99  
 3 F40T12/ES Plus 1.5 MAG EE Magnetic Energy Efficient 102 Tandem wired 

 3 F40T12/ES Plus 2 MAG EE Magnetic Energy Efficient 109  
 4 F40T12/ES Plus 2 MAG EE Magnetic Energy Efficient 136 (2) Two-lamp
        ballasts 
4 foot Fluorescent Rapid Start Energy-Saving (34W) 
 1 F40T12/ES 0.5 MAG STD** Magnetic Standard 42 Tandem wired 

 1 F40T12/ES 1 MAG STD** Magnetic Standard 48  
 2 F40T12/ES 1 MAG STD** Magnetic Standard 82  
 3 F40T12/ES 1.5 MAG STD** Magnetic Standard 122 Tandem wired 

 3 F40T12/ES 2 MAG STD** Magnetic Standard 130  
 4 F40T12/ES 2 MAG STD** Magnetic Standard 164 (2) Two-lamp
        ballasts 
 1 F40T12/ES 0.5 MAG EE Magnetic Energy Efficient 36 Tandem wired 

 1 F40T12/ES 1 MAG EE Magnetic Energy Efficient 43  
 2 F40T12/ES 1 MAG EE Magnetic Energy Efficient 72  
 3 F40T12/ES 1 MAG EE Magnetic Energy Efficient 105  
 3 F40T12/ES 1.5 MAG EE Magnetic Energy Efficient 108 Tandem wired 

 3 F40T12/ES 2 MAG EE Magnetic Energy Efficient 112  
 4 F40T12/ES 2 MAG EE Magnetic Energy Efficient 144 (2) Two-lamp
        ballasts 
 2 F40T12/ES 1 MAG HC Magnetic Heater Cutout 58  
 3 F40T12/ES 1.5 MAG HC Magnetic Heater Cutout 87 Tandem wired 

 4 F40T12/ES 2 MAG HC Magnetic Heater Cutout 116 (2) Two-lamp
        ballasts 
 2 F40T12/ES 1 MAG HC FO Mag. Heater Cutout Full Light 66  
 3 F40T12/ES 1.5 MAG HC FO Mag. Heater Cutout Full Light 99 Tandem wired 

 4 F40T12/ES 2 MAG HC FO Mag. Heater Cutout Full Light 132 (2) Two-lamp
        ballasts 
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Table B-11–Luminaire Power (continued) 

LUMINAIRE POWER    

 Lamp Ballast Watts/  
 No. Designation No. Abbreviation Description Luminaire Comments 

Fluorescent Rapid Start T12 (25, 30, 32, 34W) (cont.) 
4 foot Fluorescent Rapid Start Energy-Saving (34W) (cont.)   
 1 F40T12/ES 0.5 ELECT Electronic 30 Tandem wired 

 1 F40T12/ES 1 ELECT Electronic 31  
 2 F40T12/ES 1 ELECT Electronic 62  
 3 F40T12/ES 1 ELECT Electronic 90  
 3 F40T12/ES 1.5 ELECT Electronic 93 Tandem wired 

 3 F40T12/ES 2 ELECT Electronic 93  
 4 F40T12/ES 1 ELECT Electronic 121  
 4 F40T12/ES 2 ELECT Electronic 124 (2) Two-lamp
        ballasts 
 2 F40T12/ES 1 ELECT AO Elec. Adjustable Output (to 15%) 60  
 3 F40T12/ES 1.5 ELECT AO Elec. Adjustable Output (to 15%) 90 Tandem wired 

 4 F40T12/ES 2 ELECT AO Elec. Adjustable Output (to 15%) 120 (2) Two-lamp 
ballasts 

Fluorescent Rapid Start T12 (40W)* 
4 foot Fluorescent Rapid Start Standard (40W)   
 1 F40T12 0.5 MAG STD** Magnetic Standard 26 Tandem wired 

 1 F40T12 1 MAG STD** Magnetic Standard 52  
 2 F40T12 1 MAG STD** Magnetic Standard 96  
 3 F40T12 1.5 MAG STD** Magnetic Standard 144 Tandem wired 

 3 F40T12 2 MAG STD** Magnetic Standard 148  
 4 F40T12 2 MAG STD** Magnetic Standard 192 (2) Two-lamp
        ballasts 
 1 F40T12 0.5 MAG EE Magnetic Energy Efficient 44 Tandem wired 

 1 F40T12 1 MAG EE Magnetic Energy Efficient 46  
 2 F40T12 1 MAG EE Magnetic Energy Efficient 88  
 3 F40T12 1 MAG EE Magnetic Energy Efficient 127  
 3 F40T12 1.5 MAG EE Magnetic Energy Efficient 132 Tandem wired 

 3 F40T12 2 MAG EE Magnetic Energy Efficient 134  
 4 F40T12 2 MAG EE Magnetic Energy Efficient 176 (2) Two-lamp
        ballasts 
 2 F40T12 1 MAG HC Magnetic Heater Cutout 71  
 3 F40T12 1.5 MAG HC Magnetic Heater Cutout 107 Tandem wired 

 4 F40T12 2 MAG HC Magnetic Heater Cutout 142 (2) Two-lamp
        ballasts 
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Table B-11–Luminaire Power (continued) 

LUMINAIRE POWER    

 Lamp Ballast Watts/  
 No. Designation No. Abbreviation Description Luminaire Comments 

Fluorescent Rapid Start T12 (40W)* (cont.) 
4 foot Fluorescent Rapid Start Standard (40W) (cont.)   
 2 F40T12 1 MAG HC FO Magnetic Heater Cutout Full Light 80  
 3 F40T12 1.5 MAG HC FO Magnetic Heater Cutout Full Light 120 Tandem wired 

 4 F40T12 2 MAG HC FO Magnetic Heater Cutout Full Light 160 (2) Two-lamp
        ballasts 
 1 F40T12 0.5 ELECT Electronic 36 Tandem wired 

 1 F40T12 1 ELECT Electronic 37  
 2 F40T12 1 ELECT Electronic 72  
 3 F40T12 1 ELECT Electronic 107  
 3 F40T12 1.5 ELECT Electronic 108 Tandem wired 

 3 F40T12 2 ELECT Electronic 109  
 4 F40T12 1 ELECT Electronic 135  
 4 F40T12 2 ELECT Electronic 144 (2) Two-lamp
        ballasts 
 2 F40T12 1 ELECT RO Electronic Reduce Output (75%) 61  
 3 F40T12 1 ELECT RO Electronic Reduce Output (75%) 90  
 3 F40T12 1.5 ELECT RO Electronic Reduce Output (75%) 92 Tandem wired 

 4 F40T12 2 ELECT RO Electronic Reduce Output (75%) 122 (2) Two-lamp
        ballasts 
 2 F40T12 1 ELECT TL Elec. Two Level (50 & 100%) 69  
 3 F40T12 1.5 ELECT TL Elec. Two Level (50 & 100%) 104 Tandem wired 

 4 F40T12 2 ELECT TL Elec. Two Level (50 & 100%) 138 (2) Two-lamp
        ballasts 
 2 F40T12 1 ELECT AO Elec. Adjustable Output (to 15%) 73  
 3 F40T12 1.5 ELECT AO Elec. Adjustable Output (to 15%) 110 Tandem wired 

 4 F40T12 2 ELECT AO Elec. Adjustable Output (to 15%) 146 (2) Two-lamp 
ballasts 

 2 F40T12 1 ELECT DIM Electronic Dimming (to 1%) 83  
 3 F40T12 1.5 ELECT DIM Electronic Dimming (to 1%) 125 Tandem wired 

 4 F40T12 2 ELECT DIM Electronic Dimming (to 1%) 166 (2) Two-lamp
        ballasts 
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Table B-11–Luminaire Power (continued) 

LUMINAIRE POWER    

 Lamp Ballast Watts/  
 No. Designation No. Abbreviation Description Luminaire Comments 

Fluorescent Rapid Start T10 (42W)* 
4 foot Fluorescent Rapid Start Extended Output (42W)   
 2 F40T10/EO 1 MAG EE Magnetic Energy Efficient 92  
 3 F40T10/EO 1.5 MAG EE Magnetic Energy Efficient 138 Tandem wired 

 4 F40T10/EO 2 MAG EE Magnetic Energy Efficient 184 (2) Two-lamp
        ballasts 
 2 F40T10/EO 1 MAG HC Magnetic Heater Cutout 74  
 3 F40T10/EO 1.5 MAG HC Magnetic Heater Cutout 111 Tandem wired 

 4 F40T10/EO 2 MAG HC Magnetic Heater Cutout 148 (2) Two-lamp
        ballasts 
 2 F40T10/EO 1 ELECT Electronic 74  
 3 F40T10/EO 1.5 ELECT Electronic 111 Tandem wired 

 4 F40T10/EO 2 ELECT Electronic 148 (2) Two-lamp
        ballasts 
 2 F40T10/EO 1 ELECT RO Electronic Reduce Output (75%) 63  
 3 F40T10/EO 1.5 ELECT RO Electronic Reduce Output (75%) 95 Tandem wired 

 4 F40T10/EO 2 ELECT RO Electronic Reduce Output (75%) 126 (2) Two-lamp
        ballasts 
 2 F40T10/EO 1 ELECT TL Elec. Two Level (50 & 100%) 72  
 3 F40T10/EO 1.5 ELECT TL Elec. Two Level (50 & 100%) 108 Tandem wired 

 4 F40T10/EO 2 ELECT TL Elec. Two Level (50 & 100%) 144 (2) Two-lamp
        ballasts 
 2 F40T10/EO 1 ELECT AO Elec. Adjustable Output (to 15%) 73  
 3 F40T10/EO 1.5 ELECT AO Elec. Adjustable Output (to 15%) 110 Tandem wired 

 4 F40T10/EO 2 ELECT AO Elec. Adjustable Output (to 15%) 146 (2) Two-lamp 
ballasts 

 2 F40T10/EO 1 ELECT DIM Electronic Dimming (to 1%) 85  
 3 F40T10/EO 1.5 ELECT DIM Electronic Dimming (to 1%) 128 Tandem wired 

 4 F40T10/EO 2 ELECT DIM Electronic Dimming (to 1%) 170 (2) Two-lamp
        ballasts 
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Table B-11–Luminaire Power (continued) 

LUMINAIRE POWER    

 Lamp Ballast Watts/  
 No. Designation No. Abbreviation Description Luminaire Comments 

Fluorescent Rapid Start High Output (HO) T8 & T12, 8 ft* 
8 foot Fluorescent Rapid Start High Output Energy-Saving (86W)   
 2 F96T8/HO 1 ELECT Electronic 160  
8 foot Fluorescent Rapid Start High Output Energy-Saving (95W)   
 1 F96T12/HO/ES 1 MAG STD  Magnetic Standard 125  
 2 F96T12/HO/ES 1 MAG STD** Magnetic Standard 227  
 2 F96T12/HO/ES 1 MAG EE Magnetic Energy Efficient 208  
 4 F96T12/HO/ES 2 MAG EE Magnetic Energy Efficient 416 (2) Two-lamp
        ballasts 
 2 F96T12/HO/ES 1 ELECT Electronic 160  
 4 F96T12/HO/ES 2 ELECT Electronic 320 (2) Two-lamp
        ballasts 
8 foot Fluorescent Rapid Start High Output (110W) 
 1 F96T12/HO 1 MAG STD  Magnetic Standard 140  
 2 F96T12/HO 1 MAG STD** Magnetic Standard 252  
 2 F96T12/HO 1 MAG EE Magnetic Energy Efficient 237  
 4 F96T12/HO 2 MAG EE Magnetic Energy Efficient 474 (2) Two-lamp
        ballasts 
 2 F96T12/HO 1 ELECT Electronic 190  
 4 F96T12/HO 2 ELECT Electronic 380 (2) Two-lamp
        ballasts 
Fluorescent Rapid Start Very High Output (VHO) T12, 8 ft* 
8 foot Fluorescent Rapid Start Very High Output Energy-Saving (195W) 
 1 F96T12/VHO/ES 1 MAG STD Magnetic Standard 200  
 2 F96T12/VHO/ES 1 MAG STD Magnetic Standard 325  
 4 F96T12/VHO/ES 2 MAG STD Magnetic Standard 650 (2) Two-lamp
        ballasts 
8 foot Fluorescent Rapid Start Very High Output (215W) 
 1 F96T12/VHO 1 MAG STD Magnetic Standard 230  
 2 F96T12/VHO 1 MAG STD Magnetic Standard 440  
 4 F96T12/VHO 2 MAG STD Magnetic Standard 880  
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Table B-11–Luminaire Power (continued) 

LUMINAIRE POWER    

 Lamp Ballast Watts/  
 No. Designation No. Abbreviation Description Luminaire Comments 

Fluorescent Instant Start (single pin base "Slimline") T12, 4 ft 
4 foot Fluorescent Slimline Energy-Saving T12 (32W)   
 1 F48T12/ES 1 MAG STD Magnetic Standard 51  
 2 F48T12/ES 1 MAG STD Magnetic Standard 82  
4 foot Fluorescent Slimline Standard T12 (39W) 
 1 F48T12 1 MAG STD Magnetic Standard 59  
 2 F48T12 1 MAG STD Magnetic Standard 98  

Fluorescent Instant Start (single pin base "Slimline") T8 & T12, 8 ft. 
8 foot Fluorescent Instant Start T8  (Slimline with Rare Earth Phosphors)  
 1 F96T8 1 ELECT Electronic 71  
 2 F96T8 1 ELECT Electronic 115  
        
8 foot Fluorescent Slimline Energy-Saving (60W) 
 1 F96T12/ES 1 MAG STD  Magnetic Standard 83  
 2 F96T12/ES 1 MAG STD** Magnetic Standard 138  
        
 2 F96T12/ES 1 MAG EE Magnetic Energy Efficient 123  
 4 F96T12/ES 2 MAG EE Magnetic Energy Efficient 246 (2) Two-lamp
        ballasts 
 2 F96T12/ES 1 ELECT Electronic 105  
 4 F96T12/ES 2 ELECT Electronic 210 (2) Two-lamp
        ballasts 
8 foot Fluorescent Slimline Standard (75W) 
 1 F96T12 1 MAG STD  Magnetic Standard 100  
 2 F96T12 1 MAG STD** Magnetic Standard 173  
        
 2 F96T12 1 MAG EE Magnetic Energy Efficient 158  
 4 F96T12 2 MAG EE Magnetic Energy Efficient 316 (2) Two-lamp
        ballasts 
 2 F96T12 1 ELECT Electronic 130  
 4 F96T12 2 ELECT Electronic 260 (2) Two-lamp
        ballasts 
 2 F96T12 1 ELECT IS Electronic Instant Start 130  
 3 F96T12 1.5 ELECT IS Electronic Instant Start 195 Tandem 

wired 
 4 F96T12 2 ELECT IS Electronic Instant Start 260 (2) Two-lamp
        ballasts 
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Table B-11–Luminaire Power (continued) 

LUMINAIRE POWER    

 Lamp Ballast Watts/  
 No. Designation No. Abbreviation Description Luminaire Comments 

High Intensity Discharge 
Mercury Vapor      
 1 MV40 1 MAG STD Magnetic Standard 51  
 1 MV50 1 MAG STD Magnetic Standard 63  
 1 MV75 1 MAG STD Magnetic Standard 88  
 1 MV100 1 MAG STD Magnetic Standard 119  
 1 MV175 1 MAG STD Magnetic Standard 197  
 1 MV250 1 MAG STD Magnetic Standard 285  
 1 MV400 1 MAG STD Magnetic Standard 450  
 1 MV1000 1 MAG STD Magnetic Standard 1080  
        
Metal Halide      
 1 MH32 1 MAG STD Magnetic Standard 42  
 1 MH70 1 MAG STD Magnetic Standard 95  
 1 MH100 1 MAG STD Magnetic Standard 142  
 1 MH175 1 MAG STD Magnetic Standard 210  
 1 MH250 1 MAG STD Magnetic Standard 295  
 1 MH400 1 MAG STD Magnetic Standard 461  
 1 MH1000 1 MAG STD Magnetic Standard 1080  
        
High Pressure Sodium 
 1 HPS35 1 MAG STD Magnetic Standard 44  
 1 HPS50 1 MAG STD Magnetic Standard 61  
 1 HPS70 1 MAG STD Magnetic Standard 93  
 1 HPS100 1 MAG STD Magnetic Standard 116  
 1 HPS150 1 MAG STD Magnetic Standard 173  
 1 HPS200 1 MAG STD Magnetic Standard 240  
 1 HPS250 1 MAG STD Magnetic Standard 302  
 1 HPS400 1 MAG STD Magnetic Standard 469  
 1 HPS1000 1 MAG STD Magnetic Standard 1090  
Low Pressure Sodium      
 1 LPS18 1 MAG STD Magnetic Standard 30  
 1 LPS35 1 MAG STD Magnetic Standard 60  
 1 LPS55 1 MAG STD Magnetic Standard 80  
 1 LPS90 1 MAG STD Magnetic Standard 125  
 1 LPS135 1 MAG STD Magnetic Standard 178  
 1 LPS180 1 MAG STD Magnetic Standard 220  
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Table B-11–Luminaire Power (continued) 

LUMINAIRE POWER    

 Lamp Ballast Watts/  
 No. Designation No. Abbreviation Description Luminaire Comments 

Incandescent Low Voltage Tungsten Halogen 
12 Volt Tungsten Halogen, MR 16 & Electronic Transformer   
 1 Q20MR16(12V) 1 ELECT Electronic 23  
 1 Q35MR16(12V) 1 ELECT Electronic 39  
 1 Q50MR16(12V) 1 ELECT Electronic 55  
 1 Q70MR16(12V) 1 ELECT Electronic 78  
        
        

* US Energy Policy Act of 1992 affect on lamps 
Beginning in April 1994, many common wattage lamp types can no longer be 
manufactured or imported into the U.S.  Federal Energy Legislation has decreed  
that these lamp types must be eliminated to reduce energy consumption.  Lamp  
Types affected include the following fluorescent lamps: 
 
 
        
 Fluorescent Lamps F40U/3 Cool White  F96T12/ W 
 F40 CW F40U/3 Warm White  F96T12/ WW 
 F40 D F40U/6 Cool White  F96T12/ WWX 
 F40 D/WM F40U/6 Warm White Deluxe  F96T12/ WWX/WM 
 F40 W F40U/6 Warm White  F96T12/ HO/D 
 F40 WW F96T1

2/ 
CW  F96T12/ HO/CW 

 F40 WWX F96T1
2/ 

D  F96T12/ HO/W 

 F40 WWX/WM F96T1
2/ 

D/WM  F96T12/ HO/WW 

        
 Incandescent PAR Lamps    Inc. Reflector Lamps 
  75PAR38 150PAR38  75R40 200R40 
  75/65PAR38 150/120PAR38  75R30  
  100/80PAR38    150R40  
  100 PAR38    100R40  
        
 
** US National Appliance Energy Conservation Act of 1988 affect on ballasts 
In 1991 using the following Standard Magnetic ballasts was not permitted in the US. 
  -Single and two-lamp ballasts for 4' T12 Rapid Start Lamps, 120V & 277V  60Hz  
  -Two-lamp ballasts for 8' T-12 Slimline lamps 
  -Two-lamp ballasts for 8' T12 high-output rapid start lamps   
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Table B-12– Solar Heat Gain Coefficient Compliance 

ALTERNATIVE CALCULATION METHOD 
 For Nonresidential Buildings- 
 Solar Heat Gain Coefficient Compliance 
APPLICABLE STANDARD:  Energy Efficiency Standards for Nonresidential Buildings 

AUDIENCE:   Building Officials, Architects, Engineers, Designers and Energy 
Documentation Consultants 

EFFECTIVE DATE:  July 1, 1999 
AVAILABILITY:  July 1, 1999 
LEVEL OF CHANGE:  Optional 
Summary: 
The California Energy Commission approved a new Alternative Calculation Method (ACM) for 
energy consultants, designers, architects, and builders to demonstrate compliance with Solar 
Heat Gain Coefficient (SHGC) values required by the Efficiency Standards for Nonresidential 
Buildings.  This method specifically applies to fenestration products, including glass and frame, 
that do not have SHGC values published by the National Fenestration Rating Council (NFRC) in 
their Certified Products Directory.   For information on other shading alternatives and how to 
apply the results of this calculation method, see the 1998 Nonresidential Manual. 
Recently the Energy Commission updated the regulations for 1998 nonresidential buildings to 
express the shading requirements for fenestration products in terms of SHGC of the entire 
product, including frame.  This update only allowed use of the default SHGC for products without 
certified SHGC values.  The SHGC values in the Energy Commission’s default table are intended 
to be conservative and do not represent the types of products typically used in a large portion of 
nonresidential construction.  The majority of products typically used also do not have SHGC 
values published by NFRC and cannot be used with the 1998 standards unless the Commission 
provides an alternative calculation method for determining compliance. 
This alternative calculation methodology expands available shading alternatives by providing a 
method to use the SHGC for the glass alone, which can be used to determine compliance for 
manufactured, site-assembled, and field-fabricated fenestration products.  Instructions are 
separately provided below for Prescriptive or Performance compliance approaches along with a 
description of responsibilities for energy consultants/designers/architects, builders, installers, and 
building department plan and field inspectors. 

Compliance Using the Prescriptive and 
Performance Approach 
Site-Assembled Fenestration Products and Field-fabricated Fenestration 
This section describes the alternative calculation method for determining compliance for site-
assembled and field-fabricated products. 
Site-assembled fenestration includes both field-fabricated fenestration and fenestration whose 
frame is previously cut or formed by a manufacturer with the specific intention of being used with 
a glass assembly to create a complete fenestration product. Field-fabricated fenestration is a 
fenestration product whose frame is made at the construction site of standard dimensional lumber 
or other materials that were not previously cut, or otherwise formed with the specific intention of 
being used to fabricate a fenestration product. 
Use the following equation to calculate the shading value for fenestration that is used to 
determine compliance. Convert the center of glass shading value, SHGCc, from the 
manufacturer’s documentation to a shading value for the fenestration product including framing,  
 
SHGCfen, 
SHGCfen  = 0.08 + 0.86 X SHGCc 
Where: 
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SHGCc is the SHGC for the center of glass alone, and SHGCfen is the SHGC for the fenestration 
including glass and frame. 

Manufactured Fenestration Products 
This section describes the alternative calculation method for determining compliance for 
manufactured products that do not have SHGC values published by the National Fenestration 
Rating Council (NFRC) in their Certified Products Directory. 
Manufactured Fenestration Products without a SHGC certified to National Fenestration Rating 
Council, NFRC, are similar to those that have a SHGC certified to NFRC.  They are complete 
products, shipped from the manufacturer with the frame and glazing already assembled.  These 
products may be listed in the NFRC Certified Products Directory with their U-factor, but not with a 
SHGC.  To determine compliance with the building efficiency standards the center of glass SHGC 
from the manufacturer’s documentation for the proposed glazing must be converted to an SHGC 
for the fenestration that includes the framing effect. 
Use the following equation to calculate the shading value for fenestration that is used to 
determine compliance.  Convert the center of glass shading value, SHGCc from the 
manufacturer’s documentation to a shading value for the fenestration product including framing, 
SHGCfen, 
SHGCfen = 0.11 + 0.81 x SHGCc 
Where: 
SHGCc is the SHGC for the center of glass alone, and 
SHGCfen is the SHGC for the fenestration including glass and frame. 

Solar Heat Gain Coefficient (SHGC) 

Responsibilities for Compliance 
This section describes the responsibilities of energy consultants, designers, architects, builders, 
installers, and building departments when determining compliance with SHGC requirements.  

Energy Consultants, Designers, Architects 
Products with SHGCs Certified to NFRC  
SHGCs can be found in the NFRC Certified Products Directory, SV section.   Contact NFRC at 
301-589-6372 for a copy of the directory or go to NFRC’s website at www.nfrc.org for an online 
database of the directory. 

Field-Fabricated Fenestration, Site-Assembled Fenestration and Fenestration Products 
without SHGC Certified to NFRC 
The procedure described below does not apply to site-assembled vertical glazing in buildings with 
(a) 100,000 sf or more of conditioned floor area and (b) 10,000 sf or more of vertical fenestration 
area. For these glazing assemblies, use the NFRC 100SB Label Certificate procedure described 
above.  (For projects where the building has 100,000 sf or more of conditioned space and 10,000 
sf or more of vertical fenestration area, the SHGC of the vertical glazing must be obtained using 
NFRC 100SB and must be verified by a Label Certificate for Site-Built Products. The Label 
Certificate must be included with the plans or be provided on site at the time of inspection.) 
To determine compliance with the efficiency standards, the center of glass SHGC from the 
manufacturer’s documentation for the proposed glazing must be converted to an SHGCfen for the 
fenestration that includes the framing effect. For the Prescriptive compliance method, the  
SHGCfen is then entered into the prescriptive ENV-1 form, Part 2 of 2 and must appear on the 
plans.  
For the Performance compliance method, the SHGCfen output information printed on the 
Performance ENV-1 form must be listed on the building plans. The PERF-1 and Performance 
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ENV-1 forms must appear on the plans. The building plan window schedule list must indicate the 
proposed total SHGCfen values for each fenestration assembly, and these values must be equal 
to the SHGCs listed on the Performance ENV-1 computer form. (Note: an under-calculation of 
space conditioning energy can result from entering either too low or too high an SHGCfen for the 
product.) The proposed design SHGCfen values are entered into the computer program to 
automatically generate the energy budget of the standard design and the energy use of the 
proposed design.  The building complies if the total energy use of the proposed design is the 
same or less than the standard design energy budget. 
Permit applications must include heat gain documentation for the Building Plan Checker. This 
documentation must include a copy of the manufacturer’s documentation showing the SHGCc, 
center of glass alone and the calculation used to determine the SHGCfen.  If the proposed design 
uses multiple fenestration products or site-assembled fenestration products, a calculation for 
each different SHGCfen must be attached to the plans along with each glass unit manufacturer’s 
documentation.  

Mixed Fenestration Types  
If mixed fenestration is included in the compliance analysis, then the compliance submittal must 
demonstrate which are certified fenestration products and which are non-certified fenestration or 
site-assembled fenestration products.  The manufacturer’s documentation and calculations for 
each product must be included in the submittal, and either the ENV-1 or PERF-1 form must be 
included on the building plans. 

Builder and Installer Responsibilities 
The builder is responsible for assuring that the glass documentation showing the SHGC used for 
determining compliance is provided to the installer. The builder is responsible for obtaining an 
NFRC Label Certificate for Site-Built Products for the building's vertical glazing if the building is 
100,000 sf or more and has 10,000 sf or more of vertical glazing. 
 
The builder is also responsible for assuring that the persons preparing compliance documentation 
are specifying products that the builder intends to install.  The builder must assure that the 
glazing contractor installs the glass with the same SHGCc as used for compliance and that the 
building inspector is provided with manufacturers’ documentation showing the SHGCc for the 
actual glass product installed. The builder should verify that these fenestration products are 
clearly shown on the building plans before fenestration products are purchased and installed.  

Building Department Responsibilities - Plan Checker 
The building department plan checker is responsible for assuring that the plans identify which 
fenestration is site-assembled and which is not.  The plan-checker is responsible for verifying that 
the SHGCfen and SHGCc for non-certified fenestration products or site-assembled products is 
identified on the plans, that calculations have been provided showing the conversion from SHGCc 
to SHGCfen, and that manufacturer documentation of the SHGCc has been provided for the 
fenestration to be installed.  Plans should be consistent with the compliance documentation, the 
calculations showing the conversion from SHGCc to SHGCfen, and Prescriptive ENV-1 Part 2 of 2 
or Performance ENV-1.  

Building Inspector 
The building department field inspector is responsible for assuring that manufacturer’s 
documentation has been provided for the installed fenestration. The inspector is responsible for 
checking the NFRC label for manufactured fenestration products, or the NFRC 100SB Label 
Certificate for site-built products where appropriate as described below [see "Energy Consultants, 
Designers, Architects: Products with SHGCs Certified to NFRC" above]. 
All manufactured fenestration products must have either an NFRC label or manufacturer's label 
with default SHGCs from Table 1-E.   
All site-assembled fenestration products in buildings 100,000 sf of conditioned floor area or more 
and 10,000 sf of vertical fenestration area or more must have either an NFRC Label Certificate for 
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Site-Built Fenestration Products or a manufacturer's certificate with a default SHGC from Table 1-
E.   
Site-assembled vertical fenestration products in buildings less than 100,000 sf, or buildings with 
less than 10,000 sf of vertical glazing, may use either of the rating/labeling methods described in 
(b) above, or the SHGCfen calculation method described in this section. 
Horizontal glazing that does not have a certified NFRC SHGC may use any of the above methods 
for determining and labeling or certifying the SHGC. 
The field inspector is responsible for assuring that the certified SHGC, or SHGCc and SHGCfen, 
for the installed fenestration is consistent with the plans, the Prescriptive ENV-1 Part 2 of 2 or the 
Performance PERF-1 and Performance ENV-1, and that manufacturer documentation is 
consistent with the product installed in the building.  Plans shall indicate which fenestration is site-
assembled or is a fenestration product without SHGCs certified to the NFRC. 

Thermal Transmittance (U-Factor)  

Responsibilities for Compliance 
This section describes the responsibilities of energy consultants, designers, architects, builders, 
installers, and building departments when determining U-factor compliance.  
Table I-1 provides default U-factors for skylights and site-built fenestration in buildings covered by 
the Nonresidential Energy Standards. The default table may be used only for the following: 
Site-assembled and field-fabricated glazed wall systems in buildings covered by the 
Nonresidential Energy Standards that have less than 100,000 square feet of conditioned floor 
area or less than 10,000 square feet of vertical glazing. 
Skylights in buildings covered by the Nonresidential Energy Standards. 
The default Table I-1 is consistent with default U-factors published in Table 5, Chapter 29, 
ASHRAE Fundamentals Handbook, 1997, which is referenced in the Energy Standards. 
Fenestration products fitting the two descriptions above may still use U-factors obtained through 
NFRC if available. 

Responsibilities for Compliance 
This section describes the responsibilities of energy consultants, designers, architects, builders, 
installers, and building departments when Table I-1 is used for determining compliance with the 
U-factor requirements of the Efficiency Standards. 

Energy Consultants, Designers, Architects 

Products with U-Factor Certified to NFRC  
U-factor values can be found in the NFRC Certified Products Directory. Contact NFRC at 301-
589-6372 for a copy of the directory or go to NFRC’s website at www.nfrc.org for an online 
database of the directory. 

Field-Fabricated Fenestration, Site-Assembled Fenestration and Fenestration Products 
without U-factor Certified to NFRC 
To determine compliance with the efficiency standards, the Glazing Type and Frame Type shown 
in Table I-1 must be identified from the manufacturer’s documentation for the proposed glazing.  
For the Prescriptive compliance method, the U-factor must be selected from Table I-1 for this 
Glazing Type and Frame Type and entered into the prescriptive ENV-1 form, Part 2 of 2, and 
must appear on the plans.  
For the Performance compliance method, the U-factor output information printed on the 
Performance ENV-1 form must be listed on the building plans. The PERF-1 and Performance 
ENV-1 forms must appear on the plans. The building plan window schedule list must indicate the 
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proposed total U-factors for each fenestration assembly, and these values must be equal to or 
less than the U-factors listed on the Performance ENV-1 computer form. The proposed design U-
factors are entered into the computer program to automatically generate the energy use of the 
proposed design. The building complies if the total energy use of the proposed design is the 
same or less than the standard design energy budget. 
Permit applications must include fenestration U-factor documentation for the Building Plan 
Checker. This documentation must include a copy of the manufacturer’s documentation showing 
the Glazing Type information – number of panes, spacing of panes, glass type, gas fill type, 
coating emissivity and location – and the Frame Type – frame material type, presence of thermal 
breaks, and identification of structural glazing (glazing with no frame) that is used to determine 
the U-factor. If the proposed design uses multiple fenestration products or site-assembled 
fenestration products, manufacturer’s documentation for each different U-factor must be attached 
to the plans for each glass unit.  Manufacturer’s documentation must be provided for each U-
factor used for compliance. 

Mixed Fenestration Types  
If mixed fenestration is included in the compliance analysis, then the compliance submittal must 
demonstrate which are certified fenestration products and which are non-certified fenestration or 
site-assembled fenestration products. The manufacturer’s documentation and calculations for 
each product must be included in the submittal, and either the ENV-1 or PERF-1 form must be 
included on the building plans. 

Builder and Installer Responsibilities 
The builder is responsible for assuring that the glass documentation showing the U-factor used 
for determining compliance is provided to the installer.  The builder is responsible for assuring 
that the persons preparing compliance documentation are specifying products that the builder 
intends to install.  The builder is also responsible for assuring that the installer installs glass with 
the same U-factor as used for compliance and assuring that the field inspector for the building 
department is provided with manufacturer’s documentation showing the U-factor and method of 
determining U-factor for the actual fenestration product installed. The builder should verify that 
these fenestration products are clearly shown on the building plans before fenestration products 
are purchased and installed.  

Building Department Responsibilities  

Plan Checker 
The building department plan checker is responsible for assuring that the plans identify which 
fenestration is site-assembled and which is not.  The plan-checker is responsible for verifying that 
the U-factor for non-certified fenestration products or site-assembled products is identified on the 
plans, that Glazing Type and Frame Type and Table 1-I have been provided showing the method 
of determining the U-factor, and that manufacturer documentation of the U-factor has been 
provided for the fenestration to be installed.  Plans should be consistent with the compliance 
documentation, the Glazing Type and Frame Type and Table I-1 values, and Prescriptive ENV-1 
Part 2 of 2 or Performance ENV-1.  

Building Inspector 
The building department field inspector is responsible for assuring that manufacturer’s 
documentation has been provided for the installed fenestration. The field inspector is responsible 
for assuring that the U-factor for the installed fenestration is consistent with the plans, the 
Prescriptive ENV-1 Part 2 of 2 or the Performance PERF-1, and Performance ENV-1, and that 
manufacturer documentation is consistent with the product installed in the building. 
Plans shall indicate which fenestration is site-assembled or is a fenestration product without U-
factor certified to NFRC. 
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Table B-13A –Complete Building Occupancy Assumptions When Lighting Plans are Submitted for 
the Entire Building or When Lighting Compliance is not Performed. 

 No. Occ./ Sensible/  Latent/ Recept Hot Water Lighting Vent. 
Occupancy Type 1000 sf occ. (Btu) occ. (Btu) (Watts/sf)  (Btuh/occ.) (Watts/sf)  (cfm/sf) 

Complete Building: Industrial Storage 5 268 403 0.43 108 0.7 0.15 
Complete Building: Grocery 29 252 225 0.91 113 1.5 0.23 
Complete Building: Industrial Work 
 High Bay 7 375 625 1.00 120 1.2 0.15 
 Low Bay 7 375 625 1.00 120 1.0 0.15 
Complete Building: Medical 10 250 213 1.18 110 1.2 0.15 
Complete Building: Office 10 250 206 1.34 106 1.2 0.15 
Complete Building: Other 10 250 200 1.00 120 0.6 0.15 
Complete Building: Religious 
    Worship, Auditorium, Convention 136 245 112 0.96 57 1.8 1.03 
Complete Building: Restaurant 45 274 334 0.79 366 1.2 0.38 
Complete Building: Retail/Wholesale 29 252 224 0.94 116 1.7 0.23 
Complete Building: School 40 246 171 1.00 108 1.4 0.32 

Complete Building: Theater 130 268 403 0.54 60 1.3 0.98 
Complete Building: Unknown 10 250 200 1.00 120 1.2 0.15 
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Table B-13B –Area Category Occupancy Assumptions When Lighting Plans are Submitted for 
Portions or for the Entire Building or When Lighting Compliance is not Performed. 

Occupancy Type No. 
Occ./ 

1000 sf 

Sensible/ 
occ. (Btu) 

Latent/ 
occ. 
(Btu) 

Recept 
(Watts/

sf) 

Hot 
Water 
(Btuh/ 
occ.) 

Lighting 
(Watts/ 

sf) 

Vent 
(cfm/ 
sf) 

All Others 10 250 200 1.00 120 0.6 0.15 
Auditorium 143 245 105 1.00 60 2.0 1.07 
Auto Repair Workshop 10 275 475 1.00 120 1.2 1.50 
Bank/Financial Institution 10 250 250 1.50 120 1.4 0.15 
Bar/Cocktail 
Lounge/Casino 

67 275 275 1.00 120 1.1 1.50 

Barber & Beauty Shop 10 250 200 2.00 120 1.0 0.40 
Classroom 50 245 155 1.00 120 1.6 0.38 
Courtrooms 25 250 200 1.50 120 1.1 0.19 
Commercial/Industrial 
Storage 

3 275 475 0.20 120 0.6 0.15 

Comm./Ind. Work-
General High Bay 

10 275 475 1.00 120 1.2 0.15 

Comm./Ind. Work-
General Low Bay 

10 275 475 1.00 120 1.0 0.15 

Commercial/Ind. Work-
Precision 

10 250 200 1.00 120 1.5 0.15 

Convention/Conference/
Meeting Center 

67 245 155 1.00 60 1.6 0.50 

Corridor/Restroom and 
Support Area 

10 250 250 0.20 0 0.6 0.15 

Dining Area 67 275 275 0.50 385 1.1 0.50 
Dry Cleaning (Coin) 10 250 250 3.00 120 1.0 0.30 
Dry Cleaning (Full) 10 250 250 3.00 120 1.0 0.45 
Electrical and Mechanical 
Room 

3 250 250 0.20 0 0.7 0.15 

Exercising Centers and 
Gymnasium 

20 255 875 0.50 120 1.0 0.15 

Exhibit Display Area and 
Museum 

67 250 250 1.50 60 2.0 0.50 

Grocery Sales Area 33 250 200 1.00 120 1.6 0.25 
High-Rise Residential 5 245 155 0.50 n/a 0.5 0.15 
Hotel Function Area 67 250 200 0.50 60 2.2 0.50 
Hotel/Motel Guest Room 5 245 155 0.50 2800 0.5 0.15 
Kitchen and Food 
Preparation 

5 275 475 1.50 385 1.7 0.15 

Laundry 10 250 250 3.00 385 0.9 0.15 
Library - Reading Areas 20 250 200 1.50 120 1.2 0.15 
Library - Stacks 10 250 200 1.50 120 1.5 0.15 
Lobby (Hotel) 10 250 250 0.50 120 2.2 0.15 
Lobby (Main Entry and 
Assembly) 

143 250 250 0.50 60 1.5 1.07 

Lobby (Office Reception 
and Waiting) 

10 250 250 0.50 120 1.1 0.15 

Locker and Dressing 
Room 

20 255 475 0.50 385 0.9 0.15 

Mall/Arcade/Atrium 33 250 250 0.50 120 1.2 0.25 
Medical/Clinical Care 10 250 200 1.50 160 1.4 0.15 
Office 10 250 200 1.50 120 1.3 0.15 
Police Station and Fire 
Station 

10 250 200 1.50 120 0.9 0.15 

Religious Worship 143 245 105 0.50 60 2.1 1.07 
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Occupancy Type No. 
Occ./ 

1000 sf 

Sensible/ 
occ. (Btu) 

Latent/ 
occ. 
(Btu) 

Recept 
(Watts/

sf) 

Hot 
Water 
(Btuh/ 
occ.) 

Lighting 
(Watts/ 

sf) 

Vent 
(cfm/ 
sf) 

Retail Sales and 
Wholesale Showroom 

33 250 200 1.00 120 2.0 0.25 

Smoking Lounge 67 275 275 0.50 120 1.1 1.50 
Theater (Motion Picture) 143 245 105 0.50 60 0.9 1.07 
Theater (Performance) 143 245 105 0.50 60 1.4 1.07 
Unknown Nonresidential 10 250 200 1.00 120 0.8 0.15 
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Table B-14 – Assembly U-Factors for Unlabeled Glazed Wall Systems (Site-Built Windows) and 
Unlabeled Skylights 

 
Vertical Installation Sloped Installation Product Type 

Unlabeled Glazed Wall Systems 
(Site Built Windows) 

(include site assembled fixed windows only, does 
not include operable windows) 

Unlabeled Skylight with Curb 
(includes glass/plastic, flat/domed, fixed/operable) 

Unlabeled Skylight without Curb 
(includes glass/plastic, flat/domed, 

fixed/operable) 

Frame Type Alumin
um 

without 
Therm

al 
Break 

Aluminum with 
Thermal Break 

Wood/
Vinyl 

Structural 
Glazing 

Aluminum 
without 
Thermal 
Break 

Aluminum 
with Thermal 

Break 

Reinforced 
Vinyl/ 

Aluminum 
Clad Wood 

Wood/
Vinyl 

Aluminum 
without 
Thermal 
Break 

Aluminum 
with 

Thermal 
Break 

Structural 
Glazing 

ID Glazing Type            
 Single Glazing     
1  1/8" glass 1.22  1.11  0.98  1.11  1.98  1.89  1.75  1.47  1.36  1.25  1.25  
2  1/4" acrylic/polycarb 1.08  0.96  0.84  0.96  1.82  1.73  1.60  1.31  1.21  1.10  1.10  
3  1/8" acrylic/polycarb 1.15  1.04  0.91  1.04  1.90  1.81  1.68  1.39  1.29  1.18  1.18  
 Double Glazing            
4  1/4" airspace 0.79  0.68  0.56  0.63  1.31  1.11  1.05  0.84  0.82  0.70  0.66  
5  1/2" airspace 0.73  0.62  0.50  0.57  1.30  1.10  1.04  0.84  0.81  0.69  0.65  
6  1/4" argon space 0.75  0.64  0.52  0.60  1.27  1.07  1.00  0.80  0.77  0.66  0.62  
7  1/2" argon space 0.70  0.59  0.48  0.55  1.27  1.07  1.00  0.80  0.77  0.66  0.62  
 Double Glazing, e=0.60 on surface 

2 or 3 
          

8  1/4" airspace 0.76  0.65  0.53  0.61  1.27  1.08  1.01  0.81  0.78  0.67  0.63  
9  1/2" airspace 0.69  0.58  0.47  0.54  1.27  1.07  1.00  0.80  0.77  0.66  0.62  
10  1/4" argon space 0.72  0.61  0.49  0.56  1.23  1.03  0.97  0.76  0.74  0.63  0.58  
11  1/2" argon space 0.67  0.56  0.44  0.51  1.23  1.03  0.97  0.76  0.74  0.63  0.58  
 Double Glazing, e=0.40 on surface 

2 or 3 
          

12  1/4" airspace 0.74  0.63  0.51  0.58  1.25  1.05  0.99  0.78  0.76  0.64  0.60  
13  1/2" airspace 0.66  0.55  0.44  0.51  1.24  1.04  0.98  0.77  0.75  0.64  0.59  
14  1/4" argon space 0.69  0.57  0.46  0.53  1.18  0.99  0.92  0.72  0.70  0.58  0.54  
15  1/2" argon space 0.63  0.51  0.40  0.47  1.20  1.00  0.94  0.74  0.71  0.60  0.56  
 Double Glazing, e=0.20 on surface 

2 or 3 
          

16  1/4" airspace 0.70  0.59  0.48  0.55  1.20  1.00  0.94  0.74  0.71  0.60  0.56  
17  1/2" airspace 0.62  0.51  0.39  0.46  1.20  1.00  0.94  0.74  0.71  0.60  0.56  
18  1/4" argon space 0.64  0.53  0.42  0.49  1.14  0.94  0.88  0.68  0.65  0.54  0.50  
19  1/2" argon space 0.57  0.46  0.35  0.42  1.15  0.95  0.89  0.68  0.66  0.55  0.51  
 Double Glazing, e=0.10 on surface 

2 or 3 
          

20  1/4" airspace 0.68  0.57  0.45  0.52  1.18  0.99  0.92  0.72  0.70  0.58  0.54  
21  1/2" airspace 0.59  0.48  0.37  0.44  1.18  0.99  0.92  0.72  0.70  0.58  0.54  
22  1/4" argon space 0.62  0.51  0.39  0.46  1.11  0.91  0.85  0.65  0.63  0.52  0.47  
23  1/2" argon space 0.55  0.44  0.33  0.39  1.13  0.93  0.87  0.67  0.65  0.53  0.49  
 Double Glazing, e=0.05 on 

surface 2 or 3 
          

24  1/4" airspace 0.67  0.56  0.44  0.51  1.17  0.97  0.91  0.70  0.68  0.57  0.52  
25  1/2" airspace 0.57  0.46  0.35  0.42  1.17  0.98  0.91  0.71  0.69  0.58  0.53  
26  1/4" argon space 0.60  0.49  0.38  0.44  1.09  0.89  0.83  0.63  0.61  0.50  0.45  
27  1/2" argon space 0.53  0.42  0.31  0.38  1.11  0.91  0.85  0.65  0.63  0.52  0.47  
 Triple Glazing            
28  1/4" airspaces 0.63  0.52  0.41  0.47  1.12  0.89  0.84  0.64  0.64  0.53  0.48  
29  1/2" airspaces 0.57  0.46  0.35  0.41  1.10  0.87  0.81  0.61  0.62  0.51  0.45  
30  1/4" argon spaces 0.60  0.49  0.38  0.43  1.09  0.86  0.80  0.60  0.61  0.50  0.44  
31  1/2" argon spaces 0.55  0.45  0.34  0.39  1.07  0.84  0.79  0.59  0.59  0.48  0.42  
 Triple Glazing, e=0.20 on 

surface 2,3,4, or 5 
          

32  1/4" airspaces 0.59  0.48  0.37  0.42  1.08  0.85  0.79  0.59  0.60  0.49  0.43  
33  1/2" airspaces 0.52  0.41  0.30  0.35  1.05  0.82  0.77  0.57  0.57  0.46  0.41  
34  1/4" argon spaces 0.54  0.44  0.33  0.38  1.02  0.79  0.74  0.54  0.55  0.44  0.38  
35  1/2" argon spaces 0.49  0.38  0.28  0.33  1.01  0.78  0.73  0.53  0.54  0.43  0.37  
 Triple Glazing, e=0.20 on surfaces 2 or 3 and 4 or 5          
36  1/4" airspaces 0.55  0.45  0.34  0.39  1.03  0.80  0.75  0.55  0.56  0.45  0.39  
37  1/2" airspaces 0.48  0.37  0.26  0.31  1.01  0.78  0.73  0.53  0.54  0.43  0.37  



 

Materials Reference August 2001 B-135 

Vertical Installation Sloped Installation Product Type 
Unlabeled Glazed Wall Systems 

(Site Built Windows) 
(include site assembled fixed windows only, does 

not include operable windows) 

Unlabeled Skylight with Curb 
(includes glass/plastic, flat/domed, fixed/operable) 

Unlabeled Skylight without Curb 
(includes glass/plastic, flat/domed, 

fixed/operable) 

Frame Type Alumin
um 

without 
Therm

al 
Break 

Aluminum with 
Thermal Break 

Wood/
Vinyl 

Structural 
Glazing 

Aluminum 
without 
Thermal 
Break 

Aluminum 
with Thermal 

Break 

Reinforced 
Vinyl/ 

Aluminum 
Clad Wood 

Wood/
Vinyl 

Aluminum 
without 
Thermal 
Break 

Aluminum 
with 

Thermal 
Break 

Structural 
Glazing 

38  1/4" argon spaces 0.50  0.39  0.29  0.34  0.99  0.75  0.70  0.50  0.51  0.40  0.35  
39  1/2" argon spaces 0.45  0.34  0.24  0.29  0.97  0.74  0.69  0.49  0.50  0.39  0.33  
 Triple Glazing, e=0.10 on surfaces 2 or 3 and 4 or 5          
40  1/4" airspaces 0.54  0.43  0.32  0.37  1.01  0.78  0.73  0.53  0.54  0.43  0.37  
41  1/2" airspaces 0.46  0.35  0.25  0.29  0.99  0.76  0.71  0.51  0.52  0.41  0.36  
42  1/4" argon spaces 0.48  0.38  0.27  0.32  0.96  0.73  0.68  0.48  0.49  0.38  0.32  
43  1/2" argon spaces 0.42  0.32  0.21  0.26  0.95  0.72  0.67  0.47  0.48  0.37  0.31  
 Quadruple Glazing, e=0.10 on surfaces 2 or 3 and 4 or 5          
44  1/4" airspaces 0.49  0.38  0.28  0.33  0.97  0.74  0.69  0.49  0.50  0.39  0.33  
45  1/2" airspaces 0.43  0.32  0.22  0.27  0.94  0.71  0.66  0.46  0.47  0.36  0.30  
46  1/4" argon spaces 0.45  0.34  0.24  0.29  0.93  0.70  0.65  0.45  0.46  0.35  0.30  
47  1/2" argon spaces 0.41  0.30  0.20  0.24  0.91  0.68  0.63  0.43  0.44  0.33  0.28  
48  1/4" krypton spaces 0.41  0.30  0.20  0.24  0.88  0.65  0.60  0.40  0.42  0.31  0.25  

 




